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SPECIAL INSPECTIONS:
THE FOLLOWING SPECIAL INSPECTIONS ARE REQUIRED FOR THIS APPLICATION:
1. STRUCTURAL STEEL - HIGH STRENGTH BOLTING
2. STRUCTURAL STEEL  - WELDING
3. EXTERIOR INSULATION AND FINISH SYSTEM (EIFS)
4. STRUCTURAL STABILITY - EXISTING CONDITIONS

PROGRESS INSPECTIONS:
THE FOLLOWING PROGRESS INSPECTION ITEMS ARE REQUIRED FOR THIS APPLICATION:
5. ENERGY CODE COMPLIANCE INSPECTIONS
6. FIRE-RESISTANCE RATED CONSTRUCTION

ENERGY CODE PROGRESS INSPECTIONS:
THE FOLLOWING ENERGY CODE PROGRESS INSPECTIONS ITEMS ARE REQUIRED FOR THIS APPLICATION:
1. FENESTRATION U-FACTOR AND PRODUCT RATING
2. FENESTRATION AIR LEAKAGE
3. FENESTRATION AREAS
4. AIR SEALING AND INSULATION - VISUAL
5. INTERIOR LIGHTING POWER
6. EXTERIOR LIGHTING POWER
7. LIGHTING CONTROLS

ALTERATION - GENERAL CONSTRUCTION
TO RENOVATE EATING & DRINKING

ESTABLISHMENT
1412 Myrtle Avenue  - Brooklyn, NY 11237

N
PARTIAL ZONING MAP 13b
NOT TO SCALE SITE

NOTE:
THIS LOCATION IS NOT LOCATED IS A SPECIAL AREA.

RELATED FILINGS:
1. RELATED PLUMBING WORK FILED APPLICATION #B00938585.
2. RELATED MECHANICAL WORK FILED UNDER APPLICATION #B00938584.
3. RELATED PUBLIC ASSEMBLY PLAN APPROVED UNDER APPLICATION #B00940131.
4. TEMPORARY CONSTRUCTION FENCE FILED UNDER APPLICATION #B00940118.
5. FIRE SUPPRESSION ANSUL SYSTEM FILED WITH FDNY.
6. SIGNAGE TO BE FILED UNDER SEPARATE APPLICATION.
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Partial First Floor Construction Plan
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Kitchen Equipment Schedule
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ZONING ANALYSIS:
NO CHANGE TO USE, EGRESS OR OCCUPANCY UNDER THIS APPLICATION.

SCOPE OF WORK:
GENERAL CONSTRUCTION TO RENOVATE AN EXISTING EATING & DRINKING ESTABLISHMENT.

DOB NOTES:
THIS APPLICATION IS BEING FILED TO RECTIFY THE FOLLOWING VIOLATIONS:
· ECB VIOLATION #34463572H
· ECB VIOLATION #346875665M
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GENERAL NOTES:
1. CONTRACTOR TO CHECK AND VERIFY ALL MEASUREMENTS AND DIMENSIONS AND ACTUAL CONDITIONS AT SITE AND BE HELD

RESPONSIBLE FOR SAME. CONTRACTOR TO OBTAIN ALL PERMITS AND FEES TO START AND COMPLETE ALTERATION. UPON COMPLETION
OF JOB, CONTRACTOR IS TO SUPPLY OWNER WITH A CERTIFICATE OF OCCUPANCY.

2. A STATEMENT SHALL BE FILED BY THE OWNER, THAT THE SYSTEM OF VENTILATION WILL BE KEPT IN CONTINUOUS OPERATION AT ALL
TIMES DURING THE NORMAL OCCUPANCY OF THE STRUCTURE AS PROVIDED IN THE APPLICATION LAWS AS FILED BY THE LICENSED
PROFESSIONAL ENGINEER OR OTHER QUALIFIED PERSON WHO CONDUCTED THE TEST OF THE SYSTEM AND NOT UNTIL THE STATEMENT
OF THE OWNER IS FILED.

3. ALL PLUMBING WORK SHALL BE IN ACCORDANCE WITH REQUIREMENTS OF THE 2014 NYC PLUMBING CODE.
4. ALL WATER SUPPLIES SHALL BE OVER THE RIM OR SHALL BE PROVIDED WITH APPROVED VACUUM BREAKER FOR WATER CLOSET FLUSH

VALVES, HOW BIBBS, ETC.
5. ALL NOTES, DIMENSIONS, DETAILS AND JOB CONDITIONS ARE TO BE CHECKED AND VERIFIED, ANY DISCREPANCY SHALL BE BROUGHT.

TO THE ATTENTION OF THE ARCHITECT/ENGINEER PRIOR TO COMMENCEMENT OF WORK.
6. ALL REQUIRED AND NECESSARY PERMITS SHALL BE SECURED FROM ALL MUNICIPAL AGENCIES HAVING JURISDICTION AT THE COST AND

EXPENSE OF THE CONTRACTOR. PRIOR TO START OF WORK, CONTRACTOR SHALL OBTAIN APPROVAL OF ALL COMPLETED WORK AS
REQUIRED BY NEW YORK CITY ADMINISTRATIVE CODE AND ALL REQUIRED AGENCIES.

7. EACH CONTRACTOR WILL BE HELD RESPONSIBLE FOR HIS WORK. THE GENERAL CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND
CONDITIONS AT THE BUILDINGS AND WILL BE RESPONSIBLE FOR THE JOINING OF WORK OF ALL TRADES.

8. ALL MATERIALS, ASSEMBLIES AND METHODS OF CONSTRUCTION NOT LISTED AS CONTROLLED INSPECTIONS SHALL BE SUBJECT TO
SEMI-CONTROLLED INSPECTION BY THE PERSON SUPERINTENDING THE CONSTRUCTION. SIGNED COPIES OF ALL TEST AND INSPECTION
REPORTS SHALL BE FILED THROUGH THE ARCHITECT/ENGINEER WITH THE DEPARTMENT.

9. THE CONTRACTOR SHALL FAMILIARIZE HIMSELF WITH THE REQUIREMENTS OF CHAPTER 33 "SAFEGUARDS DURING CONSTRUCTION OR
DEMOLITION."

10.CONTRACTOR SHALL PROVIDE ALL SHORING, BRACING, BARRICADES, TEMPORARY FENCES, PARTITIONS, AND EXCAVATIONS, ETC. TO
ACCOMPLISH ALL OF THE WORK IN AN APPROVED MANNER.

11.NO DRAWINGS TO BE SCALED, DIMENSIONS ARE TO BE USED.
12. ALL CONSTRUCTION SHALL BE IN ACCORDANCE WITH THE RULES AND REGULATIONS OF THE NEW YORK CITY BUILDING CODE.
13. ALL ELECTRIC WORK TO COMPLY WITH THE NYC BUREAU OF ELECTRICAL CONTROL.
14.THE CONTRACTOR SHALL SEE THAT THE JOB IS BROOM SWEPT UPON COMPLETION OF THE WORK.
15.THE ARCHITECT/ENGINEER HAS NOT BEEN RETAINED TO SUPERVISE ANY CONSTRUCTION OR INSTALLATION FOR ANY EQUIPMENT.

SAFEGUARDS DURING CONSTRUCTION OR DEMOLITION
3301.1.2 FIRE CODE:
IN ADDITION TO THE REQUIREMENTS OF THIS CHAPTER, CONSTRUCTION OR DEMOLITION OPERATIONS SHALL ALSO BE CONDUCTED IN
CONFORMANCE WITH THE NEW YORK CITY FIRE CODE.
3303.7 FIRE PREVENTION AND FIRE PROTECTION:
FIRE FIGHTING EQUIPMENT, ACCESS AT THE CONSTRUCTION OR DEMOLITION SITE AND THE CONDUCT OF ALL CONSTRUCTION OR DEMOLITION
OPERATIONS AFFECTING FIRE PREVENTION AND FIRE FIGHTING SHALL COMPLY WITH THE NEW YORK CITY FIRE CODE.
3303.7.1 WATER SUPPLY:
NO HAZARDOUS OR COMBUSTIBLE MATERIAL SHALL BE KEPT AT THE SITE UNLESS WATER SUPPLY FOR FIRE PROTECTION, EITHER
TEMPORARY OR PERMANENT, IS AVAILABLE AT THE SITE.
3303.7.2 FIRE EXTINGUISHERS:
FIRE EXTINGUISHERS SHALL BE PROVIDED IN ACCORDANCE WITH THE NEW YORK CITY FIRE CODE.  SECTION FC 1404: PRECAUTIONS AGAINST
FIRE 1404.1 SMOKING. SMOKING SHALL BE PROHIBITED AT ALL CONSTRUCTION SITES.  SIGNS SHALL BE POSTED IN ACCORDANCE WITH
SECTION 310.

TENANT/OCCUPANT SAFETY NOTES BUILDING CODE:
A. AS PER §28-104.8.4.1  PUBLIC AVAILABILITY  OF  TENANT  PROTECTION  PLAN. UPON  ISSUANCE  OF  A  PERMIT  FOR  WORK  CONTAINING

A TENANT PROTECTION PLAN, THE DEPARTMENT SHALL MAKE THE TENANT PROTECTION PLAN PUBLICLY AVAILABLE ON ITS WEB SITE.

B. AS PER §28-104.8.4.2 PROVISION OF COPY OF TENANT PROTECTION PLAN TO OCCUPANTS UPON REQUEST. THE OWNER OF A BUILDING
UNDERGOING WORK  FOR  WHICH  A  TENANT  PROTECTION  PLAN  IS  REQUIRED  BY  SECTION  28-104.8.4  SHALL,  UPON  REQUEST
FROM  AN OCCUPANT OF A DWELLING UNIT WITHIN SUCH BUILDING, PROVIDE SUCH OCCUPANT WITH A PAPER COPY OF THE TENANT
PROTECTION PLAN APPROVED BY THE DEPARTMENT.

C. AS PER §28-104.8.4.3  NOTICE  TO  OCCUPANTS. UPON  ISSUANCE  OF  A  PERMIT  FOR WORK  CONTAINING  A  TENANT  PROTECTION
PLAN,  THE OWNER SHALL (I) DISTRIBUTE A NOTICE REGARDING SUCH PLAN TO EACH OCCUPIED DWELLING UNIT OR (II) POST A NOTICE
REGARDING SUCH PLAN IN A CONSPICUOUS MANNER IN THE BUILDING LOBBY, AS WELL AS ON EACH FLOOR WITHIN TEN FEET OF THE
ELEVATOR, OR IN A BUILDING WHERE THERE IS NO ELEVATOR, WITHIN TEN FEET OF OR IN THE MAIN STAIRWELL ON SUCH FLOOR. THE
NOTICE SHALL BE IN A FORM CREATED OR APPROVED BY THE DEPARTMENT AND SHALL INCLUDE:

1. A STATEMENT THAT OCCUPANTS OF THE BUILDING MAY OBTAIN A PAPER COPY OF SUCH PLAN FROM THE OWNER AND MAY
ACCESS SUCH PLAN ON THE DEPARTMENT WEB SITE ;

2.  THE  NAME  AND  CONTACT  INFORMATION  FOR  THE  SITE  SAFETY  MANAGER,  SITE  SAFETY  COORDINATOR  OR
SUPERINTENDENT  OF CONSTRUCTION  REQUIRED  BY  SECTION  3301.3  OF  THE  NEW  YORK  CITY  BUILDING  CODE,  AS
APPLICABLE,  OR,  IF  THERE  IS  NO  SITE SAFETY  MANAGER,  SITE  SAFETY  COORDINATOR  OR  SUPERINTENDENT  OF
CONSTRUCTION,  THE  NAME  AND  CONTACT  INFORMATION  OF  THE OWNER OF THE BUILDING OR SUCH OWNER’S DESIGNEE;
AND

3. A STATEMENT THAT OCCUPANTS OF THE BUILDING MAY CALL 311 TO MAKE COMPLAINTS ABOUT THE WORK.

- CONSTRUCTION WORK WILL BE CONFINED TO THE AREA OF WORK, AND WILL NOT CREATE DUST, DIRT, OR OTHER SUCH
INCONVENIENCES  TO OTHER OCCUPIED AREAS WITHIN THE BUILDING.

- CONSTRUCTION OPERATION WILL NOT BLOCK HALLWAYS OR MEANS OF EGRESS FOR TENANTS OF BUILDING.

- CONSTRUCTION OPERATIONS WILL NOT INVOLVE INTERRUPTION OF HEATING, WATER OR ELECTRICAL SERVICES TO OTHER TENANTS
OF THE BUILDING.

1. EGRESS:
2. AT ALL TIMES IN THE COURSE OF CONSTRUCTION PROVISION SHALL BE MADE FOR ADEQUATE EGRESS AS REQUIRED BY THE NEW YORK

CITY BUILDING CODE. TENANT PROTECTION PLAN SHALL IDENTIFY ALL EGRESS TO BE PROVIDED. REQUIRED EGRESS SHALL NOT BE
OBSTRUCTED AT ANY TIME EXCEPT WHERE APPROVED BY THE COMMISSIONER.

3. FIRE SAFETY:
ALL NECESSARY LAWS AND CONTROLS AS WELL AS ANY ADDITIONAL SAFETY MEASURES NECESSITATED BY THE CONSTRUCTION

SHALL BE STRICTLY OBSERVED.

4. COMPLIANCE WITH HOUSING STANDARDS. THE REQUIREMENTS OF THE NEW YORK CITY HOUSING MAINTENANCE CODE, AND, WHERE
APPLICABLE, THE NEW YORK STATE MULTIPLE DWELLING LAW SHALL BE STRICTLY OBSERVED.

5. HEALTH REQUIREMENTS:
SPECIFICATION OF METHODS TO BE USED FOR CONTROL OF DUST, DISPOSAL OF CONSTRUCTION DEBRIS, PEST CONTROL AND
MAINTENANCE OF SANITARY FACILITIES, AND LIMITATION OF NOISE TO ACCEPTABLE LEVELS SHALL BE INCLUDED.

5.1. THERE SHALL BE INCLUDED A STATEMENT OF COMPLIANCE WITH APPLICABLE PROVISIONS OF LAW RELATING TO LEAD AND
ASBESTOS, AND SUCH STATEMENT SHALL DESCRIBE WITH PARTICULARITY WHAT MEANS AND METHODS ARE BEING
UNDERTAKEN TO MEET SUCH COMPLIANCE.

6. STRUCTURAL STABILITY:
NO WORK TO BE DONE WHERE THERE MIGHT BE ANY DANGER TO OCCUPANTS DUE TO STRUCTURAL WORK.

7. NOISE RESTRICTIONS:
CONSTRUCTION OPERATION WILL BE CONFINED TO NORMAL WORKING HOURS: 8 A.M. TO 5 P.M., MONDAYS THROUGH FRIDAYS, EXCEPT
LEGAL HOLIDAYS. HOURS  OF THE DAY OR DAYS OF THE WEEK IN WHICH CONSTRUCTION WORK MAY BE UNDERTAKEN SHALL OBSERVE
THE LIMITATIONS PURSUANT TO THE NEW YORK CITY NOISE CONTROL CODE.

8. MAINTAINING ESSENTIAL SERVICES:
WHERE HEAT, HOT WATER, COLD WATER, GAS, ELECTRICITY, OR OTHER UTILITY SERVICES ARE PROVIDED IN SUCH BUILDING OR IN ANY
DWELLING UNIT LOCATED THEREIN, THE TENANT PROTECTION PLAN SHALL SPECIFY THE MEANS AND METHODS TO BE USED FOR
MAINTAINING SUCH SERVICES DURING SUCH WORK IN ACCORDANCE WITH THE REQUIREMENTS OF THE NEW YORK CITY HOUSING
MAINTENANCE CODE. IF A DISRUPTION OF ANY SUCH SERVICE IS ANTICIPATED DURING THE WORK, THEN SUCH PLAN SHALL SPECIFY
THE ANTICIPATED DURATION OF SUCH DISRUPTION AND THE MEANS AND METHODS TO BE EMPLOYED TO MINIMIZE SUCH DISRUPTION,
INCLUDING THE PROVISION OF SUFFICIENT ALTERNATIVES FOR SUCH SERVICE DURING SUCH DISRUPTION.
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EXISTING UNDERSIDE OF DECK

METAL RUNNER

1
FOR TYPE 1 - USE 3-5/8" METAL STUDS @ 16" O.C.

ALTERNATIVELY USE METAL STUDS AS REQ'D TO ACHIEVE
WALL THICKNESS AS INDICATED ON PLANS.

FOR WET WALLS/AREAS - USE 5/8" WATER/MOLD
RESISTANT GWB & NO BATT INSULATION

ALTERNATIVELY USE METAL STUDS AS REQ'D TO ACHIEVE
WALL THICKNESS AS INDICATED ON PLANS.

ALTERNATIVELY USE METAL STUDS AS REQ'D TO ACHIEVE
WALL THICKNESS AS INDICATED ON PLANS.

FIRESTOP
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TUBE COLUMN

FACE LAYER - 5/8" TYPE "X" GWB

CORNER BEAD

NON RATED COLUMN ENCLOSURE

METAL STUD

FOR TYPE 7 - USE 1-5/8" METAL STUDS @ 16" O.C.

FOR WET WALLS/AREAS - USE 5/8" WATER/MOLD
RESISTANT GWB & NO BATT INSULATION

ALTERNATIVELY USE METAL STUDS AS REQ'D TO ACHIEVE
WALL THICKNESS AS INDICATED ON PLANS.

FURRING AT EXISTING PARTITION
8

(SEE FINISH SCHEDULE)

METAL RUNNER

BASE AS REQ'D

FINISHED CEILING

TAPE AND SPACKLE JOINTS

METAL STUDS @ 16" O.C.

5/8" G.W.B. 

METAL RUNNER

UNDERSIDE OF DECK

12
" M

IN
.

4-1/4"

FINISH AS REQUIRED

FINISHED FLOOR AS REQ'D

CONCRETE SLAB

(SEE FINISH SCHEDULE)

(SEE FINISH SCHEDULE)

TYPE 8 

EXISTING WALL OR PARTITION

FOR TYPE 8 - USE 3-5/8" METAL STUDS @ 16" O.C.
OR METAL "Z" FURRING CHANNELS @ 24" O.C.

FOR WET WALLS/AREAS - USE 5/8" WATER/MOLD
RESISTANT GWB & NO BATT INSULATION

ALTERNATIVELY USE METAL STUDS AS REQ'D TO ACHIEVE
WALL THICKNESS AS INDICATED ON PLANS.

FIRE RATING NON RATED

WEATHER RESISTANT MOISTURE BARRIER

STUCCO FINISH (PAREX EIF SYSTEM)

SCRATCH COAT 

STUCCO FINISH (PAREX EIF SYSTEM) OVER NEW
METAL STUD EXTERIOR WALL OR EXISTING
MASONRY WALL

CONTINUOUS INSULATION MINIMUM R-8.5

(1) LAYER 5/8" GWB

(1) LAYER 5/8" EXTERIOR GRADE GWB

9

FOR TYPE 9 - USE 6J16 METAL STUDS @ 16" O.C.

EXISTING MASONRY WALL

 METAL "Z" FURRING CHANNELS @ 24" O.C.

WEATHER RESISTANT MOISTURE BARRIER

STUCCO FINISH (PAREX EIF SYSTEM)

SCRATCH COAT 

CONTINUOUS INSULATION MINIMUM R-8.5

FIRE RATING NON RATED

WEATHER RESISTANT MOISTURE BARRIER

NICHIHA PANEL OVER NEW METAL STUD EXTERIOR
WALL OR EXISTING MASONRY WALL

CONTINUOUS INSULATION MINIMUM R-8.5

(1) LAYER 5/8" GWB

(1) LAYER 5/8" EXTERIOR GRADE GWB

10
FOR TYPE 10 - USE 6J16 METAL STUDS @ 16" O.C.

EXISTING MASONRY WALL

 METAL "Z" FURRING CHANNELS @ 24" O.C.

WEATHER RESISTANT MOISTURE BARRIER

NICHIHA PANEL

NICHIHA SINGLE FLANGE SEALANT BACKER 

CONTINUOUS INSULATION MINIMUM R-8.5

NICHIHA CLIP

METAL STUDS @ 16" O.C.  W/ MINIMUM R-13 BATT INSULATION

METAL STUDS @ 16" O.C.  W/ MINIMUM R-13 BATT INSULATION

NICHIHA PANEL

NICHIHA SINGLE FLANGE SEALANT BACKER 

NICHIHA CLIP

WEATHER RESISTANT MOISTURE BARRIER

NICHIHA PANEL OVER NEW TOWER

(1) LAYER 5/8" EXTERIOR GRADE PLYWOOD EACH SIDE

11

NICHIHA PANEL

NICHIHA SINGLE FLANGE SEALANT BACKER 

NICHIHA CLIP

6J16 @ 16" OC

FIRE RATING NON RATED

WEATHER RESISTANT MOISTURE BARRIER

METAL PANEL

METAL PANELS OVER NEW METAL STUD EXTERIOR
WALL OR EXISTING MASONRY WALL

CONTINUOUS INSULATION MINIMUM R-8.5

(1) LAYER 5/8" GWB

(1) LAYER 5/8" EXTERIOR GRADE GWB

12
FOR TYPE 12 - USE 6J16 METAL STUDS @ 16" O.C.

EXISTING MASONRY WALL

 METAL "Z" FURRING CHANNELS @ 24" O.C.

WEATHER RESISTANT MOISTURE BARRIER

METAL PANEL

CONTINUOUS INSULATION MINIMUM R-8.5

METAL STUDS @ 16" O.C.  W/ MINIMUM R-13 BATT INSULATION

NOTE:
ALL KITCHEN WALLS TO BE
FINISHED WITH WHITE FRP

NOTE:
ALL KITCHEN WALLS TO BE
FINISHED WITH WHITE FRP

NOTE:
ALL KITCHEN WALLS TO BE
FINISHED WITH WHITE FRP

NOTE:
ALL KITCHEN WALLS TO BE
FINISHED WITH WHITE FRP

NOTE:
ALL KITCHEN WALLS TO BE
FINISHED WITH WHITE FRP

NOTE:
ALL KITCHEN WALLS TO BE
FINISHED WITH WHITE FRP

NOTE:
ALL KITCHEN WALLS TO BE
FINISHED WITH WHITE FRP
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DETAILS

3

FIBER CEMENT PANELS,
AS SCHEDULED

STEEL BEAM, AS
SCHEDULED

WALL SUBSTRATE AND
BUILDING WRAP

METAL IN-FILL
FRAMING, REFER TO
WALL SECTIONS

LIGHTBAND BY LEKTRON
OR APPROVED OTHER

CONTINUOUS WD
BLOCKING

METAL DRIP EDGE AS
PER MANUFACTURER'S
RECOMMENDATION

VERTICAL STEEL TUBE,
REFER TO WALL SECTIONS

HORIZONTAL STEEL TUBE,
REFER TO WALL SECTIONS

PAINTED METAL DRIP
EDGE

STEEL DECK, AS
SCHEDULED

MEMBRANE ROOFING
OVER MINIMUM R-33
CONTINUOUS
INSULATION ENTIRELY
ABOVE DECK AS PER
2020 NYCECC

CONTINUOUS WD
BLOCKING

CLEAR SOLAR GRADE
POLYCARBONATE LENS

CERAMIC, PORCELAIN OR STONE TILE

EASYMAT - PEEL & STICK 5MM
SOUNDPROOFING UNDERLAYMENT
BY CUSTOM BUILDING PRODUCTS.

REDGUARD - WATERPROOFING AND CRACK
PREVENTION MEMBRANE
BY CUSTOM BUILDING PRODUCTS.

MARBLE & GRANITE FORTIFIED PREMIUM
MORTAR BY CUSTOM BUILDING PRODUCTS.

EXISTING 4" CONCRETE SUB-FLOOR

PRISM SURE COLOR GROUT OR POLYBLEND
GROUT BY CUSTOM BUILDING PRODUCTS.
COLOR TO BE DETERMINED. USE NON-SANDED
GROUT AT ALL GLAZED & POLISHED FLOORS.
SANDED GROUT AT ALL OTHERS.

FLOOR TILE INSTALLATION DETAIL
SCALE: 1" = 1'-0"

NOTE TO INSTALLER:
ALL UNGLAZED TILE SHALL BE SEALED WITH
(2) COATS OF TILELAB SURFACEGARD
PENETRATING SEALER BY CUSTOM
BUILDING PRODUCTS.  APPLY MINIMUM 24
HOURS PRIOR TO GROUTING.

NOTE TO INSTALLER:
ALL FLOOR TILES ARE TO BE 100%
BACK-BUTTERED.  OCCASSIONALLY LIFT UP
TILE TO ENSURE 100% COVERAGE.

NOTE TO INSTALLER:
ALL GROUT SHALL BE SEALED WITH (2)
COATS OF TILELAB SURFACEGARD
PENETRATING SEALER BY CUSTOM
BUILDING PRODUCTS.

NOTE TO INSTALLER:
ALL GROUT SHALL BE SEALED WITH (2)
COATS OF TILELAB SURFACEGARD
PENETRATING SEALER BY CUSTOM
BUILDING PRODUCTS.

NOTE TO INSTALLER:
ALL UNGLAZED TILE SHALL BE SEALED WITH
(2) COATS OF TILELAB SURFACEGARD
PENETRATING SEALER BY CUSTOM
BUILDING PRODUCTS.  APPLY MINIMUM 24
HOURS PRIOR TO GROUTING.

NOTE TO INSTALLER:
ALL WALL TILES 12"x12" AND LARGER ARE TO
BE 100% BACK-BUTTERED.  OCCASSIONALLY
LIFT UP TILE TO ENSURE 100% COVERAGE.

WALL TILE INSTALLATION DETAIL
SCALE: 1" = 1'-0"

CERAMIC, PORCELAIN OR STONE TILE

REDGUARD - WATERPROOFING AND CRACK
PREVENTION MEMBRANE BY CUSTOM BUILDING
PRODUCTS. PROVIDE ONLY AT WALLS BEHIND ALL
PLUMBING FIXTURES.  APPLY UP TO 48" AFF

MEGAFLEX CRACK PREVENTION MORTAR
BY CUSTOM BUILDING PRODUCTS.

EXISTING WATER RESISTANT GWB OVER
METAL STUDS @ 16" OC

PRISM SURE COLOR GROUT OR POLYBLEND GROUT
BY CUSTOM BUILDING PRODUCTS.  COLOR TO BE
DETERMINED. USE NON-SANDED GROUT ON ALL
GLAZED & POLISHED TILES.  SANDED GROUT AT ALL
OTHERS.

EXPOSED TEE BAR LAY-IN SUSPENDED CEILING
NOT TO SCALE

MAIN TEE, 2'-0" O.C. 2'-0"x2'-0" ACT.

1/4" DIA. GALV.
HANGER ROD AND
CLIP SECURED TO 
SLAB

TYP. 1-1/2" COLD
ROLLED METAL
CHANNEL

BRIDGING OVER
FIXTURE WHERE
REQUIRED

RECESSED
FLUORESCENT LIGHT
FIXTURE

DIRECT HANG CLIP

1-1/2" CHANNEL

ACOUSTICAL
CEILING TILE

ACOUSTICAL TILE
EDGE MOLDING

5/8" GYPSUM BOARD

2-1/2" METAL STUD
@ 24" O.C.

CORNER BEAD

SEE REFLECTED
CEILING PLAN
FOR HEIGHT

GWB SOFFIT & FASCIA DETAIL
NOT TO SCALE

6"
 M

IN
. 6"

 M
IN

.

SEE REFLECTED
CEILING PLAN
FOR HEIGHT

ACT

ACT

5/8" GYP. BD. ON 3-5/8"
MTL. TRACK TO SLAB

GYP. BD. TRM.
OPENING, SEE PLAN
FOR HEIGHT

GWB OPENING DETAIL

8"
 M

IN
.

ACT, SEE REFLECTED CEILING
PLAN FOR HEIGHT AND MATERIAL

5/8" GYP. BD. FASCIA

TAPE & SPACKLE

METAL FASCIA
CORNER MOLDING

2-1/2" METAL STUD 
FRAMING @ 24" O.C.
SECURED TO UNDERSIDE
OF SLAB OR BEAM
(BRACE LATERALLY.)

ACT, SEE REFLECTED
CEILING PLAN FOR
HEIGHT.

GWB FASCIA DETAIL
NOT TO SCALE NOT TO SCALE

4'-0" O.C.
HANGERS

UNDERSIDE OF
DECK/SLAB

UNDERSIDE OF
DECK/SLAB

UNDERSIDE OF
DECK/SLAB

UNDERSIDE OF DECK/SLAB

AT D/T AND CREW ROOM PROVIDE METAL

3/4" PLASTIC LAMINATED

CONTINUOS 2x4 WOOD BLOCKING
SECURED TO WALL       

PLYWOOD SHELF TO MATCH
DECOR (SUPPLIED AND 
INSTALLED BY GEN. CONTR.)     

NOTE: 
G.C. TO VERIFY LENGTH AND WIDTH OF
ALL COUNTERS WITH FIELD MEASUREMENTS.

(2) 2x4 WOOD STUDS
(ONE AT EACH END.)

TO FIN. FLOOR

3/4" PLYWOOD WITH PLASTIC
LAMINATE FINISH AT EXPOSED
SURFACES.  2'-6" O.C.

6'
-6

" T
O

 T
O

P 
SH

EL
F

3'
-0

" A
T 

D
/T

 E
XP

. C
N

TR
.

2'
-6

" A
T 

C
R

EW
 R

M
 C

N
TR

.

2'
-1

0"
 A

T 
O

FF
IC

E 
C

N
TR

.

1'-2"

2'-0"

BRACING AT MIDPOINT OR AS REQUIRED.
IN OFFICE PROVIDE METAL BRACING 24"
FROM END COVERING MWS CART.

 PLAN VIEW ELEVATION 

FRP BOARD

5/8" TYPE "X"

PVC OUTSIDE CORNER
GUARD BY MARLITE.

GYP. BD.

TILE BASE
REF. ID SHEETS.
STOP CORNER GUARD
AT TOP OF TILE BASE.

1.5"X1.5" STAINLESS STEEL
CORNERS GUARDS MUST BE
USED WITH TILE WALL FINISH.

TILE
WALL
FINISH

OFFICE COUNTER DETAIL
NOT TO SCALE

CORNER GUARD DETAIL
NOT TO SCALE

PARAPET LIGHT BAND DETAIL
NOT TO SCALE

WIRE SHELVING BY
EQUIPMENT MANUFACTURER
AND INSTALLED BY G.C.

DWARF WALL

1/2" SOLID SURFACE COUNTER TOP
(SS-10RY) ON 3/4" PLYWOOD
SUBSTRATE

FRP-1 ON 3/4" PLYWOOD
SUBSTRATE (REFER TO
DECOR DRAWINGS)

2x4 BLOCKING

WD-5RY ENGINEERED OAK WOOD
PLANKS 7"x ¾”THICKNESS
ADHERED TO ¾" PLYWOOD
SUBSTRATE

MITERED EDGE

2'-10"

3"

1-3/8"

2'
-1

0"
 F

IN
IS

H
M

AX
IM

U
M

: H
O

LD

BURGER KING SERVICE COUNTER DETAIL
SCALE: 1" = 1'-0"

6"

1'-10"
(HOLD FOR
SHELVING)

TILE BASE

Date:  

                 Rudolf Govic
                  APPROVED

10/16/2023



572 Henry Street - Brooklyn, New York 11231

Rev.
#

Date: Description:

Michael D. Just, R.A., A.I.A.
718.855.1237
mjust@mjarch.com
www.justarchitectureny.comJUST

RCHITECTURE

By:

Sheet:Drawn By:

 of  35

BLOCK:
LOT:
ZONE:
MAP:

3298
25
C4-3
13b

1412 Myrtle Avenue
Brooklyn, NY 11237

John Froccaro/Michael Stamouli
Burger Brothers Restaurant Group Inc.
20 Soundview Market Place
Port Jefferson, NY 11050

Drawing Title:

Seal:

Project Address:

Drawing No.:

Copyright:
ALL IDEAS, DESIGNS, ARRANGEMENTS, DRAWINGS  AND
WRITTEN MATERIALS INDICATED OR REPRESENTED BY
THIS DRAWING HEREIN CONSTITUTE ORIGINAL AND
UNPUBLISHED WORK AND ARE OWNED BY AND
PROPERTY OF M. JUST ARCHITECTURE, PC AND WERE
CREATED, EVOLVED AND DEVELOPED FOR USE IN
CONNECTION WITH THIS SPECIFIC PROJECT.  NONE OF
SUCH IDEAS, DESIGNS, ARRANGEMENTS OR PLANS
SHALL BE DUPLICATED, USED BY OR DISCLOSED TO ANY
PERSON, FIRM OR CORPORATION FOR ANY PURPOSE
WHATSOEVER WITHOUT THE WRITTEN PERMISSION OF
M. JUST ARCHITECTURE, PC

Note:
THIS PLAN IS APPROVED ONLY FOR WORK INDICATED ON
THE APPLICATION SPECIFICATION SHEET.  ALL OTHER
MATTERS SHOWN ARE NOT TO BE RELIED UPON OR TO
BE CONSIDERED EITHER BEING APPROVED OR IN
ACCORDANCE WITH APPLICABLE CODES.

Client:

GL

New York Alteration Warning Statement:
IT IS A VIOLATION OF NEW YORK REGULATION 69.5(b)
FOR ANY PERSON, UNLESS ACTING UNDER THE
DIRECTION OF A LICENSED ARCHITECT, TO ALTER AN
ITEM IN ANY WAY WITHOUT AFFIXING TO THE ITEM HIS
SEAL AND THE NOTIFICATION "ALTERED BY", FOLLOWED
BY A SIGNATURE, DATE OF SUCH ALTERATION AND A
SPECIFIC DESCRIPTION OF THE ALTERATION

Special & Progress Inspections:
M. JUST ARCHITECTURE, PC SHALL ONLY IDENTIFY ALL
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G-003.00

STOREFRONT NOTES,
ELEVATIONS & DETAILS

4

TWO POCKETS
90° OUTSIDE CORNER

TWO POCKETS
90° INSIDE CORNER

4 1/2"

451-CG-015

D
LO

O
D

FW

4 
1/

2"

45
1-

C
G

-0
35

FW

OD

DLO

451-CG-035

45
1-

C
G

-0
15

D
LO

DLO

4 
1/

2"

FWO
D

4 1/2"

OD

FW

VERTICAL MULLION
STANDARD

HORIZONTAL
DETAIL 2

DETAIL 1

DETAIL 5

DETAIL 3

5/
8"

O
D FH

D
LO

2"

451-CG-001 SILL
451-037 FLASHING

451-CG-004 GLASS STOP
451-CG-011 TUBE HORIZONTAL

D
LO

2"
D

LO

451-126 SHIM SUPPORT
451-CG-004 GLASS STOP
451-CG-003 HEAD

D
LO

2"

1/
4"

O
D

FH

4 1/2"

451-CG-001 MULLION
451-CG-002 POCKET FILLER

DLO DLO2"

451-126 SHIM SUPPORT
451-CG-001 JAMB

1/4" FW

OD

2" DLO

4 
1/

2"

DETAIL 4
JAMB

451-HP-037 HP FLASHING

11
/1

6"

O
D FH

2"
D

LO

451-HP-126 FLASHING CLIP

451-CG-001 SILL
DETAIL 3A

SILL

SILL
WITH HP FLASHING

HEAD

NOTE:
3/8" SHIM SPACE AT HEAD REQUIRED
WITH HP FLASHING.

451-126 SHIM SUPPORT

TRIFAB VG 451 (CENTER) SCREW SLPINE ASSEMBLY
OUTSIDE GLAZED (1" INFILL)
NOT TO SCALE

TRIFAB VG 451 (CENTER) SCREW
SLPINE ASSEMBLY TYPICAL CORNER
DETAIL (1" INFILL)
NOT TO SCALE

DETAIL 6 

DETAIL 7 

MEETING STILES

SINGLE ACTING
STD. BOTTOM RAIL 190 Bottom Rail

3-
7/

8"

OPTIONAL BOTTOM
DOOR SWEEP

DOOR JAMB

NOTE:
KAWNEER "190" NARROW STILE DOOR
SHOWN ON THESE DETAILS.
OTHER KAWNEER DOORS MAY BE USED.

ENTRANCE DETAIL 11A

ENTRANCE DETAIL 10

ENTRANCE DETAIL 12

ENTRANCE DETAIL 9

SINGLE ACTING
FOR SURFACE CLOSER

DOOR JAMB
SINGLE ACTING

ENTRANCE DETAIL 11

SINGLE ACTING
WITH SIDELITE (1" INFILL)

DOOR JAMB
ENTRANCE DETAIL 13

TRANSOM BAR (1" Infill)

ENTRANCE DETAIL 13A
DOOR JAMB

2-1/8"
1/8"

190 MEETING STILES

2-3/16"

O
D

D
LO

FH

4 1/2"

1/
4"

2"

451-126 SHIM SUPPORT

451-CG-001 HEAD
451-CG-525 SHEAR BLOCK PKGENTRANCE DETAIL 8

TRANSOM HEAD
(1" Infill)

AT TRANSOM AREA AT TRANSOM AREA

O
D

FH
D

O
O

R
 O

PE
N

IN
G

11
/1

6"

2" DLO

2-1/8"

DOOR OPENING

3/32"

190 DOOR STILE

WITH WEATHERING

1/4"
OD
FW

2"

2-1/8"3/32"

DOOR OPENING

450-022 GLASS STOP
451-502 S/A T-BAR WITH WEATHERING
450-506 S/A T-BAR CLIP PACKAGE

1 
1/

8"

2"
D

LO

2-
1/

4"
1/

8"

190 Top Rail

D
O

O
R

 O
PE

N
IN

G

451-026 POCKET INSERT
451-501 S/A DOOR JAMB

DLO
1/2"
DLO 2"

451-026 POCKET INSERT
451-501 S/A DOOR JAMB

1/2"
DLO

1/4"
OD
FW

2"

451-501 S/A DOOR JAMB
WITH WEATHERING

451-501 S/A DOOR JAMB

450-110 STEEL REINFORCING

450-110 STEEL REINFORCING

(AS REQUIRED)

(AS REQUIRED)

190 DOOR STILE

TRIFAB VG 451 (CENTER) ENTRANCE DETAILS
OFFSET PIVOT/BUTT HUNG with SURFACE CLOSER
NOT TO SCALE

NOTE:
KAWNEER "190" NARROW STILE DOOR
SHOWN ON THESE DETAILS.
OTHER KAWNEER DOORS MAY BE USED.

STOREFRONT NOTES
1. ALL DIMENSIONS TO BE VERIFIED IN FIELD.
2. PROVIDE NEW GLASS & ALUMINUM STOREFRONTS, INSULATED PANELS &

GLAZED SWINGING EXTERIOR EXIT DOORS AS INDICATED ON PLAN.
2.1. SEE STOREFRONT DETAILS ON THIS SHEET.
2.2. AS PER THE 2020 NYC ENERGY CODE;

2.2.1. FIXED METAL FRAMING FENESTRATION TO PROVIDE A MAXIMUM
U-FACTOR OF 0.30 & MAXIMUM SHGC OF 0.36.

2.2.2. ENTRANCE DOORS TO PROVIDE A MAXIMUM U-FACTOR OF 0.77 &
MAXIMUM SHGC OF 0.36.

2.2.3. STOREFRONT GLAZING TO PROVIDE A MAXIMUM AIR LEAKAGE
RATE OF 0.06 AS PER TEST PROCEDURE NFRC 400 OR ASTM E 283
AT 1.57 PSF.

2.2.4. COMMERCIAL GLAZED SWINGING ENTRANCE DOORS TO PROVIDE
A MAXIMUM AIR LEAKAGE RATE OF 1.00 AS PER TEST PROCEDURE
NFRC 400 OR ASTM E 283 AT 1.57 PSF.

3. COORDINATE WITH CONSTRUCTION PLANS & TABULAR ANALYSIS.

PROPOSED SOUTH (FRONT) STOREFRONT ELEVATION ALONG MYRTLE AVENUE
SCALE: 1/4" = 1'-0"

12'-8" NEW STOREFRONT 2'-4" 46'-31
2" NEW STOREFRONT (9 EQUAL PANELS)

6'-4"6'-4"

8'
-0

"
2'

-8
"

1st FL

GRADE

PROPOSED NORTHEAST (REAR ENTRANCE/DRIVE THRU) STOREFRONT ELEVATION
SCALE: 1/4" = 1'-0"

12'-1" NEW STOREFRONT

5'
-1

0"

5'
-1

0"

2'-1" 4'-4"

GRADE

PROPOSED (DRIVE THRU) STOREFRONT ELEVATION
SCALE: 1/4" = 1'-0"

GRADE

5'
-1

0"

DETAIL 9 DETAIL 9

DETAIL 10 DETAIL 10

DETAIL 12

DETAIL 11 DETAIL 7

NEW
3'-0"x8'-0"

GLAZED ENTRY
DOOR

NEW
3'-0"x8'-0"

GLAZED ENTRY
DOOR

DETAIL 4 DETAIL 4 DETAIL 4

DETAIL 2 DETAIL 2 DETAIL 2 DETAIL 2 DETAIL 2 DETAIL 2 DETAIL 2 DETAIL 2 DETAIL 2 DETAIL 2

DETAIL 3 DETAIL 3 DETAIL 3 DETAIL 3 DETAIL 3 DETAIL 3 DETAIL 3 DETAIL 3 DETAIL 3 DETAIL 3

DETAIL 1 DETAIL 1 DETAIL 1 DETAIL 1 DETAIL 1 DETAIL 1 DETAIL 1 DETAIL 1 DETAIL 1 DETAIL 1DETAIL 8

DETAIL 5 DETAIL 5 DETAIL 5 DETAIL 5 DETAIL 5 DETAIL 5 DETAIL 5 DETAIL 5

DETAIL 6

DETAIL 6DETAIL 5DETAIL 4

DETAIL 4

DETAIL 4

DETAIL 1 DETAIL 1

DETAIL 1 DETAIL 1

DETAIL 1DETAIL 1DETAIL 1DETAIL 1

DETAIL 3 DETAIL 3

DETAIL 3 DETAIL 3

DETAIL 3DETAIL 3DETAIL 3

DETAIL 5 DETAIL 5

DETAIL 5 DETAIL 5

2"

EQUAL

2"

EQUAL

4"

10'-1" NEW
STOREFRONT

EQ.

DRIVE
THRU

WINDOW EQ. 3'-3"

PROPOSED NORTHWEST (REAR ENTRANCE/DRIVE THRU) EXTERIOR ELEVATION
SCALE: 1/4" = 1'-0"

5'
-1

0"

13'-6" NEW STOREFRONT 14'-0" NEW STOREFRONT 10'-11" NEW STOREFRONT

9'-7"

5'-41
2"3'-4"4'-91

2"

5'
-1

0"

13'-5"

GRADE

4"

EQUAL

2"

EQUAL

2"

EQUAL

2"

2"

EQUAL

2"

DRIVE THRU WINDOW

2"

EQUAL

2"
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Specified Products and Approved Equals
Hinges - Provide features, functions, size and finish as shown in hardware sets.
HAGER BB1279 BB1168 253

MCKINNEY TA2714 T4A3786

BOMMER BB5000 BB5004

Locks - Provide features, functions and finish as shown in hardware sets.
FALCON - DEADLOCK D871 NO SUBSTITUTIONS

SCHLAGE AL53PD AL40S

YALE AU5307LN AU5302LN

FALCON B511D B301D

Exit Device - Provide features, functions and finish as shown in hardware sets.
VON DUPRIN 22 EO

YALE 2100 EO

SARGENT 3828 EO

Closers - Provide features, functions and finish as shown in hardware sets.
LCN 1461 4115 H-CUSH

YALE 3301 4425T / 4421T

DORMA 8616 8916 DST / 8956 DST

Push/Pull, KP, Stops, Etc. - Provide features, functins, size and finish as shown in
hardware sets.
HAGER KICKPLT 193S PULL PLT H33E PUSH PLT 30S FL STOP 241F WALL STOP 236W VIEWER 1756

ROCKWOOD K1050 B3E BF106 X 70C 70C 441CU 409 622

TRIMCO KOO50 1017-3x2 12 PROJ. 1001-3 1211 1270WV 976U

Weatherstripping, Thresholds, Etc. - provide features, functions, size and finish as
shown in hardware sets.
NATIONAL GUARD THRESHOLD 325A SWEEP 200NA WEATHERSTRIP 160SA

PEMKO 229A 315CN 303AS

ZERO 1675A 39A 99A

FIBER REINFORCED
CEMENT PANELS -
REFERENCE FINISH
SCHEDULE

FINISH PER
APPROVED VENDOR
DECOR DRAWINGS.
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ACCESSIBLE ROUTES
401.1 SCOPE - ACCESSIBLE ROUTES REQUIRED BY THE SCOPING PROVISIONS ADOPTED BY THE ADMINISTRATIVE AUTHORITY SHALL COMPLY WITH THE APPLICABLE PROVISIONS OF CHAPTER4.
402 ACCESSIBLE ROUTES
402.1 GENERAL - ACCESSIBLE ROUTES SHALL COMPLY WITH SECTION 402.
402.2 COMPONENTS - ACCESSIBLE ROUTES SHALL CONSIST OF ONE OR MORE OF THE FOLLOWING COMPONENTS: WALKING SURFACES WITH A SLOPE NOT STEEPER THAN 1:20, DOORS AND DOORWAYS, RAMPS, CURB 

RAMPS EXCLUDING THE FLARED SIDES, ELEVATORS, AND PLATFORM LIFTS. ALL COMPONENTS OF AN ACCESSIBLE ROUTE SHALL COMPLY WITH THE APPLICABLE PORTIONS OF THIS STANDARD.
402.3 REVOLVING DOORS, REVOLVING GATES, AND TURNSTILES - REVOLVING DOORS, REVOLVING GATES, AND TURNSTILES SHALL NOT BE PART OF AN ACCESSIBLE ROUTE.
403 WALKING SURFACES
403.1 GENERAL - WALKING SURFACES THAT ARE A PART OF AN ACCESSIBLE ROUTE SHALL COMPLY WITH SECTION 403.
403.2 FLOOR SURFACE - FLOOR SURFACES SHALL COMPLY WITH SECTION 302.
403.3 SLOPE - THE RUNNING SLOPE OF WALKING SURFACES SHALL NOT BE STEEPER THAN 1:20. THE CROSS SLOPE OF A WALKING SURFACE SHALL NOT BE STEEPER THAN 1:48.
403.4 CHANGES IN LEVEL - CHANGES IN LEVEL SHALL COMPLY WITH SECTION 303.
403.5 CLEAR WIDTH - THE CLEAR WIDTH OF AN ACCESSIBLE ROUTE SHALL BE 36 INCHES MINIMUM.

EXCEPTION: THE CLEAR WIDTH SHALL BE PERMITTED TO BE REDUCED TO 32 INCHES MINIMUM FOR A LENGTH OF 24 INCHES MAXIMUM PROVIDED THE REDUCED WIDTH SEGMENTS ARE SEPARATED
BY SEGMENTS -THAT ARE 48 INCHES MINIMUM IN LENGTH AND 36 INCHES MINIMUM IN WIDTH.

403.5.1 CLEAR WIDTH AT 180 DEGREE TURN - WHERE AN ACCESSIBLE ROUTE MAKES A 180 DEGREE TURN AROUND AN OBJECT THAT IS LESS THAN 48 INCHES IN WIDTH, CLEAR WIDTHS SHALL BE 42 INCHES MINIMUM 
APPROACHING THE TURN, 48 INCHES  MINIMUM DURING THE TURN, AND 42 INCHES MINIMUM LEAVING THE TURN.
EXCEPTION: SECTION 403.5.1 SHALL NOT APPLY WHERE THE CLEAR WIDTH DURING THE TURN IS 60 INCHES MINIMUM.

403.5.2 PASSING SPACE - AN ACCESSIBLE ROUTE WITH A CLEAR WIDTH LESS THAN 60 INCHES SHALL PROVIDE PASSING SPACES AT INTERVALS OF 200 FEET MAXIMUM. PASSING SPACES SHALL BE EITHER A 60-INCH 
MINIMUM BY 60-INCH MINIMUM SPACE, OR AN INTERSECTION OF TWO WALKING SURFACES THAT PROVIDE A T-SHAPED TURNING SPACE COMPLYING WITH SECTION 304.3.2, PROVIDED THE BASE AND ARMS OF
THE T-SHAPED SPACE EXTEND 48 INCHES MINIMUM BEYOND THE INTERSECTION.

403.6 HANDRAILS - WHERE HANDRAILS ARE REQUIRED AT THE SIDE OF A CORRIDOR THEY SHALL COMPLY WITH SECTIONS 505.4 THROUGH 505.9.
404 DOORS AND DOORWAYS
404.1 GENERAL - DOORS AND DOORWAYS THAT ARE PART OF AN ACCESSIBLE ROUTE SHALL COMPLY WITH SECTION 404.
404.2 MANUAL DOORS - MANUAL DOORS AND DOORWAYS, AND MANUAL GATES, INCLUDING TICKET GATES, SHALL COMPLY WITH SECTION 404.2.

EXCEPTION:
404.2.1 DOUBLE-LEAF DOORS AND GATES - AT LEAST ONE OF THE ACTIVE LEAVES OF DOORWAYS WITH TWO LEAVES SHALL COMPLY WITH SECTIONS 404.2.2 AND 404.2.3.
404.2.2 CLEAR WIDTH - DOORWAYS SHALL HAVE A CLEAR OPENING WIDTH OF 32 INCHES MINIMUM. CLEAR OPENING WIDTH OF DOORWAYS WITH SWINGING DOORS SHALL BE MEASURED BETWEEN THE FACE OF DOOR 

AND STOP, WITH THE DOOR OPEN 90 DEGREES. OPENINGS MORE THAN 24 INCHES IN DEPTH AT DOORS AND DOORWAYS WITHOUT DOORS SHALL PROVIDE A CLEAR OPENING WIDTH OF 36 INCHES MINIMUM. 
THERE SHALL BE NO PROJECTIONS INTO THE CLEAR OPENING WIDTH LOWER THAN 34 INCHES ABOVE THE FLOOR. PROJECTIONS INTO THE CLEAR OPENING WIDTH BETWEEN 34 INCHES AND 80 INCHES ABOVE
THE FLOOR SHALL NOT EXCEED 4 INCHES.
EXCEPTIONS: 1. DOOR CLOSERS AND DOOR STOPS SHALL BE PERMITTED TO BE 78 INCHES MINIMUM ABOVE THE FLOOR.

2. IN ALTERATIONS, A PROJECTION OF 5/8 INCH (16 MAXIMUM INTO THE REQUIRED CLEAR OPENING WIDTH SHALL BE PERMITTED FOR THE LATCH SIDE STOP.
404.2.3 MANEUVERING CLEARANCES - MINIMUM MANEUVERING CLEARANCES AT DOORS SHALL COMPLY WITH SECTION 404.2.3 AND SHALL INCLUDE THE FULL CLEAR OPENING WIDTH OF THE DOORWAY. REQUIRED DOOR

MANEUVERING CLEARANCES SHALL NOT INCLUDE KNEE AND TOE CLEARANCE.
404.2.3.1 FLOOR SURFACE - FLOOR SURFACE WITHIN THE MANEUVERING CLEARANCES SHALL HAVE A SLOPE NOT STEEPER THAN 1:48 AND SHALL COMPLY WITH SECTION 302.
404.2.3.2 SWINGING DOORS - SWINGING DOORS SHALL HAVE MANEUVERING CLEARANCES COMPLYING WITH TABLE 404.2.3.2.
404.2.3.3 SLIDING AND FOLDING DOORS - SLIDING DOORS AND FOLDING DOORS SHALL HAVE MANEUVERING CLEARANCES COMPLYING WITH TABLE 404.2.3.3.
404.2.3.4 DOORWAYS WITHOUT DOORS - DOORWAYS WITHOUT DOORS THAT ARE LESS THAN 36 INCHES IN WIDTH SHALL HAVE MANEUVERING CLEARANCES COMPLYING WITH TABLE 404.2.3.4
404.2.3.5 RECESSED DOORS - WHERE ANY OBSTRUCTION WITHIN 18 INCHES OF THE LATCH SIDE OF A DOORWAY PROJECTS MORE THAN 8 INCHES BEYOND THE FACE OF THE DOOR, MEASURED PERPENDICULAR TO THE

FACE OF THE DOOR, MANEUVERING CLEARANCES FOR A FORWARD APPROACH SHALL BE PROVIDED.
404.2.4 THRESHOLDS - IF PROVIDED, THRESHOLDS AT DOORWAYS SHALL BE 1/2 INCH MAXIMUM IN HEIGHT. RAISED THRESHOLDS AND CHANGES IN LEVEL AT DOORWAYS SHALL COMPLY WITH SECTIONS 302 AND 303.

EXCEPTION: AN EXISTING OR ALTERED THRESHOLD SHALL BE PERMITTED TO BE 3/4 INCH MAXIMUM IN HEIGHT PROVIDED THAT THE THRESHOLD HAS A BEVELED EDGE ON EACH SIDE WITH A 
MAXIMUM SLOPE OF 1:2 FOR THE HEIGHT EXCEEDING 1/4 INCH.

404.2.5 TWO DOORS IN SERIES - DISTANCE BETWEEN TWO HINGED OR PIVOTED DOORS IN SERIES SHALL BE 48 INCHES MINIMUM PLUS THE WIDTH OF ANY DOOR SWINGING INTO THE SPACE. THE SPACE BETWEEN THE 
DOORS SHALL PROVIDE A TURNING SPACE COMPLYING WITH SECTION 304.

404.2.6 DOOR HARDWARE - HANDLES, PULLS, LATCHES, LOCKS, AND OTHER OPERABLE PARTS ON ACCESSIBLE DOORS SHALL HAVE A SHAPE THAT IS EASY TO GRASP WITH ONE HAND AND DOES NOT REQUIRE TIGHT 
GRASPING, PINCHING, OR TWISTING OF THE WRIST TO OPERATE. OPERABLE PARTS OF SUCH HARDWARE SHALL BE 34 INCHES MINIMUM AND 48 INCHES  MAXIMUM ABOVE THE WHERE SLIDING DOORS ARE IN
THE FULLY OPEN POSITION, OPERATING HARDWARE SHALL BE EXPOSED AND USABLE FROM BOTH SIDES.
EXCEPTION: LOCKS USED ONLY FOR SECURITY PURPOSES AND NOT USED FOR NORMAL OPERATION SHALL NOT BE REQUIRED TO COMPLY WITH SECTION 404.2.6.

404.2.7 CLOSING SPEED.
404.2.7.1 DOOR CLOSERS - DOOR CLOSERS SHALL BE ADJUSTED SO THAT FROM AN OPEN POSITION OF 90 DEGREES, THE TIME REQUIRED TO MOVE THE DOOR TO AN OPEN POSITION OF 12 DEGREES SHALL BE 5 

SECONDS MINIMUM.
404.2.7.2 SPRING HINGES - DOOR SPRING HINGES SHALL BE ADJUSTED SO THAT FROM AN OPEN POSITION OF 70 DEGREES, THE DOOR SHALL MOVE TO THE CLOSED POSITION IN 1.5 SECONDS MINIMUM.
404.2.8 DOOR-OPENING FORCE - FIRE DOORS SHALL HAVE THE MINIMUM OPENING FORCE ALLOWABLE BY THE APPROPRIATE ADMINISTRATIVE AUTHORITY. THE FORCE FOR PUSHING OR PULLING OPEN DOORS OTHER 

THAN FIRE DOORS SHALL BE AS FOLLOWS:
1. INTERIOR HINGED DOOR: 5.0 POUNDS MAXIMUM
2. SLIDING OR FOLDING DOOR: 5.0 POUNDS MAXIMUM THESE FORCES DO NOT APPLY TO THE FORCE REQUIRED TO RETRACT LATCH BOLTS OR DISENGAGE OTHER DEVICES THAT HOLD THE DOOR IN A 
CLOSED POSITION.

404.2.9 DOOR SURFACE - DOOR SURFACES WITHIN 10 INCHES OF THE FLOOR, MEASURED VERTICALLY, SHALL BE A SMOOTH SURFACE ON THE PUSH SIDE EXTENDING THE FULL WIDTH OF THE DOOR. PARTS CREATING 
HORIZONTAL OR VERTICAL JOINTS IN SUCH SURFACE SHALL BE WITHIN 1/16 INCH OF THE SAME PLANE AS THE OTHER. CAVITIES CREATED BY ADDED KICK PLATES SHALL BE CAPPED.
EXCEPTIONS: 1. SLIDING DOORS SHALL NOT BE REQUIRED TO COMPLY WITH SECTION 404.2.9.

2. TEMPERED GLASS DOORS WITHOUT STILES AND HAVING A BOTTOM RAIL OR SHOE WITH THE TOP LEADING EDGE TAPERED AT NO LESS THAN 60 DEGREES FROM THE HORIZONTAL 
SHALL NOT BE REQUIRED TO COMPLY WITH THE 10-INCH BOTTOM RAIL HEIGHT REQUIREMENT.
3. DOORS THAT DO NOT EXTEND TO WITHIN 10 INCHES OF THE FLOOR SHALL NOT BE REQUIRED TO COMPLY WITH SECTION 404.2.9.

404.2.10 VISION LITES - DOORS AND SIDELITES ADJACENT TO DOORS CONTAINING ONE OR MORE GLAZING PANELS THAT PERMIT VIEWING THROUGH THE PANELS SHALL HAVE THE BOTTOM OF AT LEAST ONE PANEL ON 
HER THE DOOR OR AN ADJACENT SIDELITE 43 INCHES MAXIMUM ABOVE THE FLOOR.
EXCEPTION: VISION LITES WITH THE LOWEST PART MORE THAN 66 INCHES (1675 MM) ABOVE THE FLOOR SHALL NOT BE REQUIRED TO COMPLY WITH SECTION 404.2.10.

404.3 AUTOMATIC DOORS - AUTOMATIC DOORS AND AUTOMATIC GATES SHALL COMPLY WITH SECTION 404.3. FULL POWERED AUTOMATIC DOORS SHALL COMPLY WITH ANSI/BHMA A156.10 LISTED IN SECTION 105.2.4. 
POWER-ASSIST AND LOW-ENERGY DOORS SHALL COMPLY WITH ANSI/BHMA A156.19 LISTED IN SECTION 105.2.3.
EXCEPTION: DOORS, DOORWAYS, AND GATES DESIGNED TO BE OPERATED ONLY BY SECURITY PERSONNEL SHALL NOT BE REQUIRED TO COMPLY WITH SECTIONS 404.3.2, 404.3.4, AND 404.3.5.

404.3.1 CLEAR WIDTH - DOORWAYS SHALL HAVE A CLEAR OPENING WIDTH OF 32 INCHES IN POWER-ON AND POWER-OFF MODE. THE MINIMUM CLEAR OPENING WIDTH FOR AUTOMATIC DOOR SYSTEMS SHALL BE BASED 
ON THE CLEAR OPENING WIDTH PROVIDED WITH ALL LEAFS IN THE OPEN POSITION.

404.3.2 MANEUVERING CLEARANCES - MANEUVERING CLEARANCES AT POWER-ASSISTED DOORS SHALL COMPLY WITH SECTION 404.2.3.
404.3.3 THRESHOLDS - THRESHOLDS AND CHANGES IN LEVEL AT DOORWAYS SHALL COMPLY WITH SECTION 404.2.4.
404.3.4 TWO DOORS IN SERIES - DOORS IN SERIES SHALL COMPLY WITH SECTION 404.2.5.
404.3.5 CONTROL SWITCHES - MANUALLY OPERATED CONTROL SWITCHES SHALL COMPLY WITH SECTION 309. THE CLEAR FLOOR SPACE ADJACENT TO THE CONTROL SWITCH SHALL BE LOCATED BEYOND THE ARC OF 

THE DOOR SWING.AS PER ANSI A117.1-2009 AND CHAPTER 11 OF THE 2014 NEW YORK CITY BUILDING CODE

TABLE 404.2.3.2 - MANEUVERING CLEARANCES AT MANUAL SWINGING DOORS
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MANUAL SWINGING DOORS

PARALLEL TO DOORWAY
(BEYOND LATCH
UNLESS NOTED)

PERPENDICULAR
TO DOORWAY

DOOR SIDEAPPROACH DIRECTION

PULL 60 INCHES
FROM FRONT PUSH 48 INCHES

FROM HINGE SIDE PULL 60 INCHES
PULL 54 INCHES
PUSH 42 INCHES
PULL 48 INCHES
PUSH 42 INCHES

FROM HINGE SIDE
FROM HINGE SIDE
FROM LATCH SIDE
FROM LATCH SIDE

18 INCHES
0 INCHES

36 INCHES
42 INCHES
22 INCHES
24 INCHES
24 INCHES

ADD 6 INCHES IF CLOSER AND LATCH PROVIDED1

1

1

2

3 & 4

ADD 6 INCHES IF CLOSER PROVIDED2

ADD 12 INCHES BEYOND LATCH IF CLOSER AND LATCH PROVIDED3

BEYOND HINGE SIDE4

(c) FOLDING DOOR

FROM FRONT

TABLE 404.2.3.3 - MANEUVERING CLEARANCES
AT SLIDING AND FOLDING DOORS

MINIMUM MANEUVERING CLEARANCES

PARALLEL TO DOORWAY
(BEYOND STOP OR LATCH

SIDE UNLESS NOTED)

PERPENDICULAR
TO DOORWAY

APPROACH DIRECTION

48 INCHES
FROM NONLATCH SIDE 42 INCHES

42 INCHESFROM LATCH SIDE

0 INCHES
22 INCHES

BEYOND POCKET OR HINGE SIDE1

1

24 INCHES

(c) STOP OR LATCH APPROACH

FROM FRONT

TABLE 404.2.3.4 - MANEUVERING CLEARANCES FOR DOORWAYS WITHOUT DOORS

MINIMUM MANEUVERING CLEARANCES
PERPENDICULAR TO DOORWAY

APPROACH DIRECTION

48 INCHES
FROM SIDE 42 INCHES
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BUILDING BLOCKS
301 GENERAL
301.1 SCOPE - THE PROVISIONS OF CHAPTER 3 SHALL APPLY WHERE REQUIRED BY THE SCOPING PROVISIONS ADOPTED BY THE ADMINISTRATIVE AUTHORITY OR BY CHAPTERS 4 THROUGH 11.
301.2 OVERLAP - UNLESS OTHERWISE SPECIFIED, CLEAR FLOOR SPACES, CLEARANCES AT FIXTURES, MANEUVERING CLEARANCES AT DOORS, AND TURNING SPACES SHALL BE PERMITTED TO OVERLAP.
302 FLOOR SURFACES
302.1 GENERAL - FLOOR SURFACES SHALL BE STABLE, FIRM, AND SLIP RESISTANT, AND SHALL COMPLY WITH SECTION 302. CHANGES IN LEVEL IN FLOOR SURFACES SHALL COMPLY WITH SECTION 303.
302.2 CARPET - CARPET OR CARPET TILE SHALL BE SECURELY ATTACHED AND SHALL HAVE A FIRM CUSHION, PAD, OR BACKING OR NO CUSHION OR PAD. CARPET OR CARPET TILE SHALL HAVE A LEVEL LOOP, TEXTURED

LOOP, LEVEL CUT PILE, OR LEVEL CUT/UNCUT PILE TEXTURE. THE PILE SHALL BE 1/2 INCH MAXIMUM IN HEIGHT. EXPOSED EDGES OF CARPET SHALL BE FASTENED TO THE FLOOR AND SHALL HAVE 
TRIM ALONG THE ENTIRE LENGTH OF THE EXPOSED EDGE. CARPET EDGE TRIM SHALL COMPLY WITH SECTION 303.

302.3 OPENINGS - OPENINGS IN FLOOR SURFACES SHALL BE OF A SIZE THAT DOES NOT PERMIT THE PASSAGE OF A 1/2 INCH DIAMETER SPHERE, EXCEPT AS ALLOWED IN SECTIONS 407.4.3, 408.4.3, 409.4.3, 410.4, AND 
805.10. ELONGATED OPENINGS SHALL BE PLACED SO THAT THE LONG DIMENSION IS PERPENDICULAR TO THE PREDOMINANT DIRECTION OF TRAVEL.
303 CHANGES IN LEVEL
303.1 GENERAL - CHANGES IN LEVEL IN FLOOR SURFACES SHALL COMPLY WITH SECTION 303.
303.2 VERTICAL - CHANGES IN LEVEL OF 1/4 INCH MAXIMUM IN HEIGHT SHALL BE PERMITTED TO BE VERTICAL.
303.3 BEVELED - CHANGES IN LEVEL GREATER THAN 1/4 INCH IN HEIGHT AND NOT MORE THAN 1/2 INCH MAXIMUM IN HEIGHT SHALL BE BEVELED WITH A SLOPE NOT STEEPER THAN 1:2.
303.4 RAMPS - CHANGES IN LEVEL GREATER THAN 1/2 INCH IN HEIGHT SHALL BE RAMPED AND SHALL COMPLY WITH SECTION 405 OR 406.
304 TURNING SPACE
304.1 GENERAL - A TURNING SPACE SHALL COMPLY WITH SECTION 304.
304.2 FLOOR SURFACE - FLOOR SURFACES OF A TURNING SPACE SHALL COMPLY WITH SECTION 302. CHANGES IN LEVEL ARE NOT PERMITTED WITHIN THE TURNING SPACE.

EXCEPTION: SLOPES NOT STEEPER THAN 1:48 SHALL BE PERMITTED.
304.3 SIZE - TURNING SPACES SHALL COMPLY WITH SECTION 304.3.1 OR 304.3.2.
304.3.1 CIRCULAR SPACE - THE TURNING SPACE SHALL BE A CIRCULAR SPACE WITH A 60-INCH MINIMUM DIAMETER. THE TURNING SPACE SHALL BE PERMITTED TO INCLUDE KNEE AND TOE CLEARANCE 

COMPLYING WITH SECTION 306.
304.3.2 T-SHAPED SPACE - THE TURNING SPACE SHALL BE A T-SHAPED SPACE WITHIN A 60-INCH MINIMUM SQUARE, WITH ARMS AND BASE 36 INCHES MINIMUM IN WIDTH. EACH ARM OF THE T SHALL BE 
CLEAR OF OBSTRUCTIONS 12 INCHES MINIMUM IN EACH DIRECTION, AND THE BASE SHALL BE CLEAR OF OBSTRUCTIONS 24 INCHES MINIMUM. THE TURNING SPACE SHALL BE PERMITTED TO INCLUDE KNEE 
AND TOE CLEARANCE COMPLYING WITH SECTION 306 ONLY AT THE END OF EITHER THE BASE OR ONE ARM.
304.4 DOOR SWING - UNLESS OTHERWISE SPECIFIED, DOORS SHALL BE PERMITTED TO SWING INTO TURNING SPACES.
305 CLEAR FLOOR SPACE
305.1 GENERAL - A CLEAR FLOOR SPACE SHALL COMPLY WITH SECTION 305.
305.2 FLOOR SURFACES - FLOOR SURFACES OF A CLEAR FLOOR SPACE SHALL COMPLY WITH SECTION 302. CHANGES IN LEVEL ARE NOT PERMITTED WITHIN THE CLEAR FLOOR SPACE.

EXCEPTION: SLOPES NOT STEEPER THAN 1:48 SHALL BE PERMITTED.
305.3 SIZE - THE CLEAR FLOOR SPACE SHALL BE 48 INCHES MINIMUM IN LENGTH AND 30 INCHES MINIMUM IN WIDTH.
305.4 KNEE AND TOE CLEARANCE - UNLESS OTHERWISE SPECIFIED, CLEAR FLOOR SPACE SHALL BE PERMITTED TO INCLUDE KNEE AND TOE CLEARANCE COMPLYING WITH SECTION 306.
305.5 POSITION - UNLESS OTHERWISE SPECIFIED, THE CLEAR FLOOR SPACE SHALL BE POSITIONED FOR EITHER FORWARD OR PARALLEL APPROACH TO AN ELEMENT.
305.6 APPROACH - ONE FULL, UNOBSTRUCTED SIDE OF THE CLEAR FLOOR SPACE SHALL ADJOIN OR OVERLAP AN ACCESSIBLE ROUTE OR ADJOIN ANOTHER CLEAR FLOOR SPACE.
305.7 ALCOVES - IF A CLEAR FLOOR SPACE IS IN AN ALCOVE OR OTHERWISE CONFINED ON ALL OR PART OF THREE SIDES, ADDITIONAL MANEUVERING CLEARANCES COMPLYING WITH SECTIONS 305.7.1 AND 305.7.2 

SHALL BE PROVIDED, AS APPLICABLE.
305.7.1 PARALLEL APPROACH - WHERE THE CLEAR FLOOR SPACE IS POSITIONED FOR A PARALLEL APPROACH, THE ALCOVE SHALL BE 60 INCHES MINIMUM IN WIDTH WHERE THE DEPTH EXCEEDS 15 INCHES.
305.7.2 FORWARD APPROACH - WHERE THE CLEAR FLOOR SPACE IS POSITIONED FOR A FORWARD APPROACH, THE ALCOVE SHALL BE 36 INCHES MINIMUM IN WIDTH WHERE THE DEPTH EXCEEDS 24 INCHES.
306 KNEE AND TOE CLEARANCE
306.1 GENERAL - WHERE SPACE BENEATH AN ELEMENT IS INCLUDED AS PART OF CLEAR FLOOR SPACE AT AN ELEMENT, CLEARANCE AT AN ELEMENT, OR A TURNING SPACE, THE SPACE SHALL COMPLY WITH SECTION 

306. ADDITIONAL SPACE SHALL NOT BE PROHIBITED BENEATH AN ELEMENT, BUT SHALL NOT BE CONSIDERED AS PART OF THE CLEAR FLOOR SPACE OR TURNING SPACE.
306.2 TOE CLEARANCE.
306.2.1 GENERAL - SPACE BENEATH AN ELEMENT BETWEEN THE FLOOR AND 9 INCHES ABOVE THE FLOOR SHALL BE CONSIDERED TOE CLEARANCE AND SHALL COMPLY WITH SECTION 306.2.
306.2.2 MAXIMUM DEPTH - TOE CLEARANCE SHALL BE PERMITTED TO EXTEND 25 INCHES MAXIMUM UNDER AN ELEMENT.
306.2.3 MINIMUM DEPTH - WHERE TOE CLEARANCE IS REQUIRED AT AN ELEMENT AS PART OF A CLEAR FLOOR SPACE COMPLYING WITH SECTION 305, THE TOE CLEARANCE SHALL EXTEND 17 INCHES MINIMUM

BENEATH THE ELEMENT.
306.2.4 ADDITIONAL CLEARANCE - SPACE EXTENDING GREATER THAN 6 INCHES BEYOND THE AVAILABLE KNEE CLEARANCE AT 9 INCHES ABOVE THE FLOOR SHALL NOT BE CONSIDERED TOE CLEARANCE.
306.2.5 WIDTH - TOE CLEARANCE SHALL BE 30 INCHES MINIMUM IN WIDTH.
306.3 KNEE CLEARANCE.
306.3.1 GENERAL - SPACE BENEATH AN ELEMENT BETWEEN 9 INCHES AND 27 INCHES ABOVE THE FLOOR SHALL BE CONSIDERED KNEE CLEARANCE AND SHALL COMPLY WITH SECTION 306.3.
306.3.2 MAXIMUM DEPTH - KNEE CLEARANCE SHALL BE PERMITTED TO EXTEND 25 INCHES MAXIMUM UNDER AN ELEMENT AT 9 INCHES ABOVE THE FLOOR.
306.3.3 MINIMUM DEPTH - WHERE KNEE CLEARANCE IS REQUIRED BENEATH AN ELEMENT AS PART OF A CLEAR FLOOR SPACE COMPLYING WITH SECTION 305, THE KNEE CLEARANCE SHALL BE 11 INCHES MINIMUM IN 

DEPTH AT 9 INCHES ABOVE THE FLOOR, AND 8 INCHES MINIMUM IN DEPTH AT 27 INCHES ABOVE THE FLOOR.
306.3.4 CLEARANCE REDUCTION - BETWEEN 9 INCHES AND 27 INCHES ABOVE THE FLOOR, THE KNEE CLEARANCE SHALL BE PERMITTED TO BE REDUCED AT A RATE OF 1 INCH IN DEPTH FOR EACH 6 INCHES IN HEIGHT.
306.3.5 WIDTH - KNEE CLEARANCE SHALL BE 30 INCHES MINIMUM IN WIDTH.
307 PROTRUDING OBJECTS
307.1 GENERAL - PROTRUDING OBJECTS ON CIRCULATION PATHS SHALL COMPLY WITH SECTION 307.
307.2 PROTRUSION LIMITS - OBJECTS WITH LEADING EDGES MORE THAN 27 INCHES AND NOT MORE THAN 80 INCHES ABOVE THE FLOOR SHALL PROTRUDE 4 INCHES MAXIMUM HORIZONTALLY INTO THE CIRCULATION 

PATH.
EXCEPTION: HANDRAILS SHALL BE PERMITTED TO PROTRUDE 4-1/2 INCHES MAXIMUM.

307.3 POST-MOUNTED OBJECTS - OBJECTS ON POSTS OR PYLONS SHALL BE PERMITTED TO OVERHANG 4 INCHES MAXIMUM WHERE MORE THAN 27 INCHES AND NOT MORE THAN 80 INCHES ABOVE THE OBJECTS ON 
MULTIPLE POSTS OR PYLONS WHERE THE CLEAR DISTANCE BETWEEN THE POSTS OR PYLONS IS GREATER THAN 12 INCHES SHALL HAVE THE LOWEST EDGE OF SUCH OBJECT EITHER 27 INCHES 

MAXIMUM OR 80 INCHES MINIMUM ABOVE THE FLOOR.
EXCEPTION: SLOPING PORTIONS OF HANDRAILS BETWEEN THE TOP AND BOTTOM RISER OF STAIRS AND ABOVE THE RAMP RUN SHALL NOT BE REQUIRED TO COMPLY WITH SECTION 307.3.

307.4 VERTICAL CLEARANCE - VERTICAL CLEARANCE SHALL BE 80 INCHES MINIMUM. RAILS OR OTHER BARRIERS SHALL BE PROVIDED WHERE THE VERTICAL CLEARANCE IS LESS THAN 80 INCHES.  THE LEADING EDGE OF
SUCH RAILS OR BARRIER SHALL BE LOCATED 27 INCHES MAXIMUM ABOVE THE FLOOR.
EXCEPTION: DOOR CLOSERS AND DOOR STOPS SHALL BE PERMITTED TO BE 78 INCHES MINIMUM ABOVE THE FLOOR.

307.5 REQUIRED CLEAR WIDTH - PROTRUDING OBJECTS SHALL NOT REDUCE THE CLEAR WIDTH REQUIRED FOR ACCESSIBLE ROUTES.
308 REACH RANGES
308.1 GENERAL - REACH RANGES SHALL COMPLY WITH SECTION 308.
308.2 FORWARD REACH.
308.2.1 UNOBSTRUCTED - WHERE A FORWARD REACH IS UNOBSTRUCTED, THE HIGH FORWARD REACH SHALL BE 48 INCHES MAXIMUM AND THE LOW FORWARD REACH SHALL BE 15 INCHES MINIMUM ABOVE THE FLOOR.
308.2.2 OBSTRUCTED HIGH REACH - WHERE A HIGH FORWARD REACH IS OVER AN OBSTRUCTION, THE CLEAR FLOOR SPACE COMPLYING WITH SECTION 305 SHALL EXTEND BENEATH THE ELEMENT FOR A DISTANCE NOT

LESS THAN THE REQUIRED REACH DEPTH OVER THE OBSTRUCTION. THE HIGH FORWARD REACH SHALL BE 48 INCHES MAXIMUM ABOVE THE FLOOR WHERE THE REACH DEPTH IS 20 INCHES MAXIMUM. WHERE
THE REACH DEPTH EXCEEDS 20 INCHES, THE HIGH FORWARD REACH SHALL BE 44 INCHES MAXIMUM ABOVE THE FLOOR, AND THE REACH DEPTH SHALL BE 25 INCHES MAXIMUM.

308.3 SIDE REACH.
308.3.1 UNOBSTRUCTED - WHERE A CLEAR FLOOR SPACE COMPLYING WITH SECTION 305 ALLOWS A PARALLEL APPROACH TO AN ELEMENT AND THE EDGE OF THE CLEAR FLOOR SPACE IS 10 INCHES MAXIMUM FROM THE

ELEMENT, THE HIGH SIDE REACH SHALL BE 48 INCHES MAXIMUM AND THE LOW SIDE REACH SHALL BE 15 INCHES MINIMUM ABOVE THE FLOOR.
EXCEPTION: EXISTING ELEMENTS THAT ARE NOT ALTERED SHALL BE PERMITTED AT 54 INCHES MAXIMUM ABOVE THE FLOOR.

308.3.2 OBSTRUCTED HIGH REACH - WHERE A CLEAR FLOOR SPACE COMPLYING WITH SECTION 305 ALLOWS A PARALLEL APPROACH TO AN ELEMENT AND THE HIGH SIDE REACH IS OVER AN OBSTRUCTION, THE HEIGHT 
OF THE OBSTRUCTION SHALL BE 34 INCHES MAXIMUM ABOVE THE FLOOR AND THE DEPTH OF THE OBSTRUCTION SHALL BE 24 INCHES MAXIMUM. THE HIGH SIDE REACH SHALL BE 48 INCHES 
MAXIMUM ABOVE THE FLOOR FOR A REACH DEPTH OF 10 INCHES MAXIMUM WHERE THE REACH DEPTH EXCEEDS 10 INCHES, THE HIGH SIDE REACH SHALL BE 46 INCHES MAXIMUM ABOVE THE FLOOR FOR A 
REACH DEPTH OF 24 INCHES MAXIMUM.
EXCEPTION: AT WASHING MACHINES AND CLOTHES DRYERS, THE HEIGHT OF THE OBSTRUCTION SHALL BE PERMITTED TO BE 36 INCHES MAXIMUM ABOVE THE FLOOR.

309 OPERABLE PARTS
309.1 GENERAL - OPERABLE PARTS REQUIRED TO BE ACCESSIBLE SHALL COMPLY WITH SECTION 309.
309.2 CLEAR FLOOR SPACE - A CLEAR FLOOR SPACE COMPLYING WITH SECTION 305 SHALL BE PROVIDED.
309.3 HEIGHT - OPERABLE PARTS SHALL BE PLACED WITHIN ONE OR MORE OF THE REACH RANGES SPECIFIED IN SECTION 308.
309.4 OPERATION - OPERABLE PARTS SHALL BE OPERABLE WITH ONE HAND AND SHALL NOT REQUIRE TIGHT GRASPING, PINCHING, OR TWISTING OF THE WRIST. THE FORCE REQUIRED TO ACTIVATE OPERABLE PARTS 

SHALL BE 5.0 POUNDS MAXIMUM.
EXCEPTION: GAS PUMP NOZZLES SHALL NOT BE REQUIRED TO PROVIDE OPERABLE PARTS THAT HAVE AN ACTIVATING FORCE OF 5.0 POUNDS MAXIMUM.

AS PER ANSI A117.1-2009 AND CHAPTER 11 OF THE 2014 NEW YORK CITY BUILDING CODE

1/2" MAX.

1/2" MAX.

LONG DIMENSION
PERPENDICULAR

TO DIRECTION
OF TRAVEL

PREDOMINANT
DIRECTION
OF TRAVEL

1/4" MAX.

1/4" MAX.

1/4"-1/2"  MAX.

1/4"-1/2"  MAX.

1

60" MIN.

48" MIN.

30
" M

IN
.

60" MIN.

36
" M

IN
.

60
" M

IN
.

24
" M

IN
.

12"
MIN.

36" MIN.
12"

MIN.

48
" M

IN
.

30" MIN.

30
" M

IN
.

48" MIN.

X 
> 

24
"

36" MIN.

9" M
IN

.

6"
MAX.

11"
MIN.

9" M
IN

.

8"
MIN.

27
" M

IN
.

CARPET ON FLOOR SURFACES
FIG. 302.2

2

OPENINGS IN FLOOR SURFACES
FIG. 302.3

CARPET ON FLOOR SURFACES
FIG. 303.2

BEVELED CHANGES IN LEVEL
FIG. 303.3

1

2

(b)

(a)

SIZE OF TURNING SPACE
FIG. 304.3

(a) CIRCULAR (b) T-SHAPED

SIZE OF CLEAR FLOOR SPACE
FIG. 305.3

MANEUVERING CLEARANCE IN AN ALCOVE
FIG. 305.7

(a) FORWARD APPROACH

60" MIN.

X 
> 

15
"

(b) PARALLEL APPROACH

POSITION OF CLEAR FLOOR SPACE
FIG. 305.5

(a) FORWARD (b) PARALLEL

KNEE CLEARANCE
FIG. 306.3

(a) FORWARD APPROACH (b) PARALLEL APPROACH

TOE CLEARANCE
FIG. 306.2

(a) FORWARD APPROACH (b) PARALLEL APPROACH

30
" M

IN
.

17"-25"

30
" M

IN
.

25" MAX.

UNOBSTRUCTED HIGH
FORWARD REACH

FIG. 308.2.2

(b)

>20"-25"

44
" M

AX
.

(a)

20" MAX.
48

" M
AX

.

OBSTRUCTED HIGH
SIDE REACH

FIG. 308.3.2

(b)

(a)

UNOBSTRUCTED
SIDE REACH

FIG. 308.3.1

>10"-24"

46
" M

AX
.

34
" M

AX
.

10" MAX.

48
" M

AX
.

34
" M

AX
.

10" MAX.

48
" M

AX
.

15
" M

IN
.

4"
MAX.

X>
=8

0"

X>
27

"

REDUCED VERTICAL CLEARANCE
FIG. 307.4

27
" M

AX
.

X<
80

"

15
" M

IN
.

48
" M

AX
.

LIMITS OF PROTRUDING OBJECTS
FIG. 307.2

UNOBSTRUCTED
FORWARD REACH

FIG. 308.2.1

(a)

POST MOUNTED PROTRUDING OBJECTS
FIG. 307.3

(b)

>2
7"

 A
N

D
 <

80
"

SIGN

POST

4" MAX.4" MAX.

UNLIMITED

UNLIMITED

UNLIMITED

X>12"

>=
80

"

4"
MAX.

4"
MAX.

SIGN

>2
7"

 A
N

D
U

N
D

ER

POST

X>=12"

27
" M

AX
.

X>12"

572 Henry Street - Brooklyn, New York 11231

Rev.
#

Date: Description:

Michael D. Just, R.A., A.I.A.
718.855.1237
mjust@mjarch.com
www.justarchitectureny.comJUST

RCHITECTURE

By:

Sheet:Drawn By:

 of  35

BLOCK:
LOT:
ZONE:
MAP:

3298
25
C4-3
13b

1412 Myrtle Avenue
Brooklyn, NY 11237

John Froccaro/Michael Stamouli
Burger Brothers Restaurant Group Inc.
20 Soundview Market Place
Port Jefferson, NY 11050

Drawing Title:

Seal:

Project Address:

Drawing No.:

Copyright:
ALL IDEAS, DESIGNS, ARRANGEMENTS, DRAWINGS  AND
WRITTEN MATERIALS INDICATED OR REPRESENTED BY
THIS DRAWING HEREIN CONSTITUTE ORIGINAL AND
UNPUBLISHED WORK AND ARE OWNED BY AND
PROPERTY OF M. JUST ARCHITECTURE, PC AND WERE
CREATED, EVOLVED AND DEVELOPED FOR USE IN
CONNECTION WITH THIS SPECIFIC PROJECT.  NONE OF
SUCH IDEAS, DESIGNS, ARRANGEMENTS OR PLANS
SHALL BE DUPLICATED, USED BY OR DISCLOSED TO ANY
PERSON, FIRM OR CORPORATION FOR ANY PURPOSE
WHATSOEVER WITHOUT THE WRITTEN PERMISSION OF
M. JUST ARCHITECTURE, PC

Note:
THIS PLAN IS APPROVED ONLY FOR WORK INDICATED ON
THE APPLICATION SPECIFICATION SHEET.  ALL OTHER
MATTERS SHOWN ARE NOT TO BE RELIED UPON OR TO
BE CONSIDERED EITHER BEING APPROVED OR IN
ACCORDANCE WITH APPLICABLE CODES.

Client:

GL

New York Alteration Warning Statement:
IT IS A VIOLATION OF NEW YORK REGULATION 69.5(b)
FOR ANY PERSON, UNLESS ACTING UNDER THE
DIRECTION OF A LICENSED ARCHITECT, TO ALTER AN
ITEM IN ANY WAY WITHOUT AFFIXING TO THE ITEM HIS
SEAL AND THE NOTIFICATION "ALTERED BY", FOLLOWED
BY A SIGNATURE, DATE OF SUCH ALTERATION AND A
SPECIFIC DESCRIPTION OF THE ALTERATION

Special & Progress Inspections:
M. JUST ARCHITECTURE, PC SHALL ONLY IDENTIFY ALL
REQUIRED SPECIAL & PROGRESS INSPECTIONS AS THE
DESIGN APPLICANT.

THE OWNER MUST RETAIN A CERTIFIED SPECIAL
INSPECTION AGENCY PRIOR TO THE ISSUANCE OF A
WORK PERMIT FOR ALL OF THE REQUIRED SPECIAL &
PROGRESS INSPECTION ITEMS.

Job No.: Date:

10-16-2321047

DOB Approval Stamps:

NYCDOB APPLICATION:

B00939895-I1

10-16-23 AS PER DOB OBJECTION GL

G-006.00

HANDICAP BUILDING
BLOCK DETAILS

7

Date:  

                 Rudolf Govic
                  APPROVED

10/16/2023



12"
MIN.

CL

36" MIN.

24" MIN.

33
"-

36
"

AS
 P

ER
 S

EC
TI

O
N

 6
09

.4

39
"-

41
"

18
" M

IN
.

FLUSH CONTROLS
AS PER SECTION 309 -

LOCATED ON THE OPEN
SIDE OF THE TOILET

17
"-

19
"

46
" M

AX
. T

O
 C

O
N

TR
O

L

SEAT
HEIGHT

60" MIN.

42" MIN.

39"-41"

54" MIN.

33
"-

36
"

AS
 P

ER
 S

EC
TI

O
N

 6
09

.4

36" MAX.

39
"-

41
"

18
" M

IN
.

CL

17
"-

19
"

SEAT HEIGHT

12"
MAX.

34
" M

AX
.

40
" M

AX
.

44
" M

AX
. T

O
 C

O
N

TR
O

L

SOAP DISPENSER
AS PER SECTION
308.3.2

BOTTOM OF
MIRROR

15" MIN.

C

HANDICAP ACCESSIBLE SINGLE OCCUPANT
TOILET ROOM PLAN DETAIL
SCALE:1/2 " = 1'-0"

HANDICAP ACCESSBLE SINGLE OCCUPANT
TOILET ROOM PLAN DETAIL
SCALE:1/2 " = 1'-0"

L

34
" M

AX
.

AS
 P

ER
 S

EC
TI

O
N

 6
06

40
" M

AX
.

SOAP DISPENSER
AS PER SECTION
308.3.2

BOTTOM OF
MIRROR

24" MIN.

42" MAX.
18

" M
IN

.
1-

1/
2"

 M
IN

.
AS

 P
ER

SE
C

TI
O

N
60

9.
3

24" MIN.

12
" M

IN
.

AS
 P

ER
SE

C
TI

O
N

60
9.

3

48
" M

AX
.

24" MIN.

36" MAX.

18
" M

IN
.

48
" M

AX
.

9" M
IN

.

6"
MAX.

11"
MIN.

9" M
IN

. 27
" M

IN
.

8"
MIN.

KNEE AND TOE
CLEARANCE AS
PER SECTION 306

ELEVATION OF PLUMBING WALL
SCALE:1/2 " = 1'-0"

ELEVATION OF SIDE GRAB BAR WALL
SCALE:1/2 " = 1'-0"

LOCATION OF PROTRUDING TOILET
PAPER DISPENSER BELOW GRAB BAR
FIG. 604.7(a)
SCALE:1/2 " = 1'-0"

LOCATION OF PROTRUDING TOILET
PAPER DISPENSER ABOVE GRAB BAR
FIG. 604.7(b)
SCALE:1/2 " = 1'-0"

LOCATION OF RECESSED TOILET
PAPER DISPENSER
FIG. 604.7(c)
SCALE:1/2 " = 1'-0"

LAVATORY SIDE ELEVATION
SCALE:1/2 " = 1'-0"

TOE CLEARANCE - ELEVATION
FIG. 306.2 (a)
SCALE:1/2 " = 1'-0"

KNEE CLEARANCE - ELEVATION
FIG. 306.3 (a)
SCALE:1/2 " = 1'-0"

30
" M

IN
.

30
" M

IN
.

17"-25" 25" MAX.

TOE CLEARANCE - PLAN
FIG. 306.2 (b)
SCALE:1/2 " = 1'-0"

KNEE CLEARANCE - PLAN
FIG. 306.3 (b)
SCALE:1/2 " = 1'-0"

HANDICAP SINGLE OCCUPANT TOILET ROOM DETAILS AS PER ANSI A117.1-2009 AND CHAPTER 11 OF THE 2014 NEW YORK CITY BUILDING CODE

SIZE OF GRAB BARS - CIRCULAR
FIG. 609.2(a)
SCALE:2 " = 1'-0"

1-1/4"-2"

SIZE OF GRAB BARS - NONCIRCULAR
FIG. 609.2
SCALE:2 " = 1'-0"

4"-4.8"
PERIMETER

FIG. 609.2(b) FIG. 609.2(c)

1-1/2"
1-1/2"

2"
MAX.

1-1/2"

2"
MAX.

SPACING OF GRAB BARS
FIG. 609.3
SCALE:2 " = 1'-0"

12
" M

IN
.

1-
1/

2"
M

IN
.

1-1/2"

NOTES:
1. THESE INTENT OF THIS DETAIL SHEET IS TO

INDICATE THE MINIMUM SIZE ACCESSIBLE
UNISEX TOILET ROOM, CLEARANCES &
MOUNTING HEIGHTS REQUIRED IN ORDER TO
COMPLY WITH ANSI A117.1-2009 & CHAPTER 11
OF THE 2014 NYC BUILDING CODE.

2. THESE DRAWINGS ARE NOT INTENDED TO
INDICATE FINISHES.  FOR INTERIOR FINISH
NOTES & SCHEDULES IF ANY, REFER TO
ARCHITECTURAL PLANS.  (INTERIOR FINISHES OF
TOILET ROOM CAN INCLUDE BUT NOT LIMITED
TO; TILE, PAINT, LIGHTING, PLUMBING FIXTURES,
PLUMBING HARDWARE,  DOOR HARDWARE,
GRAB-BARS, MIRROR, TOILET PAPER DISPENSER,
SOAP DISPENSER, TOWEL DISPENSER/HAND
DRYER, TRASH RECEPTACLE, BABY CHANGING
STATION, ETC...

3. ALL PLUMBING FIXTURES TO BE ADA COMPLIANT.
4. ALL OPERABLE PARTS SUCH AS CONTROLS,

DOOR HARDWARE, DOOR CLOSERS, ETC. SHALL
BE ACCESSIBLE AND COMPLY WITH ANSI
A117.1-2009 AND CHAPTER 11 OF THE 2014 NEW
YORK CITY BUILDING CODE.

5. CLEAR FLOOR SPACES ARE PERMITTED TO
OVERLAP EACH OTHER AND THE TURNING
SPACE.

6. THE DOOR MAY SWING INTO ANY REQUIRED
FIXTURE CLEARANCE PROVIDED THERE IS A
MINIMUM 30"x48" CLEAR SPACE PROVIDED
BEYOND THE SWING OF THE DOOR.
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NOTES:
1. THESE INTENT OF THIS DETAIL SHEET IS TO

INDICATE THE MINIMUM SIZE ACCESSIBLE
UNISEX TOILET ROOM, CLEARANCES &
MOUNTING HEIGHTS REQUIRED IN ORDER TO
COMPLY WITH ANSI A117.1-2009 & CHAPTER 11
OF THE 2014 NYC BUILDING CODE.

2. THESE DRAWINGS ARE NOT INTENDED TO
INDICATE FINISHES.  FOR INTERIOR FINISH
NOTES & SCHEDULES IF ANY, REFER TO
ARCHITECTURAL PLANS.  (INTERIOR FINISHES OF
TOILET ROOM CAN INCLUDE BUT NOT LIMITED
TO; TILE, PAINT, LIGHTING, PLUMBING FIXTURES,
PLUMBING HARDWARE,  DOOR HARDWARE,
GRAB-BARS, MIRROR, TOILET PAPER DISPENSER,
SOAP DISPENSER, TOWEL DISPENSER/HAND
DRYER, TRASH RECEPTACLE, BABY CHANGING
STATION, ETC...

3. ALL PLUMBING FIXTURES TO BE ADA COMPLIANT.
4. ALL OPERABLE PARTS SUCH AS CONTROLS,

DOOR HARDWARE, DOOR CLOSERS, ETC. SHALL
BE ACCESSIBLE AND COMPLY WITH ANSI
A117.1-2009 AND CHAPTER 11 OF THE 2014 NEW
YORK CITY BUILDING CODE.

5. CLEAR FLOOR SPACES ARE PERMITTED TO
OVERLAP EACH OTHER AND THE TURNING
SPACE.

6. THE DOOR MAY SWING INTO ANY REQUIRED
FIXTURE CLEARANCE PROVIDED THERE IS A
MINIMUM 30"x48" CLEAR SPACE PROVIDED
BEYOND THE SWING OF THE DOOR.
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405 RAMPS
405.1 GENERAL.

RAMPS ALONG ACCESSIBLE ROUTES SHALL COMPLY WITH SECTION 405.
EXCEPTION:
IN ASSEMBLY AREAS, AISLE RAMPS ADJACENT TO SEATING AND NOT SERVING ELEMENTS REQUIRED TO BE ON AN ACCESSIBLE ROUTE SHALL NOT BE
REQUIRED TO COMPLY WITH SECTION 405.

405.2 SLOPE.
RAMP RUNS SHALL HAVE A RUNNING SLOPE GREATER THAN 1:20 AND NOT STEEPER THAN 1:12

EXCEPTION:
IN EXISTING BUILDINGS OR FACILITIES, RAMPS SHALL BE PERMITTED TO HAVE SLOPES STEEPER THAN 1:12 COMPLYING WITH TABLE 405.2 WHERE
SUCH SLOPES ARE NECESSARY DUE TO SPACE LIMITATIONS.

405.3 CROSS SLOPE.
CROSS SLOPE OF RAMP RUNS SHALL NOT BE STEEPER THAN 1:48

405.4 FLOOR SURFACES.
FLOOR SURFACES OF RAMP RUNS SHALL COMPLY WITH SECTION 302.

405.5 CLEAR WIDTH.
THE CLEAR WIDTH OF A RAMP SHALL BE 36 INCHES MINIMUM.  HANDRAILS AND HANDRAIL SUPPORTS THAT ARE PROVIDED ON THE RAMP RUN SHALL NOT
PROJECT INTO THE REQUIRED CLEAR WIDTH OF THE RAMP RUN.

405.6 RISE.
THE RISE FOR ANY RAMP RUN SHALL BE 30 INCHES MAXIMUM.

405.7 LANDINGS.
RAMPS SHALL HAVE LANDINGS AT THE BOTTOM AND TOP OF EACH RUN.  LANDINGS SHALL COMPLY WITH SECTION 405.7.

405.7.1 SLOPE.
LANDINGS SHALL HAVE A SLOPE NOT STEEPER THAN 1:48 AND SHALL COMPLY WITH SECTION 302.

405.7.2 WIDTH.
CLEAR WIDTH OF LANDINGS SHALL BE AT LEAST AS WIDE AS THE WIDEST RAMP RUN LEADING TO THE LANDING.

405.7.3 LENGTH.
LANDINGS SHALL HAVE A CLEAR LENGTH OF 60 INCHES MINIMUM.

405.7.4 CHANGE IN DIRECTION.
RAMPS THAT CHANGE DIRECTION AT RAMP LANDINGS SHALL BE SIZED TO PROVIDE A TURNING SPACE COMPLYING WITH SECTION 304.3.

405.7.5 DOORWAYS.
WHERE DOORWAYS ARE ADJACENT TO A RAMP LANDING, MANEUVERING CLEARANCES REQUIRED BY SECTIONS 404.2.3 AND 404.3.2 SHALL BE
PERMITTED TO OVERLAP THE LANDING AREA.  WHERE A DOOR THAT IS SUBJECT TO LOCKING IS LOCATED ADJACENT TO A RAMP LANDING,
THE LANDING SHALL BE SIZED TO PROVIDE A TURNING SPACE COMPLYING WITH SECTION 304.3.

405.8 HANDRAILS.
RAMP RUNS WITH A RISE GREATER THAN 6 INCHES SHALL HAVE HANDRAILS COMPLYING WITH SECTION 505.

405.9 EDGE PROTECTION.
EDGE PROTECTION COMPLYING WITH SECTION 405.9.1 OR 405.9.2 SHALL BE PROVIDED ON EACH SIDE OF RAMP RUNS AND AT EACH SIDE OF RAMP LANDINGS.

EXCEPTIONS:
1. EDGE PROTECTION SHALL NOT BE REQUIRED ON RAMPS NOT REQUIRED TO HAVE HANDRAILS AND THAT HAVE FLARED SIDES COMPLYING WITH

SECTION 406.3.
2. EDGE PROTECTION SHALL NOT BE REQUIRED ON THE SIDES OF RAMP LANDINGS SERVING ADJOINING RAMP RUN OR STAIRWAY.
3. EDGE PROTECTION SHALL NOT BE REQUIRED ON THE SIDES OF RAMP LANDINGS HAVING A VERTICAL DROP-OFF OF 12 INCH MAXIMUM WITHIN 10

INCHES HORIZONTALLY OF THE MINIMUM LANDING AREA SPECIFIED IN SECTION 405.7.
4. EDGE PROTECTION SHALL NOT BE REQUIRED ON THE SIDES OF RAMPED AISLES WHERE THE RAMPS PROVIDE ACCESS TO THE ADJACENT SEATS

AND AISLE WAYS.
405.9.1 EXTENDED FLOOR SURFACE.

THE FLOOR SURFACE OF THE RAMP RUN OR RAMP LANDING SHALL EXTEND 12 INCHES MINIMUM BEYOND THE INSIDE FACE OF A RAILING COMPLYING WITH
SECTION 505.

405.9.2  CURB OR BARRIER.
A CURB COMPLYING WITH SECTION 405.9.2.1 OR A BARRIER COMPLYING WITH SECTION 405.9.2.2 SHALL BE PROVIDED.

405.9.2.1 CURB.
A CURB SHALL BE A MINIMUM OF 4 INCHES IN HEIGHT.

405.9.2.2 BARRIER.
BARRIERS SHALL BE CONSTRUCTED SO THAT THE BARRIER PREVENTS THE PASSAGE OF A 4-INCH DIAMETER SPHERE WHERE ANY PORTION
OF THE SPHERE IS WITHIN 4 INCHES OF THE FLOOR.

405.10 WET CONDITIONS.
 LANDINGS SUBJECT TO WET CONDITIONS SHALL BE DESIGNED TO PREVENT THE ACCUMULATION OF WATER.

TABLE 405.2 - ALLOWABLE RAMP DIMENSIONS FOR CONSTRUCTION IN EXISTING SITES, BUILDINGS AND FACILITIES
SLOPE¹ MAXIMUM RISE

STEEPER THAN 1:10 BUT NOT STEEPER THAN 1:8

STEEPER THAN 1:12 BUT NOT STEEPER THAN 1:10

3 INCHES

6 INCHES

¹ A SLOPE STEEPER THAN 1:8 SHALL NOT BE PERMITTED
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RAMP RUN OR LANDING
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NOT REQUIRED
(EXCEPTION 3)

505 HANDRAILS
505.1 GENERAL.

HANDRAILS REQUIRED BY SECTION 405.8 FOR RAMPS, OR SECTION 504.6 FOR STAIRS, SHALL COMPLY WITH SECTION 505.
505.2 LOCATION.

HANDRAILS SHALL BE PROVIDED ON BOTH SIDES OF STAIRS AND RAMPS.
EXCEPTIONS:
1. IN ASSEMBLY SEATING AREAS, HANDRAILS SHALL NOT BE REQUIRED ON BOTH SIDES ALONG AISLE STAIRS, PROVIDED WITH A HANDRAIL EITHER AT

THE SIDE OR WITHIN THE AISLE.
2. IN ASSEMBLY SEATING AREAS, HANDRAILS SHALL NOT BE REQUIRED ON THE SIDES OF RAMPED AISLES SERVING SEATS.

505.3 CONTINUITY.
HANDRAILS SHALL BE CONTINUOUS WITHIN THE FULL LENGTH OF EACH STAIR FLIGHT OR RAMP RUN.  INSIDE HANDRAILS ON SWITCHBACK OR DOGLEG STAIRS
OR RAMPS SHALL BE CONTINUOUS BETWEEN FLIGHTS OR RUNS.  OTHER HANDRAILS SHALL COMPLY WITH SECTIONS 505.10 AND 307.

EXCEPTION:
HANDRAILS SHALL NOT BE REQUIRED TO BE CONTINUOUS IN AISLES SERVING SEATING WHERE HANDRAILS ARE DISCONTINUOUS TO PROVIDE ACCESS

TO SEATING AND TO PERMIT CROSSOVERS WITHIN THE AISLES.
505.4 HEIGHT.

TOP OF GRIPPING SURFACES OF HANDRAILS SHALL BE 34 INCHES MINIMUM AND 38 INCHES MAXIMUM VERTICALLY ABOVE STAIR NOSINGS, RAMP SURFACES
AND WALKING SURFACES.  HANDRAILS SHALL BE AT A CONSISTENT HEIGHT ABOVE STAIR NOSINGS, RAMP SURFACES AND WALKING SURFACES.

505.5 CLEARANCE.
CLEARANCE BETWEEN HANDRAIL GRIPPING SURFACE AND ADJACENT SURFACES SHALL BE 1-1/2" INCHES MINIMUM.

505.6 GRIPPING SURFACE.
GRIPPING SURFACES SHALL BE CONTINUOUS, WITHOUT INTERRUPTION BY NEWEL POSTS, OTHER CONSTRUCTION ELEMENTS, OR OBSTRUCTIONS.

EXCEPTIONS:
1. HANDRAIL BRACKETS OR BALUSTERS ATTACHED TO THE BOTTOM SURFACE OF THE HANDRAIL SHALL NOT BE CONSIDERED OBSTRUCTIONS,

PROVIDED THE BRACKETS OR BALUSTERS COMPLY WITH THE FOLLOWING CRITERIA:
a. NOT MORE THAN 20 PERCENT OF THE HANDRAIL LENGTH IS OBSTRUCTED,
b. HORIZONTAL PROJECTIONS BEYOND THE SIDES OF THE HANDRAIL OCCUR 1-1/2 INCHES MINIMUM BELOW THE BOTTOM OF THE HANDRAIL, AND

PROVIDED THAT FOR EACH 1/2 INCH OF ADDITIONAL PERIMETER DIMENSION ABOVE 4 INCHES, THE VERTICAL CLEARANCE DIMENSION OF 1-1/2
INCH CAN BE REDUCED BY 1/8 INCH, AND

c. EDGES SHALL BE ROUNDED.
2. WHERE HANDRAILS ARE PROVIDED ALONG WALKING SURFACES WITH SLOPES NOT STEEPER THAN 1:20, THE BOTTOMS OF HANDRAIL GRIPPING

SURFACES SHALL BE PERMITTED TO BE OBSTRUCTED ALONG THEIR ENTIRE LENGTH WHERE THEY ARE INTEGRAL TO CRASH RAILS OR BUMPER
GUARDS.

505.7 CROSS SECTION.
HANDRAILS SHALL HAVE A CROSS SECTION COMPLYING WITH SECTION 505.7.1 OR 505.7.2.

505.7.1 CIRCULAR CROSS SECTION.
HANDRAILS WITH A CIRCULAR CROSS SECTION SHALL HAVE AN OUTSIDE DIAMETER OF 1-1/4 INCHES MINIMUM AND 2 INCHES MAXIMUM.

505.7.2 NONCIRCULAR CROSS SECTION.
HANDRAILS WITH A NONCIRCULAR CROSS SECTION SHALL HAVE A PERIMETER DIMENSION OF 4 INCHES MINIMUM AND 6-1/4 INCHES MAXIMUM,
AND A CROSS-SECTION DIMENSION OF 2-1/4 INCHES MAXIMUM.

505.8 SURFACES.
HANDRAILS, AND ANY WALL OR OTHER SURFACES ADJACENT TO THEM, SHALL BE FREE OF ANY SHARP OR ABRASIVE ELEMENTS. EDGES SHALL BE ROUNDED.

505.9 FITTINGS.
HANDRAILS SHALL NOT ROTATE WITHIN THEIR FITTINGS.

505.10 HANDRAIL EXTENSIONS.
HANDRAILS SHALL EXTEND BEYOND AND IN THE SAME DIRECTION OF STAIR FLIGHTS AND RAMP RUNS IN ACCORDANCE WITH SECTION 505.10.

EXCEPTIONS:
1. CONTINUOUS HANDRAILS AT THE INSIDE TURN OF STAIRS AND RAMPS.
2. HANDRAIL EXTENSIONS ARE NOT REQUIRED IN AISLES SERVING SEATING WHERE THE HANDRAILS ARE DISCONTINUOUS TO PROVIDE ACCESS TO

SEATING AND TO PERMIT CROSSOVERS WITHIN THE AISLE.
3. IN ALTERATIONS, FULL EXTENSIONS OF HANDRAILS SHALL NOT BE REQUIRED WHERE SUCH EXTENSIONS WOULD BE HAZARDOUS DUE TO PLAN

CONFIGURATION.
505.10.1 TOP AND BOTTOM EXTENSION AT RAMPS.

RAMP HANDRAILS SHALL BE EXTEND HORIZONTALLY ABOVE THE LANDING 12 INCHES MINIMUM BEYOND THE TOP AND BOTTOM RAMP RUNS.  EXTENSIONS
SHALL RETURN TO A WALL, GUARD, OR FLOOR, OR SHALL BE CONTINUOUS TO THE HANDRAIL OF AN ADJACENT RAMP RUN.

505.10.2 TOP EXTENSION AT STAIRS.
AT THE TOP OF A STAIR FLIGHT, HANDRAILS SHALL EXTEND HORIZONTALLY ABOVE THE LANDING FOR 12 INCHES MINIMUM BEGINNING DIRECTLY ABOVE THE
LANDING NOSING.  EXTENSIONS SHALL RETURN TO A WALL, GUARD, OR THE LANDING SURFACE, OR SHALL BE CONTINUOUS TO THE HANDRAIL OF AN ADJACENT
STAIR FLIGHT.

505.10.3 BOTTOM EXTENSION AT STAIRS.
AT THE BOTTOM OF A STAIR FLIGHT, HANDRAILS SHALL EXTEND AT THE SLOPE OF THE STAIR FLIGHT FOR A HORIZONTAL DISTANCE EQUAL TO ONE TREAD
DEPTH BEYOND THE BOTTOM TREAD NOSING.  EXTENSIONS SHALL RETURN TO A WALL, GUARD, OR THE LANDING SURFACE, OR SHALL BE CONTINUOUS TO THE
HANDRAIL OF AN ADJACENT STAIR FLIGHT.

TOP AND BOTTOM HANDRAIL EXTENSIONS AT RAMPS
FIG. 505.10.1
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RAMP AND RAILING DETAILS AS PER ANSI A117.1-2009 AND CHAPTER 11 OF THE 2014 NEW YORK CITY BUILDING CODE
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Client:

GL

New York Alteration Warning Statement:
IT IS A VIOLATION OF NEW YORK REGULATION 69.5(b)
FOR ANY PERSON, UNLESS ACTING UNDER THE
DIRECTION OF A LICENSED ARCHITECT, TO ALTER AN
ITEM IN ANY WAY WITHOUT AFFIXING TO THE ITEM HIS
SEAL AND THE NOTIFICATION "ALTERED BY", FOLLOWED
BY A SIGNATURE, DATE OF SUCH ALTERATION AND A
SPECIFIC DESCRIPTION OF THE ALTERATION

Special & Progress Inspections:
M. JUST ARCHITECTURE, PC SHALL ONLY IDENTIFY ALL
REQUIRED SPECIAL & PROGRESS INSPECTIONS AS THE
DESIGN APPLICANT.
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WORK PERMIT FOR ALL OF THE REQUIRED SPECIAL &
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10-16-23 AS PER DOB OBJECTION GL

.090" PLATINUM EPDM MEMBRANE

ISSUE / REVISION
DATE:

NOT TO SCALERubberGard  PlatinumTM ACCEPTABLE SYSTEMS:

DETAIL NO.
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

20
Platinum

Year

FIRESTONE INSULATION

SUBSTRATE

FIRESTONE INSULATION

SUBSTRATE

9" QUICKSEAM FORMFLASH

2" (50.8 mm)

4-1/2" (114.3 mm)

2-1/2" (63.5 mm)

PENETRATION
CONTINUOUS BEAD OF

QUICKPRIME PLUS

3" (76.2 mm)

20
Platinum

Year

CONTINUOUS BEAD
PENETRATION

PRE-MOLDED PIPE FLASHING

12" QUICKSEAM FORMFLASH

12" QUICKSEAM FORMFLASH

PENETRATION

PRE-MOLDED PIPE FLASHING

5" QUICKSEAM FLASHING

4" (101.6 mm) OVERLAP

OPTION 1

OPTION 2

5" QUICKSEAM FLASHING

LAP SEALANT (SEE NOTES)

CONTINUOUS BEAD OF
LAP SEALANT (SEE NOTES)

CONTINUOUS BEAD OF

AP SEALANT OR HIGH
GRADE SEALANT

OF LAP SEALANT
(SEE NOTES)

ROOF SLOPE

FIRESTONE POURABLE
SEALER

LAP SEALANT (SEE NOTES)

ISSUE / REVISION
DATE:

NOT TO SCALERubberGard  PlatinumTM ACCEPTABLE SYSTEMS:

DETAIL NO.
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

FIELD FABRICATED METAL
HOOD BY OTHERS (OPTIONAL)

BONDING
ADHESIVE

20
Platinum

Year

CONTINUOUS BEAD OF FIRESTONE

METAL COUNTERFLASHING BY OTHERS

BONDING ADHESIVE

CONTINUOUS BEAD OF AP SEALANT

CONTINUOUS BEAD OF FIRESTONE

WATERBLOCK (SEE NOTES)

APPROPRIATE FIRESTONE FASTENER

FIRESTONE TERMINATION BAR

12" (304.8 mm) O.C. MAX.

USE APPROPRIATE BASE TIE-IN

3" (76.2 mm) MIN. FACE (SEE NOTES)

APPROPRIATE FASTENER

AP SEALANT OR HIGH-GRADE
URETHANE SEALANT

CONTINUOUS BEAD OF FIRESTONE

ISSUE / REVISION
DATE:

NOT TO SCALERubberGard  PlatinumTM ACCEPTABLE SYSTEMS:

DETAIL NO.
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

.090" PLATINUM MEMBRANE, .060"
RUBBERGARD MEMBRANE OR QUICKSEAM
CURB FLASHING AS REQUIRED

12" (304.8 mm) O.C. MAX.

WALL / CURB
(MASONRY /
CONCRETE
SUBSTRATE

ONLY)

MASONRY AND CONCRETE
WALLS / CURBS MUST BE

WATERPROOFED AND
MAINTAINED IN ORDER

FOR ANY SURFACE
MOUNTED TERMINATION

TO BE EFFECTIVE.

WATERBLOCK

ISSUE / REVISION
DATE:

NOT TO SCALERubberGard  PlatinumTM ACCEPTABLE SYSTEMS:

DETAIL NO.
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

20
Platinum

Year

5" QUICKSEAM FLASHING

CONTINUOUS BEAD OF
LAP SEALANT (SEE NOTES)

QUICKSEAM JOINT COVER

QUICKSEAM CORNER FLASHING

5" QUICKSEAM FLASHING

.090" PLATINUM EPDM MEMBRANE

3" (76.2 mm) MIN.

(SECOND FLASHING)
(FIRST FLASHING)

.090" PLATINUM MEMBRANE, .060"
RUBBERGARD MEMBRANE OR QUICKSEAM

CURB FLASHING AS REQUIRED.

USE APPROPRIATE
TERMINATION

USE APPROPRIATE
BASE TIE-IN DETAIL

ISSUE / REVISION
DATE:

NOT TO SCALERubberGard  PlatinumTM ACCEPTABLE SYSTEMS:

DETAIL NO.
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

.090 PLATINUM EPDM MEMBRANE

USE APPROPRIATE
BASE TIE-IN DETAIL

USE APPROPRIATE
TERMINATION

9" QUICKSEAM FORMFLASH
(CENTERED OVER QUICKSEAM

CORNER FLASHING)

5" QUICKSEAM FLASHING (SEE NOTES)

.090" PLATINUM MEMBRANE, .060"
RUBBERGARD MEMBRANE OR 
QUICKSEAM CURB FLASHING

CONTINUOUS BEAD OF
LAP SEALANT (SEE NOTES)

5" QUICKSEAM FLASHING (SEE NOTES)

3" QUICKSEAM SPLICE TAPE

QUICKSEAM CORNER FLASHING
(CENTERED IN CORNER)

3" (76.2 mm) MIN.

3" (76.2 mm) MIN.
3" (76.2 mm) MIN.

LAP SEALANT (SEE NOTES)

20
Platinum

Year

3" (76.2 mm) MIN. 3" (76.2 mm) MIN.

3" (76.2 mm) MIN.

FIRESTONE INSULATION

ISSUE / REVISION
DATE:

NOT TO SCALERubberGard  PlatinumTM ACCEPTABLE SYSTEMS:

DETAIL NO.
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

20
Platinum

Year

QUICKPRIME PLUS

.090" PLATINUM EPDM MEMBRANE

3" QUICKSEAM SPLICE TAPE

5" QUICKSEAM FLASHING CENTERED

.090" PLATINUM EPDM MEMBRANE

SUBSTRATE

OVER LAP SPLICE (SEE NOTES)

20
Platinum

Year

CONTINUOUS BEAD OF
LAP SEALANT (SEE NOTES)

5" QUICKSEAM FLASHING
5" QUICKSEAM FLASHING

20
Platinum

Year

QUICKSEAM SPLICE TAPE

.090" PLATINUM EPDM MEMBRANE

CONTINUOUS BEAD OF 
LAP SEALANT (SEE NOTES)

5" QUICKSEAM FLASHING

QUICKSEAM SPLICE TAPE AT HEADLAP

.090" PLATINUM

QUICKSEAM SPLICE TAPE

QUICKSEAM SPLICE

.090" PLATINUM EPDM MEMBRANE

(SEE NOTES)

BONDING ADHESIVE

ISSUE / REVISION
DATE:

NOT TO SCALERubberGard  PlatinumTM ACCEPTABLE SYSTEMS:

DETAIL NO.
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

20
Platinum

Year

1" (25.4 mm) MIN.

CONTINUOUS BEAD

QUICKSEAM PRODUCTS

BRUSH APPLIED
.090" PLATINUM EPDM MEMBRANE

SEAM EDGE TREATMENT AT LAP SPLICE

3" (76.2 mm) MIN.

EPDM MEMBRANE

.090" PLATINUM MEMBRANE, .060"
RUBBERGARD MEMBRANE OR
QUICKSEAM CURB FLASHING

AS REQUIRED
USE APPROP.
BASE TIE-IN

TAPE AT CURB OR WALL

1/8" (3.2 mm) TO
1/2" (12.7 mm)

DETAIL

3" (76.2 mm) MIN.

3" (76.2 mm) MIN.

3" (76.2 mm) MIN.

3" (76.2 mm) MIN.

USE APPROPRIATE
TERMINATION DETAIL

(SECOND PLY)

5" QUICKSEAM FLASHING
(FIRST PLY)

ISSUE / REVISION
DATE:

NOT TO SCALERubberGard  PlatinumTM ACCEPTABLE SYSTEMS:

DETAIL NO.
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

ISSUE / REVISION
DATE:

NOT TO SCALERubberGard  PlatinumTM ACCEPTABLE SYSTEMS:

DETAIL NO.
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

AT FIELD SEAM (SEE NOTES)

AT HEADLAP (SEE NOTES)

FLASHING (SEE NOTES)

OF LAP SEALANT

SPLICE ADHESIVE

PENETRATION WITH FIELD FABRICATED FLASHING

PLATINUM
1/1/2006 PP-3

LAP SPLICE WITH HEADLAP OVER FIELD SEAM
USING 5" QUICKSEAM FLASHING

PLATINUM
1/1/2006 PLS-3

LAP SPLICE WITH HEADLAP UNDER CURB OR WALL FLASHING
USING 5" QUICKSEAM FLASHING

PLATINUM
1/1/2006 PLS-2

SEAM EDGE TREATMENT APPLICATION

PLATINUM
1/1/2006 PLS-4

LAP SPLICE

PLATINUM
1/1/2006 PLS-1

INSIDE CORNER WITH SEPARATE WALL FLASHING

PLATINUM
1/1/2006 PC-5

OUTSIDE CORNER WITH QUICKSEAM CORNER FLASHING

PLATINUM
1/1/2006 PC-1

TERMINATION WITH SURFACE MOUNTED COUNTERFLASHING
AND TERMINATION BAR

PLATINUM
1/1/2006 PT-2

PENETRATION COVER STRIP OPTIONS FOR
QUICKSEAM PRE-MOLDED FLASHINGS

PLATINUM
1/1/2006 PP-8

G-010.00

ROOFING DETAILS - 1
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Date:  
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                  APPROVED

10/16/2023
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SHALL BE DUPLICATED, USED BY OR DISCLOSED TO ANY
PERSON, FIRM OR CORPORATION FOR ANY PURPOSE
WHATSOEVER WITHOUT THE WRITTEN PERMISSION OF
M. JUST ARCHITECTURE, PC

Note:
THIS PLAN IS APPROVED ONLY FOR WORK INDICATED ON
THE APPLICATION SPECIFICATION SHEET.  ALL OTHER
MATTERS SHOWN ARE NOT TO BE RELIED UPON OR TO
BE CONSIDERED EITHER BEING APPROVED OR IN
ACCORDANCE WITH APPLICABLE CODES.

Client:

GL

New York Alteration Warning Statement:
IT IS A VIOLATION OF NEW YORK REGULATION 69.5(b)
FOR ANY PERSON, UNLESS ACTING UNDER THE
DIRECTION OF A LICENSED ARCHITECT, TO ALTER AN
ITEM IN ANY WAY WITHOUT AFFIXING TO THE ITEM HIS
SEAL AND THE NOTIFICATION "ALTERED BY", FOLLOWED
BY A SIGNATURE, DATE OF SUCH ALTERATION AND A
SPECIFIC DESCRIPTION OF THE ALTERATION

Special & Progress Inspections:
M. JUST ARCHITECTURE, PC SHALL ONLY IDENTIFY ALL
REQUIRED SPECIAL & PROGRESS INSPECTIONS AS THE
DESIGN APPLICANT.

THE OWNER MUST RETAIN A CERTIFIED SPECIAL
INSPECTION AGENCY PRIOR TO THE ISSUANCE OF A
WORK PERMIT FOR ALL OF THE REQUIRED SPECIAL &
PROGRESS INSPECTION ITEMS.

Job No.: Date:

10-16-2321047

DOB Approval Stamps:

NYCDOB APPLICATION:

B00939895-I1

10-16-23 AS PER DOB OBJECTION GL

ISSUE / REVISION
DATE:

NOT TO SCALERubberGard  PlatinumTM ACCEPTABLE SYSTEMS:

DETAIL NO.
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

20
Platinum

Year

3" (76.2 mm) MIN.

3" (76.2 mm) MIN.

3" QUICKSEAM SPLICE TAPE

.090" PLATINUM EPDM MEMBRANE

5" QUICKSEAM FLASHING

CONTINUOUS BEAD OF LAP

LAP SEALANT NOT
SHOWN FOR CLARITY 5" QUICKSEAM FLASHING

.090" PLATINUM
EPDM MEMBRANE

.090" PLATINUM MEMBRANE, .060" RUBBERGARD

3" QUICKSEAM SPLICE TAPE

MEMBRANE OR OR QUICKSEAM CURB FLASHING

3" (76.2 mm) MIN.

QUICKSEAM SPLICE
TAPE (SEE NOTES)

AT CURB OR WALL FLASHING USE APPROPRIATE
BASE TIE-IN
DETAIL

ISSUE / REVISION
DATE:

NOT TO SCALERubberGard  PlatinumTM ACCEPTABLE SYSTEMS:

DETAIL NO.
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

3" (76.2 mm) MIN.

5" QUICKSEAM FLASHING
(SECOND PLY)

AS REQUIRED

5" QUICKSEAM FLASHING
(FIRST PLY)

.090" PLATINUM EPDM MEMBRANE

3" (76.2 mm) MIN.

3" (76.2 mm) MIN.

SEALANT (SEE NOTES)

20
Platinum

Year

USE APPROPRIATE
TERMINATION DETAIL

LAP SEALANT (SEE NOTES)

FIRESTONE INSULATION

SUBSTRATE

WALL / CURB

.090" PLATINUM EPDM MEMBRANE

QUICKSEAM RPF STRIP (SEE NOTES)

QUICKPRIME PLUS

20
Platinum

Year

QUICKSEAM RPF STRIP MUST EXTEND
1/2" (12.7 mm) BEYOND 2" METAL PLATE

(SEE NOTES)

BONDING ADHESIVE

ISSUE / REVISION
DATE:

NOT TO SCALERubberGard  PlatinumTM ACCEPTABLE SYSTEMS:

DETAIL NO.
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

USE APPROPRIATE
TERMINATION

FIRESTONE FASTENER AND 2" METAL PLATE
AT 12" (304.8 mm) O.C. MAX. (SEE NOTES)

WALL

ISSUE / REVISION
DATE:

NOT TO SCALERubberGard  PlatinumTM ACCEPTABLE SYSTEMS:

DETAIL NO.
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

20
Platinum

Year

NOTES:
1.

NON-FIRESTONE METAL COPING IS ACCEPTABLE2.
FOR USE IN THIS DETAIL PROVIDED FABRICATION
AND INSTALLATION IS IN ACCORDANCE WITH
CURRENT SMACNA RECOMMENDATIONS. HOWEVER,
WATERTIGHT INTEGRITY OF WALL AND METAL
COPING SHALL BE ENSURED BY OTHERS AND
BE EXCLUDED FROM WARRANTY COVERAGE
IN THE EVENT NON-FIRESTONE COPING IS
UTILIZED.
WOOD NAILER MUST BE INSTALLED TO MEET3.
APPLICABLE BUILDING CODES OR 200 LBS PER
LINEAR FOOT MINIMUM IN ANY GIVEN DIRECTION.

REFER TO FIRESTONE WEBSITE FOR MOST
CURRENT INFORMATION.

ANCHOR CLIP 
HD FASTENERS

WOOD NAILER

FIRESTONE COPING

BONDING ADHESIVE

(SEE NOTES)

3/8" (9.5 mm) MIN.

1/2" (12.7mm) MIN.

FIRESTONE COPING ANCHOR CLIP

.090" PLATINUM EPDM MEMBRANE OR

.060" RUBBERGARD EPDM MEMBRANE
AS REQUIRED

USE APPROPRIATE BASE TIE-IN

(SUPPLIED W/ COPING)

1-1/4" HOT DIPPED GALVANIZED ROOF
NAILS AT 12" (304.8 mm) O.C. MAX.

FASTEN COPING CLEAT AS PER SUPPLIED 4.
INSTRUCTIONS.

1/2" (12.7mm) MIN.

BU-P-4 (DRAWN AT 5/8 SCALE)

NO
N-

SH
RI

NK
IN

G 
GR

OU
T

PE
NE

TR
AT

IO
N

PE
NE

TR
AT

IO
N

SUBSTRATE

FIRESTONE INSULATION

FIRESTONE INSULATION

COVERBOARD (AS REQUIRED)

SUBSTRATE

FIRESTONE INSULATION

FIRESTONE INSULATION

COVERBOARD (AS REQUIRED)

NON-SHRINKING GROUT

FOUR PLY BUILT UP ROOF

ISSUE/REVISION
DATE:

NOT TO SCALE
ACCEPTABLE SYSTEMS:

DETAIL NO.

Asphalt Systems
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

4" (102 mm) MIN.

3" (76 mm) MIN.
3" (76 mm) MIN.

MULTI-PURPOSE MB FLASHING CEMENT

NOTES:
1.   REFER TO FIRESTONE WEBSITE FOR MOST CURRENT

INFORMATION
2.   REFER TO DETAILS MB-LS-1, MB-LS-2, & MB-LS-3

APPROPRIATE LAP SEALING APPLICATIONS.

GRANULE SURFACED MODIFIED
BITUMEN CAP SHEET

ASPHALT IS APPLIED UNIFORMLY TO EACH
PLY AT A RATE OF APPROXIMATELY 25 LBS
PER 100 SQ/FT OF ROOF SURFACE (±15%)

6" (152 mm) MINIMUM FLANGE SET IN FIRESTONE
MULTI-PURPOSE MB FLASHING CEMENT OVER FIELD PLIES.

(PRIME FLANGE BEFORE STRIPPING)

INTERPLY REQUIRED FOR
15 & 20 YEAR SYSTEMS

FIRESTONE POURABLE SEALER MIN. 2"
COVERAGE AROUND PENETRATIONS

SHEET METAL PITCH PAN,
SOLDERED / WELDED WATERTIGHT

PENETRATION POCKET

BUR
01/17/2014 BU-P-4

TERMINATION AT TOP OF WALL WITH FIRESTONE COPING

PLATINUM
1/1/2006 PT-5

BASE TIE-IN WITH QUICKSEAM RPF AND 2" METAL PLATES
FASTENED TO DECK

PLATINUM
1/1/2006 PBT-1

LAP SPLICE AT CURB OR WALL FLASHING USING
5" QUICKSEAM FLASHING

PLATINUM
1/1/2006 PLS-6

LAP SPLICE AT 5" QUICKSEAM FLASHING ENDLAP

PLATINUM
1/1/2006 PLS-5

ISSUE / REVISION
DATE:

NOT TO SCALERubberGard  PlatinumTM ACCEPTABLE SYSTEMS:

DETAIL NO.
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

NOTES:
1.

HOLE IN MEMBRANE SHOULD EXTEND A MINIMUM OF 1/2"2.

INSULATION ADJACENT TO DRAIN TO BE APPROPRIATE3.
FIRESTONE INSULATION WITH APPROPRIATE BONDING

FIRESTONE WATERBLOCK MIN. OF 1/2 OF 10 OZ (295 ml)4.

IN REROOF APPLICATIONS:5.
- REMOVE EXISTING FLASHINGS DOWN TO METAL BOWL
- REPAIR OR REPLACE BROKEN DRAIN COMPONENTS
- DRILL AND TAP BROKEN DRAIN BOLTS AND REPLACE

(12.7 mm) BEYOND CLAMPING RING AND SHOULD NOT BE

IF NECESSARY.

.090" PLATINUM EPDM MEMBRANE

CONTINUOUS BEAD OF FIRESTONE
WATERBLOCK (SEE NOTES)

COMPRESSION RING

STRAINER BASKET SURFACE.

TUBE PER 4" DRAIN.  USE ADDITIONAL WATERBLOCK

SMALLER THAN THE DIAMETER OF THE LEADER PIPE.

FOR LARGER DRAINS.

REFER TO FIRESTONE WEBSITE FOR MOST CURRENT
INFORMATION.

1/2" (12.7 mm) MIN.

SUBSTRATE

FIRESTONE INSULATION1/2" (12.7mm) MIN.
SEE NOTES

NOTES:
1.

HOLE IN MEMBRANE SHOULD EXTEND A MINIMUM OF 1/2"2.

3. FIRESTONE WATERBLOCK MIN. OF 1/2 OF 10 OZ (295 ml)

4. IN REROOF APPLICATIONS:
- REMOVE EXISTING FLASHINGS DOWN TO METAL BOWL
- REPAIR OR REPLACE BROKEN DRAIN COMPONENTS
- DRILL AND TAP BROKEN DRAIN BOLTS AND REPLACE

(12.7 mm) BEYOND CLAMPING RING AND SHOULD NOT BE

IF NECESSARY.

TUBE PER 4" DRAIN.  USE ADDITIONAL WATERBLOCK

SMALLER THAN THE DIAMETER OF THE LEADER PIPE.

FOR LARGER DRAINS.

REFER TO FIRESTONE WEBSITE FOR MOST CURRENT
INFORMATION.

BONDING ADHESIVE

.090" PLATINUM EPDM

CONTINUOUS BEAD OF
FIRESTONE WATERBLOCK

WATER DAM COMPRESSION RING

STRAINER BASKET

(SEE NOTES)

MEMBRANE

ISSUE / REVISION
DATE:

NOT TO SCALERubberGard  PlatinumTM ACCEPTABLE SYSTEMS:

DETAIL NO.
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

ISSUE / REVISION
DATE:

NOT TO SCALERubberGard  PlatinumTM ACCEPTABLE SYSTEMS:

DETAIL NO.
BUILDING PRODUCTS

NOBODY COVERS YOU BETTER.
www.firestonebpco.com

TM

MAXIMUM WARRANTY: 20 YEARS

BONDING ADHESIVE

FIRESTONE INSULATION (SEE NOTES)
FIRESTONE INSULATION

SUBSTRATE

IF FIELD SEAM EDGE IS WITHIN 9" (228.6 mm) OF DRAIN
COMPRESSION RING, PLATINUM EPDM TARGET PATCH

SUMP AREA FIELD SEAM REQUIREMENTS:
A.

REQUIRED.

IF FIELD SEAM EDGE IS WITHIN 9" (228.6 mm) OF DRAIN
COMPRESSION RING, PLATINUM EPDM TARGET PATCH

FIELD SEAM REQUIREMENTS:
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2020 NOTES FOR ENERGY CODE COMPLIANCE - COMMERCIAL BUILDINGS
BUILDING ENVELOPE REQUIREMENTS AS PER SECTION ECC C402

C402.4.1 MAXIMUM AREA OF VERTICAL FENESTRATION
THE VERTICAL FENESTRATION AREA (NOT INCLUDING OPAQUE DOORS AND OPAQUE SPANDREL PANELS) SHALL NOT BE GREATER THAN 30 PERCENT OF THE GROSS ABOVE-GRADE WALL AREA. THE SKYLIGHT AREA SHALL NOT BE GREATER THAN 3 PERCENT OF THE GROSS
ROOF AREA.

C402.5 AIR LEAKAGE—THERMAL ENVELOPE
THE THERMAL ENVELOPE OF BUILDINGS SHALL COMPLY WITH SECTIONS C402.5.1 THROUGH C402.5.8, OR THE BUILDING THERMAL ENVELOPE SHALL BE TESTED IN ACCORDANCE WITH ASTM E 779 AT A PRESSURE DIFFERENTIAL OF 0.3 INCH WATER GAUGE (75 PA) OR AN
EQUIVALENT METHOD APPROVED BY THE CODE OFFICIAL AND DEEMED TO COMPLY WITH THE PROVISIONS OF THIS SECTION WHEN THE TESTED AIR LEAKAGE RATE OF THE BUILDING THERMAL ENVELOPE IS NOT GREATER THAN 0.40 CFM/FT2(0.2 L/S •M2). WHERE COMPLIANCE
IS BASED ON SUCH TESTING, THE BUILDING SHALL ALSO COMPLY WITH SECTIONS C402.5.5, C402.5.6 AND C402.5.7.

C402.5.1 AIR BARRIERS
A CONTINUOUS AIR BARRIER SHALL BE PROVIDED THROUGHOUT THE BUILDING THERMAL ENVELOPE. THE AIR BARRIERS SHALL BE PERMITTED TO BE LOCATED ON THE INSIDE OR OUTSIDE
OF THE BUILDING ENVELOPE, LOCATED WITHIN THE ASSEMBLIES COMPOSING THE ENVELOPE, OR ANY COMBINATION THEREOF. THE AIR BARRIER SHALL COMPLY WITH SECTIONS C402.5.1.1 AND C402.5.1.2.

EXCEPTION: AIR BARRIERS ARE NOT REQUIRED IN BUILDINGS LOCATED IN CLIMATE ZONE2B.

C402.5.1.1 AIR BARRIER CONSTRUCTION
THE CONTINUOUS AIR BARRIER SHALL BE CONSTRUCTED TO COMPLY WITH THE FOLLOWING:

1. THE AIR BARRIER SHALL BE CONTINUOUS FOR ALL ASSEMBLIES THAT ARE THE THERMAL ENVELOPE OF THE BUILDING AND ACROSS THE JOINTS AND ASSEMBLIES.
2. AIR BARRIER JOINTS AND SEAMS SHALL BE SEALED, INCLUDING SEALING TRANSITIONS IN PLACES AND CHANGES IN MATERIALS. THE JOINTS AND SEALS SHALL BE SECURELY INSTALLED IN OR ON THE JOINT FOR ITS ENTIRE LENGTH SO AS NOT TO

DISLODGE, LOOSEN OR OTHERWISE IMPAIR ITS ABILITY TO RESIST POSITIVE AND NEGATIVE PRESSURE FROM WIND, STACK EFFECT AND MECHANICAL VENTILATION.
3. PENETRATIONS OF THE AIR BARRIER SHALL BE CAULKED, GASKETED OR OTHERWISE SEALED IN A MANNER COMPATIBLE WITH THE CONSTRUCTION MATERIALS AND LOCATION. JOINTS AND SEALS ASSOCIATED WITH PENETRATIONS SHALL BE SEALED IN THE

SAME MANNER OR TAPED OR COVERED WITH MOISTURE VAPOR-PERMEABLE WRAPPING MATERIAL. SEALING MATERIALS SHALL BE APPROPRIATE TO THE CONSTRUCTION MATERIALS BEING SEALED AND SHALL BE SECURELY INSTALLED AROUND THE
PENETRATION SO AS NOT TO DISLODGE, LOOSEN OR OTHERWISE IMPAIR THE PENETRATIONS’ ABILITY TO RESIST POSITIVE AND NEGATIVE PRESSURE FROM WIND, STACK EFFECT AND MECHANICAL VENTILATION. SEALING OF CONCEALED FIRE SPRINKLERS,
WHERE REQUIRED, SHALL BE IN A MANNER THAT IS RECOMMENDED BY THE MANUFACTURER. CAULKING OR OTHER ADHESIVE SEALANTS SHALL NOT BE USED TO FILL VOIDS BETWEEN FIRE SPRINKLER COVER PLATES AND WALLS OR CEILINGS.

4. RECESSED LIGHTING FIXTURES SHALL COMPLY WITH SECTION C402.5.8. WHERE SIMILAR OBJECTS ARE INSTALLED THAT PENETRATE THE AIR BARRIER, PROVISIONS SHALL BE MADE TO MAINTAIN THE INTEGRITY OF THE AIR BARRIER.

C402.5.1.2 AIR BARRIER COMPLIANCE OPTIONS
A CONTINUOUS AIR BARRIER FOR THE OPAQUE BUILDING ENVELOPE SHALL COMPLY WITH SECTION C402.5.1.2.1 OR C402.5.1.2.2.

C402.5.1.2.1 MATERIALS
MATERIALS WITH AN AIR PERMEABILITY NOT GREATER THAN 0.004 CFM/FT2 (0.02 L/S •M2) UNDER A PRESSURE DIFFERENTIAL OF 0.3 INCH WATER GAUGE (75 PA) WHEN TESTED IN ACCORDANCE WITH ASTM E 2178 SHALL COMPLY WITH THIS SECTION.MATERIALS IN ITEMS 1
THROUGH 16 SHALL BE DEEMED TO COMPLY WITH THIS SECTION, PROVIDED JOINTS ARE SEALED AND MATERIALS ARE INSTALLED AS AIR BARRIERS IN ACCORDANCE WITH THE MANUFACTURER’S INSTRUCTIONS.

1. PLYWOOD WITH A THICKNESS OF NOT LESS THAN 3/8INCH (10 MM).
2. ORIENTED STRAND BOARD HAVING A THICKNESS OF NOT LESS THAN 3/8 INCH (10 MM).
3. EXTRUDED POLYSTYRENE INSULATION BOARD HAVING A THICKNESS OF NOT LESS THAN 1/2INCH (12.7 MM).
4. FOIL-BACK POLYISOCYANURATE INSULATION BOARD HAVING A THICKNESS OF NOT LESS THAN 1/2INCH (12.7 MM).
5. CLOSED-CELL SPRAY FOAM A MINIMUM DENSITY OF 1.5 PCF (2.4 KG/M3) HAVING A THICKNESS OF NOT LESS THAN 11/2INCHES (38 MM).
6. OPEN-CELL SPRAY FOAM WITH A DENSITY BETWEEN 0.4 AND 1.5 PCF (0.6 AND 2.4 KG/M3) AND HAVING A THICKNESS OF NOT LESS THAN 4.5 INCHES (113 MM).
7. EXTERIOR OR INTERIOR GYPSUM BOARD HAVING A THICKNESS OF NOT LESS THAN 1/2INCH (12.7 MM).
8. CEMENT BOARD HAVING A THICKNESS OF NOT LESS THAN 1/2INCH (12.7 MM).
9. BUILT-UP ROOFING MEMBRANE.
10. MODIFIED BITUMINOUS ROOF MEMBRANE.
11. FULLY ADHERED SINGLE-PLY ROOF MEMBRANE.
12. A PORTLAND CEMENT/SAND PARGE, OR GYPSUM PLASTER HAVING A THICKNESS OF NOT LESS THAN 5/8INCH (15.9 MM).
13. CAST-IN-PLACE AND PRECAST CONCRETE.
14. FULLY GROUTED CONCRETE BLOCK MASONRY.
15. SHEET STEEL OR ALUMINUM.
16. SOLID OR HOLLOW MASONRY CONSTRUCTED OF CLAY OR SHALE MASONRY UNITS.

C402.5.1.2.2 ASSEMBLIES
ASSEMBLIES OF MATERIALS AND COMPONENTS WITH AN AVERAGE AIR LEAKAGE NOT GREATER THAN 0.04 CFM/FT2(0.2 L/S •M2) UNDER A PRESSURE DIFFERENTIAL OF 0.3 INCH OF WATER GAUGE (W.G.)(75 PA) WHEN TESTED IN ACCORDANCE WITH ASTM E 2357, ASTM E 1677
OR ASTM E 283 SHALL COMPLY WITH THIS SECTION. ASSEMBLIES LISTED IN ITEMS 1 THROUGH 3 SHALL BE DEEMED TO COMPLY, PROVIDED JOINTS ARE SEALED AND THE REQUIREMENTS OF SECTION C402.5.1.1 ARE MET.

1. CONCRETE MASONRY WALLS COATED WITH EITHER ONE APPLICATION OF BLOCK FILLER OR TWO APPLICATIONS OF A PAINT OR SEALER COATING.
2. MASONRY WALLS CONSTRUCTED OF CLAY OR SHALE MASONRY UNITS WITH A NOMINAL WIDTH OF 4 INCHES (102 MM) OR MORE.
3. A PORTLAND CEMENT/SAND PARGE, STUCCO OR PLASTER NOT LESS THAN1/2INCH (12.7 MM) IN THICKNESS.

C402.5.2 AIR LEAKAGE OF FENESTRATION
THE AIR LEAKAGE OF FENESTRATION ASSEMBLIES SHALL MEET THE PROVISIONS OF TABLE C402.5.2. TESTING SHALL BE IN ACCORDANCE WITH THE APPLICABLE REFERENCE TEST STANDARD IN TABLE C402.5.2 BY AN ACCREDITED, INDEPENDENT TESTING LABORATORY AND
LABELED BY THE MANUFACTURER.

EXCEPTIONS:
1. FIELD-FABRICATED FENESTRATION ASSEMBLIES THAT ARE SEALED IN ACCORDANCE WITH SECTION C402.5.1.
2. FENESTRATION IN BUILDINGS THAT COMPLY WITH THE TESTING ALTERNATIVE OF SECTION C402.5 ARE NOT REQUIRED TO MEET THE AIR LEAKAGE REQUIREMENTS IN TABLE C402.5.2.

C402.5.5  AIR  INTAKES,  EXHAUST  OPENINGS,  STAIRWAYS  AND  SHAFTS
STAIRWAY  ENCLOSURES, ELEVATOR  SHAFT  VENTS  AND  OTHER  OUTDOOR  AIR  INTAKES  AND  EXHAUST  OPENINGS  INTEGRAL  TO  THE BUILDING ENVELOPE SHALL BE PROVIDED WITH DAMPERS IN ACCORDANCE WITH SECTION C403.2.4.3.

C402.5.7 VESTIBULES
BUILDING ENTRANCES SHALL BE PROTECTED WITH AN ENCLOSED VESTIBULE, WITH ALL DOORS OPENING INTO AND OUT OF THE VESTIBULE EQUIPPED WITH SELF-CLOSING DEVICES. VESTIBULES SHALL BE DESIGNED SO THAT IN PASSING THROUGH THE VESTIBULE IT IS NOT
NECESSARY FOR THE INTERIOR AND EXTERIOR DOORS TO OPEN AT THE SAME TIME. THE INSTALLATION OF ONE OR MORE REVOLVING DOORS IN THE BUILDING ENTRANCE SHALL NOT ELIMINATE THE REQUIREMENT THAT A VESTIBULE BE PROVIDED ON ANY DOORS
ADJACENT TO REVOLVING DOORS.

EXCEPTIONS:
VESTIBULES ARE NOT REQUIRED FOR THE FOLLOWING:

1. BUILDINGS IN CLIMATE ZONES1 AND2.
2. DOORS  NOT  INTENDED  TO  BE  USED  BY  THE  PUBLIC,  SUCH  AS  DOORS  TO  MECHANICAL  OR ELECTRICAL EQUIPMENT ROOMS, OR INTENDED SOLELY FOR EMPLOYEE USE.
3.DOORS OPENING DIRECTLY FROM A SLEEPING UNITOR DWELLING UNIT.
4.DOORS THAT OPEN DIRECTLY FROM A SPACE LESS THAN 3,000 SQUARE FEET (278.7M2) IN AREA,  IN  BUILDINGS  LESS  THAN  75FEET(22.86  M)  IN  HEIGHT,  AND  DOORS  THAT  OPEN DIRECTLY FROM A SPACE LESS THAN 1,000 SQUARE FEET (92.9 M2) IN AREA, IN BUILDINGS
75FEET(22.86 M) AND GREATER IN HEIGHT.
5.REVOLVING DOORS.
6.DOORS  USED  PRIMARILY  TO  FACILITATE  VEHICULAR  MOVEMENT  OR  MATERIAL  HANDLING  AND ADJACENT PERSONNEL DOORS.7.DOORS  THAT  HAVE  AN  AIR  CURTAIN  WITH  A  VELOCITY  OF  NOT  LESS  THAN  6.56  FEET  PER SECOND (2 M/S) AT THE FLOOR THAT
HAVE BEEN TESTED IN ACCORDANCE WITH ANSI/AMCA 220 AND INSTALLED IN ACCORDANCE WITH THE MANUFACTURER’S INSTRUCTIONS. MANUAL OR AUTOMATIC  CONTROLS  SHALL  BE  PROVIDED  THAT  WILL  OPERATE  THE  AIR  CURTAIN  WITH  THE OPENING AND
CLOSING OF THE DOOR. AIR CURTAINS AND THEIR CONTROLS SHALL COMPLY WITH SECTION C408.2.3.

C402.5.8 RECESSED LIGHTING
RECESSED LUMINAIRES INSTALLED IN THE BUILDING THERMAL ENVELOPE SHALL BE ALL OF THE FOLLOWING:
1. IC-RATED.
2. LABELED AS HAVING AN AIR LEAKAGE RATE OF NOT MORE 2.0 CFM (0.944 L/S) WHEN TESTED IN ACCORDANCE WITH ASTM E 283  AT A 1.57 PSF (75 PA) PRESSURE DIFFERENTIAL.
3. SEALED WITH A GASKET OR CAULK BETWEEN THE HOUSING AND INTERIOR WALL OR CEILING COVERING.

ELECTRICAL POWER AND LIGHTING SYSTEMS REQUIREMENTS AS PER SECTION ECC C405
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C405.2 LIGHTING CONTROLS
LIGHTING SYSTEMS SHALL BE PROVIDED WITH CONTROLS AS SPECIFIED IN SECTIONS C405.2.1, C405.2.2, C405.2.3, C405.2.4 AND C405.2.5.LIGHTING CONTROLS SHALL BE COMMISSIONED AND COMPLETED IN ACCORDANCE WITH THE REQUIREMENTS OF SECTION C408.3.

EXCEPTIONS:
LIGHTING CONTROLS ARE NOT REQUIRED FOR THE FOLLOWING:

1. AREAS DESIGNATED AS SECURITY OR EMERGENCY AREAS THAT ARE REQUIRED TO BE CONTINUOUSLY LIGHTED.
2. INTERIOR EXIT STAIRWAYS, INTERIOR EXIT RAMPS AND EXIT PASSAGEWAYS.
3. EMERGENCY EGRESS LIGHTING THAT IS NORMALLY OFF.

C405.2.1 OCCUPANT SENSOR CONTROLS
OCCUPANT SENSOR CONTROLS SHALL BE INSTALLED TO CONTROL LIGHTS IN THE FOLLOWING SPACE TYPES:

1. CLASSROOMS/LECTURE/TRAINING ROOMS.
2. CONFERENCE/MEETING/MULTIPURPOSE ROOMS.
3. COPY/PRINT ROOMS.
4. LOUNGES.
5. EMPLOYEE LUNCH AND BREAK ROOMS.
6. PRIVATE OFFICES.
7. RESTROOMS.
8. STORAGE ROOMS.
9. JANITORIAL CLOSETS.
10. LOCKER ROOMS.
11. OTHER SPACES 300 SQUARE FEET (28 M2) OR LESS THAT ARE ENCLOSED BY FLOOR-TO-CEILING HEIGHT PARTITIONS
12. WAREHOUSES.
13. OPEN PLAN OFFICES.

C405.2.1.1 OCCUPANT SENSOR CONTROL FUNCTION
OCCUPANT SENSOR CONTROLS IN SPACES OTHER THAN WAREHOUSES SPECIFIED IN SECTION C405.2.1 SHALL COMPLY WITH THE FOLLOWING:

1. AUTOMATICALLY TURN OFF LIGHTS WITHIN 20 MINUTES OF ALL OCCUPANTS LEAVING THE SPACE.
2. BE MANUAL ON OR CONTROLLED TO AUTOMATICALLY TURN THE LIGHTING ON TO NOT MORE THAN 50 PERCENT POWER.

EXCEPTIONS:
1. FULL AUTOMATIC-ON CONTROLS SHALL BE PERMITTED TO CONTROL LIGHTING IN OPEN PLAN OFFICES, PUBLIC CORRIDORS, STAIRWAYS, RESTROOMS, PRIMARY BUILDING ENTRANCE AREAS AND LOBBIES, AND AREAS WHERE MANUAL-ON OPERATION WOULD

ENDANGER THE SAFETY OR SECURITY OF THE ROOM OR BUILDING OCCUPANTS.
2. MANUAL ON CONTROLS SHALL BE REQUIRED FOR CLASSROOMS (NOT INCLUDING SHOP CLASSROOMS, LABORATORY CLASSROOMS, AND PRESCHOOL CLASSROOMS), CONFERENCE/MEETING ROOMS, EMPLOYEE LUNCH AND BREAK ROOMS, AND OFFICES SMALLER

THAN 200 SQUARE FEET (18.5 M2) IN AREA. SUCH SENSORS AND CONTROLS SHALL NOT HAVE AN OVERRIDE SWITCH THAT CONVERTS FROM MANUAL-ON TO AUTOMATIC-ON FUNCTIONALITY, AND MAY HAVE A GRACE PERIOD OF UP TO 30 SECONDS TO TURN ON THE
LIGHTING AUTOMATICALLY AFTER THE SENSOR HAS TURNED OFF THE LIGHTING IF OCCUPANCY IS DETECTED.

3. SHALL INCORPORATE A MANUAL CONTROL TO ALLOW OCCUPANTS TO TURN LIGHTS OFF.

C405.2.1.2 OCCUPANT SENSOR CONTROL FUNCTION IN WAREHOUSES
IN WAREHOUSES, THE LIGHTING IN AISLEWAYS AND OPEN AREAS SHALL BE CONTROLLED WITH OCCUPANT SENSORS THAT AUTOMATICALLY REDUCE LIGHTING POWER BY NOT LESS THAN 50 PERCENT WHEN THE AREAS ARE UNOCCUPIED. THE OCCUPANT SENSORS SHALL
CONTROL LIGHTING IN EACH AISLEWAY INDEPENDENTLY AND SHALL NOT CONTROL LIGHTING BEYOND THE AISLEWAY BEING CONTROLLED BY THE SENSOR.

C405.2.2 TIME-SWITCH CONTROLS
EACH AREA OF THE BUILDING THAT IS NOT PROVIDED WITH OCCUPANT SENSOR CONTROLS COMPLYING WITH SECTION C405.2.1.1 SHALL BE PROVIDED WITH TIME SWITCH CONTROLS COMPLYING WITH SECTION C405.2.2.1.

EXCEPTION:
WHERE A MANUAL CONTROL PROVIDES LIGHT REDUCTION IN ACCORDANCE WITH SECTION C405.2.2.2, AUTOMATIC CONTROLS SHALL NOT BE REQUIRED FOR THE FOLLOWING:

1. SLEEPING UNITS.
2. SPACES WHERE PATIENT CARE IS DIRECTLY PROVIDED.
3. SPACES WHERE AN AUTOMATIC SHUTOFF WOULD ENDANGER OCCUPANT SAFETY OR SECURITY.
4. LIGHTING INTENDED FOR CONTINUOUS OPERATION.
5. SHOP AND LABORATORY CLASSROOMS.

C405.2.2.1 TIME-SWITCH CONTROL FUNCTION
EACH SPACE PROVIDED WITH TIME-SWITCH CONTROLS SHALL ALSO BE PROVIDED WITH A MANUAL CONTROL FOR LIGHT REDUCTION IN ACCORDANCE WITH SECTION C405.2.2.2. TIME-SWITCH CONTROLS SHALL INCLUDE AN OVERRIDE SWITCHING DEVICE THAT COMPLIES
WITH THE FOLLOWING:

1. HAVE A MINIMUM 7-DAY CLOCK.
2. BE CAPABLE OF BEING SET FOR SEVEN DIFFERENT DAY TYPES PER WEEK.
3. INCORPORATE AN AUTOMATIC HOLIDAY "SHUTOFF"FEATURE, WHICH TURNS OFF ALL CONTROLLED LIGHTING LOADS FOR AT LEAST 24 HOURS AND THEN RESUMES NORMALLY SCHEDULED OPERATIONS.
4. HAVE PROGRAM BACKUP CAPABILITIES, WHICH PREVENT THE LOSS OF PROGRAM AND TIME SETTINGS FOR AT LEAST 10 HOURS, IF POWER IS INTERRUPTED.
5. INCLUDE AN OVERRIDE SWITCH THAT COMPLIES WITH THE FOLLOWING:

5.1. THE OVERRIDE SWITCH SHALL BE A MANUAL CONTROL
5.2. THE OVERRIDE SWITCH, WHEN INITIATED, SHALL PERMIT THE CONTROLLED LIGHTING TO REMAIN ON FOR NOT MORE THAN 2 HOURS.
5.3. ANY INDIVIDUAL OVERRIDE SWITCH SHALL CONTROL THE LIGHTING FOR AN AREA NOT LARGER THAN 5,000 SQUARE FEET (465 M2).

EXCEPTIONS:
1. WITHIN MALLS, ARCADES, AUDITORIUMS, SINGLE-TENANT RETAIL SPACES, INDUSTRIAL FACILITIES AND ARENAS:

1.1. THE TIME LIMIT SHALL BE PERMITTED TO BE GREATER THAN 2 HOURS, PROVIDED THAT THE OVERRIDE SWITCH IS A CAPTIVE KEY DEVICE.
1.2. THE AREA CONTROLLED BY THE OVERRIDE SWITCH IS PERMITTED TO BE GREATER THAN 5,000 SQUARE FEET (465 M2), BUT SHALL NOT BE GREATER THAN 20,000 SQUARE FEET (1860 M2).

2. WHERE PROVIDED WITH MANUAL CONTROL, THE FOLLOWING AREAS ARE NOT REQUIRED TO HAVE LIGHT REDUCTION CONTROL:
2.1. SPACES THAT HAVE ONLY ONE LUMINAIRE WITH A RATED POWER OF LESS THAN 100 WATTS.
2.2. SPACES THAT USE LESS THAN 0.6 WATTS PER SQUARE FOOT (6.5 W/M2).
2.3. CORRIDORS, EQUIPMENT ROOMS, PUBLIC LOBBIES, ELECTRICAL OR MECHANICAL ROOMS.

C405.2.2.2 LIGHT-REDUCTION CONTROLS
SPACES REQUIRED TO HAVE LIGHT-REDUCTION CONTROLS SHALL HAVE A MANUAL CONTROL THAT ALLOWS THE OCCUPANT TO REDUCE THE CONNECTED LIGHTING LOAD IN A REASONABLY UNIFORM ILLUMINATION PATTERN BY AT LEAST 50 PERCENT. LIGHTING
REDUCTION SHALL BE ACHIEVED BY ONE OF THE FOLLOWING OR ANOTHER APPROVED METHOD:

1. CONTROLLING ALL LAMPS OR LUMINAIRES.
2. DUAL SWITCHING OF ALTERNATE ROWS OF LUMINAIRES, ALTERNATE LUMINAIRES OR ALTERNATE LAMPS.
3. SWITCHING THE MIDDLE LAMP LUMINAIRES INDEPENDENTLY OF THE OUTER LAMPS.
4. SWITCHING EACH LUMINAIRE OR EACH LAMP.

EXCEPTION:
LIGHT REDUCTION CONTROLS ARE NOT REQUIRED IN DAYLIGHT ZONES WITH DAYLIGHT RESPONSIVE CONTROLS COMPLYING WITH SECTION C405.2.3.

C405.2.2.3 MANUAL CONTROLS
MANUAL CONTROLS FOR LIGHTS SHALL COMPLY WITH THE FOLLOWING:

1. SHALL BE READILY ACCESSIBLE TO OCCUPANTS.
2. SHALL BE LOCATED WHERE THE CONTROLLED LIGHTS ARE VISIBLE, OR SHALL IDENTIFY THE AREA SERVED BY THE LIGHTS AND INDICATE THEIR STATUS.

C405.2.4 SPECIFIC APPLICATION CONTROLS
SPECIFIC APPLICATION CONTROLS SHALL BE PROVIDED FOR THE FOLLOWING:

1. DISPLAY AND ACCENT LIGHT SHALL BE CONTROLLED BY A DEDICATED CONTROL THAT IS INDEPENDENT OF THE CONTROLS FOR OTHER LIGHTING WITHIN THE ROOM OR SPACE.
2. LIGHTING IN CASES USED FOR DISPLAY CASE PURPOSES SHALL BE CONTROLLED BY A DEDICATED CONTROL THAT IS INDEPENDENT OF THE CONTROLS FOR OTHER LIGHTING WITHIN THE ROOM OR SPACE.
3. HOTEL AND MOTEL SLEEPING UNITS AND GUEST SUITES SHALL HAVE A MASTER CONTROL DEVICE THAT IS CAPABLE OF AUTOMATICALLY SWITCHING OFF ALL INSTALLED LUMINAIRES AND SWITCHED RECEPTACLES WITHIN 20 MINUTES AFTER ALL OCCUPANTS

LEAVE THE ROOM.

EXCEPTION:
LIGHTING AND SWITCHED RECEPTACLES CONTROLLED BY CAPTIVE KEY SYSTEMS.

4. SUPPLEMENTAL TASK LIGHTING, INCLUDING PERMANENTLY INSTALLED UNDER-SHELF OR UNDER-CABINET LIGHTING, SHALL HAVE A CONTROL DEVICE INTEGRAL TO THE LUMINAIRES OR BE CONTROLLED BY A WALL-MOUNTED CONTROL DEVICE PROVIDED THAT
THE CONTROL DEVICE IS READILY ACCESSIBLE.

5. LIGHTING FOR NONVISUAL APPLICATIONS, SUCH AS PLANT GROWTH AND FOOD WARMING, SHALL BE CONTROLLED BY A DEDICATED CONTROL THAT IS INDEPENDENT OF THE CONTROLS FOR OTHER LIGHTING WITHIN THE ROOM OR SPACE.
6. LIGHTING EQUIPMENT THAT IS FOR SALE OR FOR DEMONSTRATIONS IN LIGHTING EDUCATION SHALL BE CONTROLLED BY A DEDICATED CONTROL THAT IS INDEPENDENT OF THE CONTROLS FOR OTHER LIGHTING WITHIN THE ROOM OR SPACE.

C405.2.5 EXTERIOR LIGHTING CONTROLS
LIGHTING FOR EXTERIOR APPLICATIONS OTHER THAN EMERGENCY LIGHTING THAT IS INTENDED TO BE AUTOMATICALLY OFF DURING BUILDING OPERATION, LIGHTING SPECIFICALLY REQUIRED TO MEET HEALTH AND LIFE SAFETY REQUIREMENTS OR DECORATIVE GAS
LIGHTING SYSTEMS SHALL:

1. BE PROVIDED WITH A CONTROL THAT AUTOMATICALLY TURNS OFF THE LIGHTING AS A FUNCTION OF AVAILABLE DAYLIGHT.
2. WHERE LIGHTING THE BUILDING FAÇADE OR LANDSCAPE, THE LIGHTING SHALL HAVE CONTROLS THAT AUTOMATICALLY SHUT OFF THE LIGHTING AS A FUNCTION OF DAWN/DUSK AND A SET OPENING AND CLOSING TIME.
3. WHERE NOT COVERED IN ITEM 2, THE LIGHTING SHALL HAVE CONTROLS CONFIGURED TO AUTOMATICALLY REDUCE THE CONNECTED LIGHTING POWER BY NOT LESS THAN 30 PERCENT FROM NOT LATER THAN MIDNIGHT TO 6 A.M., FROM ONE HOUR AFTER

BUSINESS CLOSING TO ONE HOUR BEFORE BUSINESS OPENING OR DURING ANY PERIOD WHEN ACTIVITY HAS NOT BEEN DETECTED FOR A TIME OF LONGER THAN 15 MINUTES.

ALL TIME SWITCHES SHALL BE ABLE TO RETAIN PROGRAMMING AND THE TIME SETTING DURING LOSS OF POWER FOR A PERIOD OF AT LEAST 10 HOURS.

EXCEPTION:
LIGHTING FOR COVERED VEHICLE ENTRANCES OR EXITS FROM BUILDINGS OR PARKING STRUCTURES WHERE REQUIRED FOR SAFETY, SECURITY OR EYE ADAPTATION.C405.3 EXIT SIGNS .INTERNALLY ILLUMINATED EXIT SIGNS SHALL NOT BE MORE THAN 5 WATTS PER SIDE.

C405.1 GENERAL
THIS SECTION COVERS LIGHTING SYSTEM CONTROLS, THE MAXIMUM LIGHTING POWER FOR INTERIOR AND EXTERIOR APPLICATIONS AND ELECTRICAL ENERGY CONSUMPTION.

EXCEPTION:
DWELLING UNITS WITHIN COMMERCIAL BUILDINGS SHALL NOT BE REQUIRED TO COMPLY WITH SECTIONS C405.2 THROUGH C405.5, PROVIDED THAT THEY COMPLY WITH SECTION R404.1.

WALK-IN COOLERS, WALK-IN FREEZERS, REFRIGERATED WAREHOUSE COOLERS AND REFRIGERATED WAREHOUSE FREEZERS SHALL COMPLY WITH SECTION C403.2.15 OR C403.2.16.

C405.3 EXIT SIGNS
INTERNALLY ILLUMINATED EXIT SIGNS SHALL NOT BE MORE THAN 5 WATTS PER SIDE.
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ENVELOPE INSPECTIONSIIA

PERIODIC(MINIMUM) REFERENCE STANDARD (SEE ECC CHAPTER
C4) OR OTHER CRITERIAINSPECTION/TEST ECC OR OTHER

CITATION

2020 PROGRESS INSPECTIONS FOR ENERGY CODE COMPLIANCE - COMMERCIAL BUILDINGS

IIA3 FENESTRATION AND DOOR U-FACTOR AND PRODUCT
RATINGS:
U-FACTORS, SHGC AND VT VALUES OF INSTALLED
FENESTRATION SHALL BE VISUALLY INSPECTED FOR
CONFORMANCE WITH THE U-FACTORS, SHGC AND VT
VALUES IDENTIFIED IN THE CONSTRUCTION
DRAWINGS BY VERIFYING THE MANUFACTURER'S
NFRC LABELS OR, WHERE NOT LABELED, USING THE
RATINGS IN ECC TABLES C303.1.3(1), (2) AND (3).

AS REQUIRED DURING
INSTALLATION

APPROVED CONSTRUCTION DOCUMENTS; NFRC
100, NFRC 200

C303.1, C303.1.3, C402.1.4,
C402.4, C406; ASHRAE 90.1
- 5.4.2, 5.5, 5.6, 5.8.2, 5.9,
11 OR APPENDIX G,
APPENDIX I

IIA4 FENESTRATION AIR LEAKAGE:
WINDOWS AND SLIDING OR SWINGING DOOR
ASSEMBLIES, EXCEPT SITE-BUILT WINDOWS AND/OR
DOORS, SHALL BE VISUALLY INSPECTED TO VERIFY
THAT INSTALLED ASSEMBLIES ARE LISTED AND
LABELED BY THE MANUFACTURER TO THE
REFERENCED STANDARD.

FOR CURTAIN WALL, STOREFRONT GLAZING,
COMMERCIAL ENTRANCE DOORS AND REVOLVING
DOORS, THE TESTING REPORTS SHALL BE REVIEWED
TO VERIFY THAT THE INSTALLED ASSEMBLY
COMPLIES WITH THE STANDARD CITED IN THE
APPROVED PLANS.

AS REQUIRED DURING
INSTALLATION; PRIOR TO
FINAL CONSTRUCTION
INSPECTION

NFRC 400,  AAMA/WDMA/CSA101/I.S.2/A440 ASTM
E283; ANSI/DASMA 105

C402.5.2, C402.5.6; ASHRAE
90.1 – 5.4.3.2, 5.4.3.3, 5.8.2,
5.9

IIA5 FENESTRATION AREAS:
DIMENSIONS OF WINDOWS, DOORS, AND SKYLIGHTS,
SHALL BE VERIFIED BY VISUAL INSPECTION.

PRIOR TO FINAL
CONSTRUCTION INSPECTION

APPROVED CONSTRUCTION DOCUMENTS C402.4; ASHRAE 90.1 – 5.4,
5.5.4, 5.6, 5.9, 11 OR
APPENDIX G

IIA6 AIR BARRIER - VISUAL INSPECTION:
OPENINGS AND PENETRATIONS IN THE BUILDING
ENVELOPE, INCLUDING SITE BUILT FENESTRATION
AND DOORS, SHALL BE VISUALLY INSPECTED TO
VERIFY THAT A CONTINUOUS AIR BARRIER AROUND
THE ENVELOPE FORMS AN AIR-TIGHT ENCLOSURE

THE PROGRESS INSPECTOR SHALL VISUALLY INSPECT
TO VERIFY THAT MATERIALS AND/OR ASSEMBLIES
HAVE BEEN TESTED AND MEET THE REQUIREMENTS
OF THE RESPECTIVE STANDARDS, OR THAT THE
BUILDING IS TESTED AND MEETS THE REQUIREMENTS
OF THE STANDARD, IN ACCORDANCE WITH THE
STANDARD(S) CITED IN THE APPROVED PLANS.

AS REQUIRED DURING
DURING CONSTRUCTION

APPROVED CONSTRUCTION DOCUMENTS;
ASTM E2178, ASTM E2357, ASTM E1677,
ASTM E779, ASTM E283

C402.5; ASHRAE 90.1 –
5.4.3.1, 5.4.3.5, 5.9

IIA9 PRIOR TO FINAL
CONSTRUCTION INSPECTION

APPROVED CONSTRUCTION DOCUMENTS C402.5.7; ASHRAE 90.1 –
5.4.3.4

VESTIBULES:
REQUIRED ENTRANCE VESTIBULES SHALL BE
VISUALLY INSPECTED FOR PROPER OPERATION

ELECTRICAL POWER AND LIGHTING SYSTEMSIIC

IIC3 INTERIOR LIGHTING POWER:
INSTALLED LIGHTING SHALL BE VERIFIED FOR
COMPLIANCE WITH THE LIGHTING POWER
ALLOWANCE BY VISUAL INSPECTION OF FIXTURES,
LAMPS, BALLASTS, AND TRANSFORMERS

PRIOR TO FINAL ELECTRICAL
AND CONSTRUCTION
INSPECTION

APPROVED CONSTRUCTION DOCUMENTS C405.3, C406; ASHRAE 90.1
-  9.1, 9.2, 9.5, 9.6, 9.7; 1
RCNY §101-07(C)(3)(V)(C)4,
APPENDIX I

IIC4 EXTERIOR LIGHTING POWER:
INSTALLED LIGHTING SHALL BE VERIFIED FOR
COMPLIANCE WITH SOURCE EFFICACY AND/OR THE
LIGHTING POWER ALLOWANCE BY VISUAL INSPECTION
OF FIXTURES, LAMPS, BALLASTS, AND RELEVANT
TRANSFORMERS.

PRIOR TO FINAL ELECTRICAL
AND CONSTRUCTION
INSPECTION

APPROVED CONSTRUCTION DOCUMENTS C405.4; ASHRAE 90.1 –
9.4.2; 1 RCNY §101-
07(C)(3)(V)(C)4

IIC5 LIGHTING CONTROLS:
EACH TYPE OF REQUIRED LIGHTING CONTROLS,
INCLUDING:
· OCCUPANT SENSORS
· MANUAL INTERIOR LIGHTING CONTROLS
· LIGHT-REDUCTION CONTROLS
· AUTOMATIC LIGHTING SHUT-OFF
· DAYLIGHT ZONE CONTROLS
· SLEEPING UNIT CONTROLS
· EXTERIOR LIGHTING CONTROLS

SHALL BE VERIFIED BY VISUAL INSPECTION AND
TESTED FOR FUNCTIONALITY AND PROPER
OPERATION.

PRIOR TO FINAL ELECTRICAL
AND CONSTRUCTION
INSPECTION

APPROVED CONSTRUCTION DOCUMENTS,
INCLUDING CONTROL SYSTEM NARRATIVES

C405.2, C406; ASHRAE 90.1
-  9.4.1, 9.4.3, 9.7, APPENDIX
I

EN-002.00
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ELECTRICAL POWER AND LIGHTING SYSTEMS REQUIREMENTS AS PER SECTION C405:

TABULAR ANALYSIS
CLIMATE ZONE: 4A AS PER TABLE C301.1
COMMERCIAL BUILDING

ENERGY COMPLIANCE STATEMENT
TO THE BEST OF MY KNOWLEDGE, BELIEF AND PROFESSIONAL JUDGMENT, THESE PLANS AND SPECIFICATIONS ARE IN COMPLIANCE WITH THE 2020 ENERGY CONSERVATION CONSTRUCTION CODE OF NEW YORK CITY, USING CHAPTER C4.

PROPOSED DESIGN VALUE CODE PRESCRIPTIVE VALUE AND CITATIONWORK ITEMS INCLUDING NEW AND/OR REPLACEMENT SUPPORTING
DOCUMENTATION

GENERAL REQUIREMENTS AS PER CHAPTER C3:

BUILDING ENVELOPE REQUIREMENTS AS PER SECTION C402: OPAQUE ASSEMBLIES

BUILDING MECHANICAL SYSTEMS REQUIREMENTS AS PER SECTION C403:

BUILDING ENVELOPE REQUIREMENTS AS PER SECTION C402: FENESTRATION

SERVICE WATER HEATING REQUIREMENTS AS PER SECTION C404:

NOT APPLICABLE UNDER THIS APPLICATION

NOT APPLICABLE UNDER THIS APPLICATION

U-FACTOR:
ENTRY DOOR:
EXTERIOR OPAQUE  DOORS

MAXIMUM U-FACTOR 0.77

SHGC:
SHGC:
PROPOSED GLAZED ENTRY DOORS

MAXIMUM SHGC 0.36 AS PER TABLE C402.4 - SHGC - ENTRANCE DOORS TO HAVE A MAXIMUM SHGC OF 0.36

AS PER TABLE C402.4 - U-FACTOR - ENTRANCE DOORS TO HAVE A MAXIMUM U-FACTOR OF 0.77

FENESTRATION AIR LEAKAGE:
PROPOSED GLAZED ENTRY DOORS

PROPOSED OPAQUE SWINGING DOORS

PROPOSED STOREFRONT GLAZING

COMMERCIAL GLAZED SWINGING ENTRANCE DOORS - 1.00 CFM/SF AS PER
NFRC 400 OR ASTM E 283 AT 1.57 PSF.

AS PER TABLE C402.5.2 NEW FENESTRATION SHALL MEET THE MAXIMUM AIR LEAKAGE RATE FOR FENESTRATION ASSEMBLIES AS FOLLOWS:
COMMERCIAL GLAZED SWINGING ENTRANCE DOORS - 1.00 CFM/SF AS PER NFRC 400 OR ASTM E 283 AT 1.57 PSF.

EXIT SIGNS:
INTERNALLY ILLUMINATED EXIT SIGNS

AS PER SECTION C405.3 INTERNALLY ILLUMINATED EXIT SIGN SHALL NOT BE MORE THAN 5 WATTS PER SIDEINTERNALLY EXIT SIGNS SHALL NOT EXCEED 5 WATTS PER SIDE

INTERIOR LIGHTING POWER:
PROPOSED LIGHTING AT FIRST FLOOR

AS PER THE 2020 ECCNYC TABLE C405.3.2(1) - MAXIMUM INTERIOR LIGHTING POWER:
· DINING - FAST FOOD - NOT TO EXCEED 0.66 WATTS PER SF.
TOTAL PROPOSED FLOOR AREA = 4688.96 SF x 0.66 WATTS/SF = 3094.71 WATTS

TOTAL PERMITTED INTERIOR LIGHTING POWER NOT TO EXCEED 3094.71 WATTS

TOTAL PROPOSED INTERIOR LIGHTING POWER (SEE SCHEDULE ON A-008) =
2900.00 WATTS < 3094.71 WATTS - OKAY

LIGHTING CONTROLS:
LIGHT SWITCHES

AS PER THE 2020 ECCNYC NEW LIGHTING TO BE CONTROLLED BY AT LEAST ONE MANUAL CONTROL FOR THE LIGHTING SERVING EACH AREA.NEW LIGHTING TO BE CONTROLLED BY AT LEAST ONE MANUAL CONTROL
FOR THE LIGHTING SERVING EACH AREA.

U-FACTOR:
GLAZED SWINGING DOORS:
NEW STOREFRONT ENTRY DOORS

MAXIMUM U-FACTOR 0.77 AS PER TABLE C402.4 - U-FACTOR - ENTRANCE DOORS TO HAVE A MAXIMUM U-FACTOR OF 0.77

SWINGING DOORS - 0.20 CFM/SF AS PER AAMA/WDMA/CSA101/I.S.2/A440
OR NFRC 400.

STOREFRONT GLAZING 0.06 AS PER NFRC 400 OR ASTM E 283 AT 1.57 PSF.

SWINGING DOORS - 0.20 CFM/SF AS PER AAMA/WDMA/CSA101/I.S.2/A440 OR NFRC 400.

STOREFRONT GLAZING 0.06 AS PER NFRC 400 OR ASTM E 283 AT 1.57 PSF.

U-FACTOR:
METAL FRAMED FIXED:
NEW STOREFRONTS

MAXIMUM U-FACTOR 0.30 AS PER TABLE C402.4 - U-FACTOR - METAL FRAMED FIXED FENESTRATION TO HAVE A MAXIMUM U-FACTOR OF 0.30

SHGC:
SHGC:
NEW STOREFRONTS

MAXIMUM SHGC 0.36 AS PER TABLE C402.4 - SHGC - FIXED  FENESTRATION TO HAVE A MAXIMUM SHGC OF 0.36

EXTERIOR LIGHTING POWER:
PROPOSED EXTERIOR LIGHTING

AS PER THE 2020 ECCNYC TABLE C405.4.2(1):
LIGHTING ZONE 2.
· BASE ALLOWANCE = 400 WATTS

PROPOSED EXTERIOR LIGHTING POWER = 195.00 WATTS
195 WATTS < 400 WATTS - OKAY

SEE NOTES & DETAILS ON G-003, A-001, &
A-003

SEE NOTES ON A-008

SEE NOTES ON A-008

SEE NOTES ON A-008

SEE NOTES ON A-007

NOT APPLICABLE UNDER THIS APPLICATION

SEE NOTES & DETAILS ON G-003, A-001, &
A-003

SEE NOTES & DETAILS ON G-003, A-001, &
A-003

SEE NOTES & DETAILS ON G-003, A-001, &
A-003

SEE NOTES & DETAILS ON G-003, A-001, &
A-003

SEE NOTES & DETAILS ON G-003, A-001, &
A-003
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PARTIAL FIRST FLOOR DEMOLITION PLAN
SCALE: 1/4" = 1'-0"

FIRST FLOOR DEMOLITION PLAN NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. REMOVE & DISPOSE OF ALL EXISTING TABLES, CHAIRS, SIGNS & MISC. DECOR ELEMENTS THROUGHOUT ENTIRE FIRST FLOOR AS

INDICATED ON PLAN.
3. REMOVE & DISPOSE OF ALL EXISTING CEILING, WALL & FLOOR FINISHES THROUGHOUT ENTIRE FIRST FLOOR AS INDICATED ON

PLAN.
4. REMOVE & DISPOSE OF EXISTING TOILET GRAB BARS, MIRRORS, TOILET PAPER DISPENSERS, TRASH RECEPTACLES, HAND DRYERS

& MISC. TOILET ACCESSORIES AT BOTH RESTROOMS AS INDICATED ON PLAN.
5. REMOVE & DISPOSE OF ALL RESTAURANT EQUIPMENT THROUGHOUT DINING ROOM AND KITCHEN AS INDICATED ON PLAN.

5.1. RELOCATE EXISTING DRINK STATION IN DINING ROOM TO NEW LOCATION AS INDICATED ON FIRST FLOOR EQUIPMENT PLAN.
5.2. ALL PLUMBING FIXTURES TO BE REMOVED UNDER SEPARATE PLUMBING APPLICATION.

6. REMOVE & DISPOSE OF EXISTING INTERIOR NON-LOAD BEARING PARTITIONS, DOORS, FRAMES & HARDWARE AS INDICATED ON
PLAN.

7. REMOVE & DISPOSE OF ALL EXISTING STOREFRONTS & EXTERIOR DOORS AS INDICATED ON PLAN.
7.1. EXISTING LINTELS TO REMAIN UNDISTURBED.

8. REMOVE & DISPOSE OF ALL MECHANICAL SUPPLY & RETURN DIFFUSERS AT CEILINGS.
8.1. ALL MECHANICAL WORK TO BE FILED UNDER SEPARATE APPLICATION.

9. REMOVE & DISPOSE OF ALL EXISTING INTERIOR & EXTERIOR LIGHT FIXTURES, RECEPTACLES & ALL WIRING BACK TO THE
ELECTRICAL PANELS & SAFE-OFF.

9.1. ALL ELECTRICAL WORK TO BE PERFORMED BY NYC LICENSED ELECTRICIAN.
10. REMOVE & DISPOSE OF EXISTING WALK-IN-BOX IN KITCHEN AS INDICATED ON PLAN.
11. REMOVE & DISPOSE OF ALL EXISTING EXTERIOR FINISHES AT ALL FACADES AS INDICATED ON PLAN.

11.1. SEE EXTERIOR DEMOLITION ELEVATIONS FOR COORDINATION.
12. PROVIDE TEMPORARY LIGHTING AS NEEDED.
13. PROVIDE TEMPORARY NO SMOKING SIGNS AND FIRE EXTINGUISHERS TO BE REMOVED ONLY AFTER COMPLETION OF

CONSTRUCTION OPERATIONS AS INDICATED ON PLAN.
14. REMOVE AND DISPOSE OF ALL DEBRIS.
15. ALL FLOORS TO BE LEFT BROOM CLEAN.

FIRST FLOOR DEMOLITION PLAN LEGEND:

FE

NO SMOKING

EXISTING CONSTRUCTION TO REMAIN UNDISTURBED

EXISTING CONSTRUCTION TO BE REMOVED

PROVIDE TEMPORARY "NO SMOKING SIGN" TO BE REMOVED ONLY AFTER COMPLETION OF ALL WORK

PROVIDE TEMPORARY FIRE EXTINGUISHER TO BE REMOVED ONLY AFTER COMPLETION OF ALL WORK

DOB RELATED FILINGS:
1. RELATED PLUMBING WORK FILED UNDER SEPARATE APPLICATION.
2. RELATED MECHANICAL WORK FILED UNDER SEPARATE APPLICATION.
3. RELATED PUBLIC ASSEMBLY PLAN TO BE FILED UNDER SEPARATE APPLICATION.
4. TEMPORARY CONSTRUCTION FENCE FILED UNDER SEPARATE APPLICATION.
5. FIRE SUPPRESSION ANSUL SYSTEM FILED WITH FDNY.
6. SIGNAGE TO BE FILED UNDER SEPARATE APPLICATION.
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FIRST FLOOR DEMOLITION PLAN LEGEND:

FE

NO SMOKING

EXISTING CONSTRUCTION TO REMAIN UNDISTURBED

EXISTING CONSTRUCTION TO BE REMOVED

PROVIDE TEMPORARY "NO SMOKING SIGN" TO BE REMOVED ONLY AFTER COMPLETION OF ALL WORK

PROVIDE TEMPORARY FIRE EXTINGUISHER TO BE REMOVED ONLY AFTER COMPLETION OF ALL WORK

DOB RELATED FILINGS:
1. RELATED PLUMBING WORK FILED UNDER SEPARATE APPLICATION.
2. RELATED MECHANICAL WORK FILED UNDER SEPARATE APPLICATION.
3. RELATED PUBLIC ASSEMBLY PLAN TO BE FILED UNDER SEPARATE APPLICATION.
4. TEMPORARY CONSTRUCTION FENCE FILED UNDER SEPARATE APPLICATION.
5. FIRE SUPPRESSION ANSUL SYSTEM FILED WITH FDNY.
6. SIGNAGE TO BE FILED UNDER SEPARATE APPLICATION.
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ROOF DEMOLITION PLAN
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EXISTING FINISHED ROOF TO
REMAIN UNDISTURBED

NEW ROOF TO GO ON TOP
OF EXISTING ROOF

REMOVE EXISTING STANDING
METAL SEAM MANSARD ROOF
OVER DRIVE THRU WINDOW

EXISTING CAGE AROUND RTU TO REMAIN UNDISTURBED

EXISTING RTU TO
REMAIN UNDISTURBED

EXISTING RTU SERVING
BURGER KING TO

BE REPLACED

EXISTING BROILER
EXHAUST FAN SERVING

BURGER KING TO
BE REPLACED/RELOCATED

EXISTING FRYER
EXHAUST FAN SERVING

BURGER KING TO
BE REPLACED/RELOCATED

EXISTING REFRIGERATION
UNIT FOR WIB SERVING

BURGER KING TO
BE REPLACED

EXISTING REFRIGERATION
UNIT FOR WIB SERVING
BURGER KING TO
BE REPLACED

EXISTING RTU
SERVING

BURGER KING TO
BE REPLACED

EXISTING STEEL DUNNAGE TO REMAIN UNDISTURBED

EXISTING STEEL DUNNAGE TO REMAIN UNDISTURBED

EXISTING STEEL STUB COLUMN TO REMAIN UNDISTURBED

EXISTING STEEL STUB COLUMN TO REMAIN UNDISTURBED

EX
. S

TE
EL

 D
U

N
N

AG
E 

TO
 R

EM
AI

N
 U

N
D

IS
T.

EXISTING STEEL DUNNAGE TO REMAIN UNDISTURBED

EXISTING STEEL STUB COLUMN TO REMAIN UNDISTURBED

EXISTING STEEL DUNNAGE TO REMAIN UNDISTURBED

EXISTING STEEL STUB COLUMN TO REMAIN UNDISTURBED
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EXISTING STEEL DUNNAGE TO REMAIN UNDISTURBED
EXISTING STEEL STUB COLUMN TO REMAIN UNDISTURBED

EXISTING STEEL STUB COLUMN TO REMAIN UNDISTURBED
EXISTING STEEL DUNNAGE TO REMAIN UNDISTURBED
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EXISTING STEEL DUNNAGE TO REMAIN UNDISTURBED
EXISTING STEEL STUB COLUMN TO REMAIN UNDISTURBED

EXISTING STEEL DUNNAGE TO REMAIN UNDISTURBED
EXISTING STEEL STUB COLUMN TO REMAIN UNDISTURBED

EXISTING TOILET
EXHAUST FAN SERVING

BURGER KING TO
BE REPLACED

EX. PLUMBING
VENT TO REMAIN

UNDISTURBED

EX. PLUMBING
VENT TO REMAIN

UNDISTURBED

EXISTING RTU
SERVING

BURGER KING TO
BE REPLACED

EXISTING RTU
TO REMAIN

UNDISTURBED

EXISTING RTU
TO REMAIN

UNDISTURBED

EXISTING RTU
TO REMAIN

UNDISTURBED

EXISTING KX
FAN TO REMAIN
UNDISTURBED

EXISTING KX
FAN TO REMAIN
UNDISTURBED

EXISTING TX
FAN TO REMAIN
UNDISTURBED

EX. PLUMBING
VENT TO REMAIN

UNDISTURBED

EXISTING REF.
UNIT FOR WIB

TO REMAIN
UNDISTURBED

EXISTING MAU
TO REMAIN

UNDISTURBED

EXISTING STEEL DUNNAGE TO REMAIN UNDISTURBED
EXISTING STEEL STUB COLUMN TO REMAIN UNDISTURBED

EXISTING STEEL STUB COLUMN TO REMAIN UNDISTURBED
EXISTING STEEL DUNNAGE TO REMAIN UNDISTURBED
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EXISTING STEEL DUNNAGE TO REMAIN UNDISTURBED
EXISTING STEEL STUB COLUMN TO REMAIN UNDISTURBED

EXISTING STEEL DUNNAGE TO REMAIN UNDISTURBED
EXISTING STEEL STUB COLUMN TO REMAIN UNDISTURBED

EXISTING STEEL DUNNAGE TO REMAIN UNDISTURBED
EXISTING STEEL STUB COLUMN TO REMAIN UNDISTURBED

EXISTING STEEL DUNNAGE TO REMAIN UNDISTURBED
EXISTING STEEL STUB COLUMN TO REMAIN UNDISTURBED

REMOVE & DISPOSE OF
EXISTING WING WALL

REMOVE & DISPOSE OF
EXISTING SIDEWALK

CANOPY

ROOF DEMOLITION PLAN NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. EXISTING FINISHED ROOF TO REMAIN UNDISTURBED. NEW ROOF TO GO ON TOP OF EXISTING ROOF.
3. REMOVE & DISPOSE OF EXISTING WING WALL & SIDEWALK CANOPY ALONG MYRTLE AVENUE AS INDICATED ON PLAN.
4. REMOVE & DISPOSE OF EXISTING METAL STANDING SEAM MANSARD ROOF OVER DRIVE THRU AS INDICATED ON PLAN.
5. REMOVE & DISPOSE OF MECHANICAL EQUIPMENT AS INDICATED ON PLAN.

5.1. EXISTING STEEL DUNNAGE TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
5.2. ALL MECHANICAL WORK TO BE FILED UNDER SEPARATE APPLICATION.

6. REMOVE & DISPOSE OF EXISTING STEEL DUNNAGE AS INDICATED ON PLAN.
7. RELOCATE EXISTING STEEL DUNNAGE AS NEEDED TO SUPPORT NEW RTU'S.
8. REMOVE & DISPOSE OF ALL EXISTING EXTERIOR LIGHT FIXTURES, ILLUMINATED SIGN & ALL WIRING BACK TO THE ELECTRICAL

PANELS & SAFE-OFF.
8.1. ALL ELECTRICAL WORK TO BE PERFORMED BY NYC LICENSED ELECTRICIAN.

9. REMOVE AND DISPOSE OF ALL DEBRIS.
10. ALL FLOORS TO BE LEFT BROOM CLEAN.

ROOF DEMOLITION PLAN
SCALE: 1/4" = 1'-0"
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NO SMOKING

FE

PROVIDE TEMPORARY "NO SMOKING
SIGN" TO BE REMOVED ONLY AFTER
COMPLETION OF ALL WORK

PROVIDE TEMPORARY FIRE
EXTINGUISHER TO BE
REMOVED ONLY AFTER
COMPLETION OF ALL WORK
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EXISTING
ROOF DRAIN

BE REPLACED

EXISTING
ROOF DRAIN

BE REPLACED

EXISTING
ROOF DRAIN

BE REPLACED

NOTE:
THE REMOVAL OF THIS RTU COMPLIES
WITH THE REQUIREMENTS NEEDED TO
RECTIFY ECB VIOLATION #34687565M

Date:  

                 Rudolf Govic
                  APPROVED

10/16/2023



SOUTH (FRONT) EXTERIOR DEMOLITION ELEVATION ALONG MYRTLE AVENUE
SCALE: 1/4" = 1'-0"

SOUTHEAST (SIDE) EXTERIOR DEMOLITION ELEVATION ALONG GREENE AVENUE
SCALE: 1/4" = 1'-0"

NORTHEAST (REAR ENTRANCE/DRIVE THRU) EXTERIOR DEMOLITION ELEVATION
SCALE: 1/4" = 1'-0"

NORTHWEST (REAR ENTRANCE/DRIVE THRU) EXTERIOR DEMOLITION ELEVATION
SCALE: 1/4" = 1'-0"

SOUTHWEST (DRIVE THRU) EXTERIOR DEMOLITION ELEVATION
SCALE: 1/4" = 1'-0"

ROOF

1st FL
GRADE

ROOF

1st FL
GRADE

EXIST'G
DOOR
TO BE

PREPPED
FOR NEW

PAINT

ROOF

1st FL
GRADE

GRADE

ROOF

1st FL

GRADE

GRADE

ROOF
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EXTERIOR DEMOLITION
ELEVATIONS
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SOUTH (FRONT) EXTERIOR DEMOLITION ELEVATION ALONG MYRTLE AVENUE NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. REMOVE & DISPOSE OF EXISTING SIDEWALK CANOPY OVER MAIN ENTRANCE AS INDICATED ON ELEVATION.
3. REMOVE & DISPOSE OF EXISTING WING WALL AS INDICATED ON ELEVATION.
4. REMOVE EXISTING PARAPET CAP AS INDICATED ON ELEVATION.
5. REMOVE & DISPOSE OF EXISTING STANDING METAL SEAM PANELING AS INDICATED ON ELEVATION.
6. REMOVE & DISPOSE OF EXISTING YELLOW DECORATIVE BAND AS INDICATED ON ELEVATION.
7. REMOVE & DISPOSE OF EXISTING EXTERIOR FINISHES AS INDICATED ON ELEVATION.
8. REMOVE & DISPOSE OF EXISTING STOREFRONTS & EXTERIOR DOORS AS INDICATED ON ELEVATION.

8.1. EXISTING LINTELS TO REMAIN UNDISTURBED.
9. REMOVE & DISPOSE OF EXISTING WALL BELOW STOREFRONT AS NEEDED TO RECEIVE NEW STOREFRONT AS INDICATED ON

ELEVATION.
10. REMOVE & DISPOSE OF GRANITE BASE REMOVE & DISPOSE OF METAL PANELS AS INDICATED ON ELEVATION.
11. REMOVE & DISPOSE OF EXISTING EXTERIOR LIGHT FIXTURES, ILLUMINATED SIGN & ALL WIRING BACK TO THE ELECTRICAL PANELS &

SAFE-OFF.
11.1. ALL ELECTRICAL WORK TO BE PERFORMED BY NYC LICENSED ELECTRICIAN.

12. REMOVE AND DISPOSE OF ALL DEBRIS.
13. ALL FLOORS TO BE LEFT BROOM CLEAN.

DEMOLITION ELEVATION PLAN LEGEND:

EXISTING CONSTRUCTION TO REMAIN UNDISTURBED

EXISTING CONSTRUCTION TO BE REMOVED

DOB RELATED FILINGS:

SOUTHEAST (SIDE) EXTERIOR DEMOLITION ELEVATION ALONG GREENE AVENUE NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. REMOVE EXISTING PARAPET CAP AS INDICATED ON ELEVATION.
3. REMOVE & DISPOSE OF EXISTING STANDING METAL SEAM PANELING AS INDICATED ON ELEVATION.
4. REMOVE & DISPOSE OF EXISTING YELLOW DECORATIVE BAND AS INDICATED ON ELEVATION.
5. EXISTING DOOR TO BE PREPPED FOR NEW PAINT AS INDICATED ON ELEVATION.
6. REMOVE & DISPOSE OF EXISTING EXTERIOR LIGHT FIXTURES, ILLUMINATED SIGN & ALL WIRING BACK TO THE ELECTRICAL PANELS &

SAFE-OFF.
6.1. ALL ELECTRICAL WORK TO BE PERFORMED BY NYC LICENSED ELECTRICIAN.

7. REMOVE AND DISPOSE OF ALL DEBRIS.
8. ALL FLOORS TO BE LEFT BROOM CLEAN.

1. RELATED PLUMBING WORK FILED UNDER SEPARATE APPLICATION.
2. RELATED MECHANICAL WORK FILED UNDER SEPARATE APPLICATION.
3. RELATED PUBLIC ASSEMBLY PLAN TO BE FILED UNDER SEPARATE APPLICATION.
4. TEMPORARY CONSTRUCTION FENCE FILED UNDER SEPARATE APPLICATION.
5. FIRE SUPPRESSION ANSUL SYSTEM FILED WITH FDNY.
6. SIGNAGE TO BE FILED UNDER SEPARATE APPLICATION.

REMOVE & DISPOSE OF EXISTING WING WALL

REMOVE & DISPOSE OF EXISTING PARAPET CAP
REMOVE & DISPOSE OF EXISTING STANDING METAL
SEAM PANELING

REMOVE & DISPOSE OF EXISTING ILLUMINATED SIGNS

REMOVE & DISPOSE OF GRANITE BASE

REMOVE & DISPOSE OF EXISTING SIDEWALK CANOPY

REMOVE & DISPOSE OF EXISTING STOREFRONT
EXISTING LINTEL TO REMAIN UNDISTURBED

REMOVE & DISPOSE OF METAL PANELS

REMOVE & DISPOSE OF EXISTING WALL BELOW
STOREFRONT AS NEEDED TO RECEIVE NEW STOREFRONT

REMOVE & DISPOSE OF EXISTING YELLOW DECORATIVE BAND

REMOVE & DISPOSE OF
EXISTING STOREFRONT AT
ENTRY

REMOVE & DISPOSE OF EXISTING YELLOW DECORATIVE BAND

8'-9"
REMOVE & DISPOSE OF EXISTING

STANDING METAL SEAM PANEL

EXISTING STANDING METAL SEAM
PANEL TO REMAIN UNDISTURBED

REMOVE & DISPOSE OF EXISTING ILLUMINATED SIGNS

REMOVE & DISPOSE OF EXISTING STOREFRONT
EXISTING LINTEL TO REMAIN UNDISTURBED

REMOVE & DISPOSE OF EXISTING STANDING
METAL SEAM MANSARD ROOF

REMOVE & DISPOSE OF EXISTING
DECORATIVE BAND

REMOVE & DISPOSE OF EXISTING
STOREFRONT EXISTING LINTEL TO REMAIN

UNDISTURBED EXIST'G
DOOR
TO BE

PREPPED
FOR NEW

PAINT

REMOVE & DISPOSE OF EXISTING
STOREFRONT EXISTING LINTEL TO REMAIN

UNDISTURBED

REMOVE & DISPOSE OF EXISTING
STOREFRONT EXISTING LINTEL TO REMAIN

UNDISTURBEDREMOVE & DISPOSE
OF EXISTING

STOREFRONT
EXISTING LINTEL TO

REMAIN UNDISTURBED

REMOVE & DISPOSE OF EXISTING STANDING
METAL SEAM MANSARD ROOF

SOUTHWEST (DRIVE THRU) EXTERIOR DEMOLITION ELEVATION NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. REMOVE & DISPOSE OF EXISTING STANDING METAL SEAM MANSARD ROOF AS INDICATED ON ELEVATION.
3. REMOVE & DISPOSE OF EXISTING DECORATIVE BAND AS INDICATED ON ELEVATION.
4. REMOVE & DISPOSE OF EXISTING STOREFRONT AS INDICATED ON ELEVATION.

4.1. EXISTING LINTEL TO REMAIN UNDISTURBED
5. REMOVE & DISPOSE OF ALL EXISTING EXTERIOR LIGHT FIXTURES, ILLUMINATED SIGN & ALL WIRING BACK TO THE ELECTRICAL

PANELS & SAFE-OFF.
5.1. ALL ELECTRICAL WORK TO BE PERFORMED BY NYC LICENSED ELECTRICIAN.

6. REMOVE AND DISPOSE OF ALL DEBRIS.
7. ALL FLOORS TO BE LEFT BROOM CLEAN.

NORTHEAST (REAR ENTRANCE/DRIVE THRU) EXTERIOR DEMOLITION ELEVATION NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. REMOVE & DISPOSE OF EXISTING STANDING METAL SEAM MANSARD ROOF AS INDICATED ON ELEVATION.
3. REMOVE & DISPOSE OF EXISTING DECORATIVE BAND AS INDICATED ON ELEVATION.
4. REMOVE & DISPOSE OF EXISTING STOREFRONT AS INDICATED ON ELEVATION.

4.1. EXISTING LINTEL TO REMAIN UNDISTURBED
5. EXISTING DOOR TO BE PREPPED FOR NEW PAINT AS INDICATED ON ELEVATION.
6. REMOVE & DISPOSE OF ALL EXISTING EXTERIOR LIGHT FIXTURES, ILLUMINATED SIGN & ALL WIRING BACK TO THE ELECTRICAL

PANELS & SAFE-OFF.
6.1. ALL ELECTRICAL WORK TO BE PERFORMED BY NYC LICENSED ELECTRICIAN.

7. REMOVE AND DISPOSE OF ALL DEBRIS.
8. ALL FLOORS TO BE LEFT BROOM CLEAN.

NORTHWEST (REAR ENTRANCE/DRIVE THRU) EXTERIOR DEMOLITION ELEVATION NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. REMOVE & DISPOSE OF EXISTING STANDING METAL SEAM MANSARD ROOF AS INDICATED ON ELEVATION.
3. REMOVE & DISPOSE OF EXISTING DECORATIVE BAND AS INDICATED ON ELEVATION.
4. REMOVE & DISPOSE OF EXISTING STOREFRONT AS INDICATED ON ELEVATION.

4.1. EXISTING LINTEL TO REMAIN UNDISTURBED
5. REMOVE & DISPOSE OF ALL EXISTING EXTERIOR LIGHT FIXTURES, ILLUMINATED SIGN & ALL WIRING BACK TO THE ELECTRICAL

PANELS & SAFE-OFF.
5.1. ALL ELECTRICAL WORK TO BE PERFORMED BY NYC LICENSED ELECTRICIAN.

6. REMOVE AND DISPOSE OF ALL DEBRIS.
7. ALL FLOORS TO BE LEFT BROOM CLEAN.

REMOVE & DISPOSE OF EXISTING STANDING
METAL SEAM MANSARD ROOF

REMOVE & DISPOSE OF EXISTING PARAPET CAP

REMOVE & DISPOSE OF
EXISTING DECORATIVE BAND

REMOVE & DISPOSE OF
EXISTING DECORATIVE BAND

Date:  

                 Rudolf Govic
                  APPROVED

10/16/2023
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FIRST FLOOR CONSTRUCTION PLAN NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. PROVIDE NEW STOREFRONTS AND EXTERIOR DOORS AT FACADE AS INDICATED ON PLANS.

2.1. SEE WALL DETAILS & SECTIONS FOR COORDINATION.
2.2. AS PER 2020 ECCNYC TABLE C402.4 ALL NEW FIXED FENESTRATION SHALL BE PROVIDED WITH A MAXIMUM U-FACTOR OF 0.30

AND A MAXIMUM S.H.G.C. OF 0.36.
2.3. AS PER 2020 ECCNYC TABLE C402.4 ALL NEW ENTRANCE DOORS SHALL BE PROVIDED WITH A MAXIMUM U-FACTOR OF 0.77 AND

A MAXIMUM S.H.G.C. OF 0.36.
2.4. AS PER 2020 ECCNYC TABLE C402.4 ALL NEW OPERABLE FENESTRATION SHALL BE PROVIDED WITH A MAXIMUM U-FACTOR OF

0.45 AND A MAXIMUM S.H.G.C. OF 0.36.
3. PROVIDE NEW INTERIOR NON-LOAD BEARING PARTITIONS, FURRING, DOORS & FRAMES AS INDICATED ON PLANS.

3.1. COORDINATE WITH FINISH PLANS AND SCHEDULES.
4. PROVIDE NEW EXTERIOR FINISHES AT ALL FACADES AS INDICATED ON PLAN.

4.1. COORDINATE WITH EXTERIOR ELEVATIONS AND SCHEDULES.
5. COORDINATE NEW DOORS WITH DOOR & HARDWARE SCHEDULE.
6. REMOVE AND DISPOSE OF ALL DEBRIS.
7. ALL FLOORS TO BE LEFT BROOM CLEAN.

FIRST FLOOR CONSTRUCTION PLAN LEGEND:

EXISTING CONSTRUCTION TO REMAIN UNDISTURBED

DOB RELATED FILINGS:
1. RELATED PLUMBING WORK FILED UNDER SEPARATE APPLICATION.
2. RELATED MECHANICAL WORK FILED UNDER SEPARATE APPLICATION.
3. RELATED PUBLIC ASSEMBLY PLAN TO BE FILED UNDER SEPARATE APPLICATION.
4. TEMPORARY CONSTRUCTION FENCE FILED UNDER SEPARATE APPLICATION.
5. FIRE SUPPRESSION ANSUL SYSTEM FILED WITH FDNY.
6. SIGNAGE TO BE FILED UNDER SEPARATE APPLICATION.
7. BACKFLOW PREVENTION FILED AT DEP.

x WALL TAG

PROPOSED 2-HR DEMISING PARTITION

PROPOSED NON-RATED INTERIOR PARTITION

PROPOSED NON-RATED LOW WALL UNDER SERVICE COUNTER

PROPOSED NON-COMBUSTIBLE DRAFT CURTAIN MINIMUM 2'-0"
BELOW FINISHED CEILING AT KITCHEN

PARTIAL FIRST FLOOR CONSTRUCTION PLAN
SCALE: 1/4" = 1'-0"
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PROPOSED FURRING ON EXISTING PARTITION

EXISTING EATING AND DRINKING ESTABLISHMENT AS PER CO #215331:
USE GROUP: 6A
OCCUPANCY GROUP: F-4
NUMBER OF SEATS (PATRONS): 86
NUMBER OF STANDEES (PATRONS): 10
NUMBER OF STANDEES (EMPLOYEES): 10
TOTAL NUMBER OF PERSONS AT EATING & DRINKING ESTABLISHMENT: 106

NOTE: MAXIMUM PERMITTED NUMBER OF PERSONS AT EXISTING EATING AND DRINKING ESTABLISHMENT AS PER CO #215331 = 206
106 < 206 THEREFORE, OK

TOTAL PLUMBING FIXTURES PROVIDED:
MALE: (1) WATER CLOSET & (1) LAVATORY
FEMALE: (1) WATER CLOSET & (1) LAVATORY
SERVICE SINKS: 1

PLUMBING FIXTURE REQUIREMENTS FOR RESTAURANT:
OCCUPANCY: F-4
NUMBER OF PERSONS AT FIRST FLOOR: 106

TOTAL NUMBER OF PERSONS AT RESTAURANT: 106

REQUIRED FIXTURES AS PER TABLE 403.1:
106 / 2 = 53 PERSONS FOR EACH SEX
WATER CLOSETS REQUIRED FOR MEN AND WOMEN 1 PER 75 PERSONS
1 WATER CLOSET REQUIRED FOR EACH SEX.

LAVATORIES REQUIRED FOR MEN AND WOMEN 1 PER 200
1 LAVATORY REQUIRED FOR EACH SEX.

SERVICE SINK: 1 SERVICE SINK REQUIRED

AS PER 2022 PLUMBING CODE 410.3:  WHERE WATER IS SERVED IN RESTAURANTS,
DRINKING FOUNTAINS SHALL NOT BE REQUIRED.

PROPOSED TRAVEL DISTANCES

PARTIAL CELLAR CONSTRUCTION PLAN
SCALE: 1/4" = 1'-0"N
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ROOF CONSTRUCTION PLAN
SCALE: 1/4" = 1'-0"
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8'-9" TOWER/EXISTING PARAPET
WALL TO BE BUILT UP

46'-3 1
2 " NEW SOLID CANOPY ABOVE STOREFRONT

17'-4" TOWER/EXISTING PARAPET WALL TO BE BUILT UP

4"

4"

10'-1" NEW SOLID CANOPY

ROOF CONSTRUCTION PLAN NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. CLOSE EXISTING ROOF OPENINGS WITH NEW METAL DECK TO MATCH EXISTING AS INDICATED ON PLAN.
3. PROVIDE NEW RUBBER ROOF OVER EXISTING ROOFING.

3.1. SEE ROOFING DETAILS FOR COORDINATION.
4. PROVIDE NEW METAL FRAMED WALLS ON TOP OF EXISTING MASONRY PARAPET WALLS AS INDICATED ON PLAN.

4.1. COORDINATE WITH FINISH PLANS AND SCHEDULES.
4.2. PROVIDE NEW RED LIGHT BAND AT BURGER KING PARAPET WALLS AS INDICATED ON PLAN.

5. PROVIDE NEW EXTERIOR FINISHES AT ALL FACADES AS INDICATED ON PLAN.
5.1. COORDINATE WITH EXTERIOR ELEVATIONS AND SCHEDULES.

6. PROVIDE NEW CANOPIES BELOW AT DRIVE THRUS & ENTRIES AS INDICATED ON PLAN.
6.1. COORDINATE WITH FIRST FLOOR CONSTRUCTION PLAN & EXTERIOR ELEVATIONS .

7. RELOCATE EXISTING STEEL DUNNAGE AS NEEDED TO ACCOMODATE NEW RTU'S.
8. PROVIDE MINIMUM 6'-0" WIDE x 9'-0" WIDE FDNY ACCESS AISLE AS INDICATED ON PLAN.
9. COORDINATE WITH MECHANICAL AND PLUMBING WORK PLANS FILED UNDER SEPARATE APPLICATION.
10. REMOVE AND DISPOSE OF ALL DEBRIS.
11. ALL FLOORS TO BE LEFT BROOM CLEAN.

ROOF CONSTRUCTION PLAN LEGEND:

DOB RELATED FILINGS:

EXISTING PARAPET TO REMAIN UNDISTURBED

PROPOSED MINIMUM 6'-0" WIDE x9'-0" HIGH FDNY ACCESS AISLE

PROPOSED METAL FRAMED WALL ON EXISTING MASONRY PARAPET

PROPOSED RED LIGHT BAND (BURGER KING) AT NEW METAL FRAMED WALL ON EXISTING MASONRY PARAPET

1. RELATED PLUMBING WORK FILED UNDER SEPARATE APPLICATION.
2. RELATED MECHANICAL WORK FILED UNDER SEPARATE APPLICATION.
3. RELATED PUBLIC ASSEMBLY PLAN TO BE FILED UNDER SEPARATE APPLICATION.
4. TEMPORARY CONSTRUCTION FENCE FILED UNDER SEPARATE APPLICATION.
5. FIRE SUPPRESSION ANSUL SYSTEM FILED WITH FDNY.
6. SIGNAGE TO BE FILED UNDER SEPARATE APPLICATION.
7. BACKFLOW PREVENTION FILED AT DEP.
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PROPOSED SOUTHEAST (SIDE) EXTERIOR ELEVATION ALONG GREENE AVENUE
SCALE: 1/4" = 1'-0"
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SOUTHWEST (DRIVE THRU) EXTERIOR CONSTRUCTION ELEVATION
SCALE: 1/4" = 1'-0"

SOUTH (FRONT) EXTERIOR CONSTRUCTION ELEVATION ALONG MYRTLE AVENUE NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. PROVIDE NEW METAL FRAMED EXTERIOR PARAPET WALLS ON TOP OF EXISTING PARAPET WALLS AS INDICATED ON ELEVATIONS.

2.1. COORDINATE WITH ROOF CONSTRUCTION PLAN & SECTIONS.
3. PROVIDE NEW STOREFRONTS AND EXTERIOR DOORS AT FACADE AS INDICATED ON ELEVATION.

3.1. SEE STOREFRONT DETAILS FOR COORDINATION.
3.1.1. STOREFRONTS TO BE CLEAR ANODIZED ALUMINUM.

3.2. AS PER 2020 ECCNYC TABLE C402.4 ALL NEW FIXED FENESTRATION SHALL BE PROVIDED WITH A MAXIMUM U-FACTOR OF 0.30
AND A MAXIMUM S.H.G.C. OF 0.36.

3.3. AS PER 2020 ECCNYC TABLE C402.4 ALL NEW ENTRANCES SHALL BE PROVIDED WITH A MAXIMUM U-FACTOR OF 0.77 AND A
MAXIMUM S.H.G.C. OF 0.36.

3.4. AS PER 2020 ECCNYC TABLE C402.4 ALL NEW OPERABLE FENESTRATION SHALL BE PROVIDED WITH A MAXIMUM U-FACTOR OF
0.45 AND A MAXIMUM S.H.G.C. OF 0.36.

4. PROVIDE NEW EXTERIOR FINISHES AT ALL FACADES AS INDICATED ON ELEVATION.
4.1. COORDINATE WITH EXTERIOR FINISH SCHEDULES.

5. PROVIDE NEW CLOSED METAL CANOPY OVER STOREFRONT AS INDICATED ON ELEVATION.
6. NEW SIGNAGE TO BE FILED UNDER SEPARATE APPLICATION.
7. REMOVE AND DISPOSE OF ALL DEBRIS.
8. ALL FLOORS TO BE LEFT BROOM CLEAN.

CONSTRUCTION ELEVATION LEGEND:

EXISTING CONSTRUCTION TO REMAIN UNDISTURBED

DOB RELATED FILINGS:

SOUTHEAST (SIDE) EXTERIOR CONSTRUCTION ELEVATION ALONG GREENE AVENUE NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. PROVIDE NEW METAL FRAMED EXTERIOR PARAPET WALLS ON TOP OF EXISTING PARAPET WALLS AS INDICATED ON ELEVATIONS.

2.1. COORDINATE WITH ROOF CONSTRUCTION PLAN & SECTIONS.
3. PROVIDE NEW RED LIGHTBAND ON EXISTING PARAPET WALL AS INDICATED ON ELEVATION.
4. PROVIDE NEW EXTERIOR FINISHES AT ALL FACADES AS INDICATED ON ELEVATION.

4.1. COORDINATE WITH EXTERIOR FINISH SCHEDULES.
5. PAINT EXISTING DOOR & FRAME.
6. NEW SIGNAGE TO BE FILED UNDER SEPARATE APPLICATION.
7. REMOVE AND DISPOSE OF ALL DEBRIS.
8. ALL FLOORS TO BE LEFT BROOM CLEAN.

1. RELATED PLUMBING WORK FILED UNDER SEPARATE APPLICATION.
2. RELATED MECHANICAL WORK FILED UNDER SEPARATE APPLICATION.
3. RELATED PUBLIC ASSEMBLY PLAN TO BE FILED UNDER SEPARATE APPLICATION.
4. TEMPORARY CONSTRUCTION FENCE FILED UNDER SEPARATE APPLICATION.
5. FIRE SUPPRESSION ANSUL SYSTEM FILED WITH FDNY.
6. SIGNAGE TO BE FILED UNDER SEPARATE APPLICATION.

SOUTHWEST (DRIVE THRU) EXTERIOR CONSTRUCTION ELEVATION NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. PROVIDE NEW EXTERIOR FINISHES AT ALL FACADES AS INDICATED ON ELEVATION.

2.1. COORDINATE WITH EXTERIOR FINISH SCHEDULES.
3. PROVIDE NEW STOREFRONTS AND EXTERIOR DOORS AT FACADE AS INDICATED ON ELEVATION.

3.1. SEE STOREFRONT DETAILS FOR COORDINATION.
3.1.1. STOREFRONTS TO BE CLEAR ANODIZED ALUMINUM.

3.2. AS PER 2020 ECCNYC TABLE C402.4 ALL NEW FIXED FENESTRATION SHALL BE PROVIDED WITH A MAXIMUM U-FACTOR OF 0.30
AND A MAXIMUM S.H.G.C. OF 0.36.

3.3. AS PER 2020 ECCNYC TABLE C402.4 ALL NEW OPERABLE FENESTRATION SHALL BE PROVIDED WITH A MAXIMUM U-FACTOR OF
0.45 AND A MAXIMUM S.H.G.C. OF 0.36.

4. PROVIDE NEW CLOSED METAL CANOPY OVER STOREFRONT AS INDICATED ON ELEVATION.
5. REMOVE AND DISPOSE OF ALL DEBRIS.
6. ALL FLOORS TO BE LEFT BROOM CLEAN.

NORTHEAST (REAR ENTRANCE/DRIVE THRU) EXTERIOR CONSTRUCTION ELEVATION NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. PROVIDE NEW EXTERIOR FINISHES AT ALL FACADES AS INDICATED ON ELEVATION.

2.1. COORDINATE WITH EXTERIOR FINISH SCHEDULES.
3. PROVIDE NEW STOREFRONTS AND EXTERIOR DOORS AT FACADE AS INDICATED ON ELEVATION.

3.1. SEE STOREFRONT DETAILS FOR COORDINATION.
3.1.1. STOREFRONTS TO BE CLEAR ANODIZED ALUMINUM.

3.2. AS PER 2020 ECCNYC TABLE C402.4 ALL NEW FIXED FENESTRATION SHALL BE PROVIDED WITH A MAXIMUM U-FACTOR OF 0.30
AND A MAXIMUM S.H.G.C. OF 0.36.

5. PAINT EXISTING DOOR & FRAME.
6. REMOVE AND DISPOSE OF ALL DEBRIS.
7. ALL FLOORS TO BE LEFT BROOM CLEAN.

NORTHWEST (REAR ENTRANCE/DRIVE THRU) EXTERIOR CONSTRUCTION ELEVATION NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. PROVIDE NEW STOREFRONTS AND EXTERIOR DOORS AT FACADE AS INDICATED ON ELEVATION.

2.1. SEE STOREFRONT DETAILS FOR COORDINATION.
2.1.1. STOREFRONTS TO BE CLEAR ANODIZED ALUMINUM.

2.2. AS PER 2020 ECCNYC TABLE C402.4 ALL NEW FIXED FENESTRATION SHALL BE PROVIDED WITH A MAXIMUM U-FACTOR OF 0.30
AND A MAXIMUM S.H.G.C. OF 0.36.

2.3. AS PER 2020 ECCNYC TABLE C402.4 ALL NEW ENTRANCES SHALL BE PROVIDED WITH A MAXIMUM U-FACTOR OF 0.77 AND A
MAXIMUM S.H.G.C. OF 0.36.

2.4. AS PER 2020 ECCNYC TABLE C402.4 ALL NEW OPERABLE FENESTRATION SHALL BE PROVIDED WITH A MAXIMUM U-FACTOR OF
0.45 AND A MAXIMUM S.H.G.C. OF 0.36.

3. PROVIDE NEW EXTERIOR FINISHES AT ALL FACADES AS INDICATED ON ELEVATION.
3.1. COORDINATE WITH EXTERIOR FINISH SCHEDULES.

4. PROVIDE NEW CLOSED METAL CANOPY OVER STOREFRONT AS INDICATED ON ELEVATION.
4.1. NEW SIGNAGE TO BE FILED UNDER SEPARATE APPLICATION.

5. REMOVE AND DISPOSE OF ALL DEBRIS.
6. ALL FLOORS TO BE LEFT BROOM CLEAN.
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FIRST FLOOR EQUIPMENT PLAN NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. PROVIDE NEW FURNITURE AND DECOR PACKAGE THROUGHOUT DINING ROOM AS PER BURGER KING DECOR PACKAGE.
3. PROVIDE NEW KITCHEN EQUIPMENT AS PER BURGER KING EQUIPMENT PACKAGE.

3.1. SEE EQUIPMENT SCHEDULE ON A-006.
3.2. WALK IN COOLER AND WALK IN FREEZER TO BE SITE ASSEMBLED.

4. REMOVE AND DISPOSE OF ALL DEBRIS.
5. ALL FLOORS TO BE LEFT BROOM CLEAN.

DOB RELATED FILINGS:

E1

S1

FIRST FLOOR EQUIPMENT PLAN LEGEND:

STANDEE (EMPLOYEE) 21"x22"

STANDEE (PATRON) 21"x22"

MINIMUM 30"x42" HANDICAP SEATING
CHAIRS AT HC SEATING TO BE MOVABLE

1. RELATED PLUMBING WORK FILED UNDER SEPARATE APPLICATION.
2. RELATED MECHANICAL WORK FILED UNDER SEPARATE APPLICATION.
3. RELATED PUBLIC ASSEMBLY PLAN TO BE FILED UNDER SEPARATE APPLICATION.
4. TEMPORARY CONSTRUCTION FENCE FILED UNDER SEPARATE APPLICATION.
5. FIRE SUPPRESSION ANSUL SYSTEM FILED WITH FDNY.
6. SIGNAGE TO BE FILED UNDER SEPARATE APPLICATION.
7. BACKFLOW PREVENTION FILED AT DEP.

FIRST FLOOR EQUIPMENT PLAN
SCALE: 1/4" = 1'-0"N
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KITCHEN EQUIPMENT
SCHEDULE

24

GENERAL CONTRACTOR NOTES 

ALL PORTIONS OF WORK SHALL BE DONE IN ACCORDANCE WITH N. S. F. STANDARDS, 
APPLICABLE LOCAL, STATE AND NATIONAL CODES, ORDINANCES AND STANDARDS.

2

NOTIFY H&K's PROJECT MANAGER IMMEDIATELY IF COMPLIANCE WITH A LOCAL,
STATE OR NATIONAL CODE IS IN CONFLICT WITH THESE DRAWINGS.

3

NOTIFY H&K's PROJECT MANAGER IMMEDIATELY IF THESE DRAWINGS DIFFER FROM
THE ARCHITECTURAL BUILDING DRAWINGS.

4

G. C. TO VERIFY THE REQUIREMENTS FOR ITEMS NOT PROVIDED BY H&K.5
ITEMS MAY BE LISTED IN THE EQUIPMENT SCHEDULE BUT NOT SHOWN ON THE6
DRAWING.
H&K's DRAWINGS INCLUDE ONLY THOSE REQUIREMENTS FOR SPECIFIC KITCHEN7
EQUIPMENT PROVIDED BY H&K.  REFER TO THE ARCHITECTURAL BUILDING
DRAWINGS FOR LOCATIONS OF OTHER REQUIREMENTS.  H&K's ASSUMES NO

G. C. TO SET REMOTE CONDENSING UNIT(S) ON THE BUILDING ROOF.  REFER TO 8

G. C. TO PROVIDE AND INSTALL EQUIPMENT STANDS AND PITCH PANS FOR 9
BUILDING ROOF MOUNTED CONDENSING UNIT(S).
G. C. SHALL PROVIDE FOR ACCESS FOR THE EQUIPMENT TRUCK TO WITHIN10
10' (3m) OF THE BUILDING DOOR(S) PRIOR TO THE ARRIVAL OF THE EQUIPMENT 
TRUCK AT THE RESTAURANT.
"BY OWNER" SUPPLIED EQUIPMENT WILL BE LISTED IN THE EQUIPMENT SCHEDULE11
ON SHEET 1.

ALL EQUIPMENT SHALL BEAR THE N. S. F. SEAL.

RESPONSIBILITY FOR EQUIPMENT SUPPLIED BY OTHERS OR EXISTING.
(VERIFY BY RESPECTIVE TRADES).

MASTER DRAWINGS FOR DETAILS.

UTILITY AMOUNTS ARE ACTUAL MAXIMUM OPERATING AMOUNTS FOR EQUIPMENT.12
ALLOW FOR OVERAGE WHEN SIZING PANEL BOX.
ALL DIMENSIONS ARE FROM FINISHED WALLS, COLUMN CENTERLINES AND FINISHED13
FLOOR.  DIMENSIONS ABOVE FINISHED FLOOR TO CENTERLINE OF ROUGH-IN.
ALL UTILITY MATERIALS NECESSARY TO PERFORM COMPLETE CONNECTION OF14
EQUIPMENT WILL BE DONE BY ELECTRICAL, PLUMBING OR MECHANICAL CONTRACTOR.
ALL DRAWINGS PREPARED BY H&K ARE THE PROPERTY OF H&K.  REPRODUCTION,15
DISTRIBUTION OR ALTERATION WITHOUT WRITTEN AUTHORIZATION FROM H&K IS
PROHIBITED.

DISCLAIMER
IMPORTANT NOTICE: TO ALL CONTRACTORS AND TRADES

THESE DRAWINGS HAVE BEEN PREPARED BY H&K INTERNATIONAL AT THE
REQUEST OF THE OWNER. THE INFORMATION PROVIDED MAY BE TIME
SENSITIVE AND IS SUBJECT TO CHANGE AS REVISIONS TO THE EQUIPMENT
LISTING MAY HAVE OCCURRED AFTER THE RELEASE OF THIS DRAWING.

PLEASE VERIFY WITH THE OWNER THAT THE DRAWING PROVIDED REFLECTS THE
MOST CURRENT INFORMATION AVAILABLE. ALSO REQUEST A LIST OF ALL OWNER
SUPPLIED EQUIPMENT AND EQUIPMENT SUPPLIED BY 'OTHERS' WITH DETAILS
AND SPECIFICATIONS THAT APPLY TO THIS EQUIPMENT.

H&K INTERNATIONAL DOES NOT ASSUME RESPONSIBILITY FOR EQUIPMENT
SUPPLIED BY OTHER PARTIES.

H&K INTERNATIONAL 103014

EQUIPMENT SCHEDULES
ITEM# QTY DESCRIPTION MANUFACTURER MODELNO.
02A.01 1 TWO TIER UNDER COUNTER SHELVING INTERMETRO 1830NK3
02A.02 4 TWO TIER UNDER COUNTER SHELVING INTERMETRO 1836NK3
04.29 1 BK BEVERAGE COUNTER H&K 52353
11.01 1 SODA SYSTEM, DROP IN 8V W/ICE LANCER CORP. 85-2378T-124
11.02 2 CARBONATOR LANCER CORP. 85-1923-00
11.05 1 STAND 25X25 FOR 8-V MACHINE LANCER CORP. LAN-840058-BK (LAN-84-1005)
14.08 1 BASE CABINET, 3-BRL FBD 12-2516-0003
14.25 1 FROZEN BEVERAGE DISPENSER 773 FBD 773-611-4001
15.05 1 SHAKE & SOFT SERVE TAYLOR C632-D
16.06 1 ICE BIN, 600 LB CAPACITY HOSHIZAKI B-800SF
16A.01 1 CUBER 738LB CAPACITY AIR COOLED (1PH)HOSHIZAKI KM-901MAJ-1
17.00 1 COFFEE/TEA BREWER BUNN ITCB
17B.00 4 TEA DISPENSER BUNN TDO-N-3.5
21.04A 1 FRONT PREP TABLE "A" (60") 8-PAN H&K 52616-11A
21.85 1 BK MIDDLE PREP TABLE (BUN RACK) H&K 52332-10
21.86 1 BK REAR PREP TABLE (REFRIG UNDERCOUNTER)H&K 52289-10
21.87 1 BK MOBILE TOASTER TABLE 20IN H&K 52290-10
21C.32 1 BK EXPEDITER STATION H&K 52622
21C.58 1 BEVERAGE REFRIGERATOR - SLIM LINE H&K 52614-3
23.37 1 BROILER HOOD ISLAND 50IN GAYLORD GYL-C-12572
24.00 1 BROILER DUKE FBB-NO-120
25.24 1 HALF SOLID DOOR FREEZER TURBO AIR M3F24-1-N
26.09 1 BK MEAT FREEZER 44" H&K 52472-2
30.29 1 FRY DUMP STATION, UNIVERSAL ECONO LINEH&K 52399-8E
30.29A 1 ELECTRICAL CHASE FOR FRY STATION H&K 52399-4E.16A
31.05 2 SINGLE FRYER PITCO SSH55

EQUIPMENT SCHEDULES
ITEM# QTY DESCRIPTION MANUFACTURER MODELNO.
31.06 2 SINGLE FRYER PITCO SSH60W
32.06 1 BK FRY FREEZER W/FRY BASKET HOLDER H&K 52474-2
32C.03 1 UNDERCOUNTER REFRIG SILVER KING SK-RS/SUS10
33.22 1 9'-0" FRYER/OVEN HOOD FREE STANDING H&K 52571-1-ANS
36.02 1 COMBI OVEN STEAMER ELECTRIC BLODGETT BLCT-6E
38.07 1 30X24 IN MOBILE WORK TABLE H&K 52157-1
40.00 1 WALK-IN COOLER/FREEZER BY OWNER -
41.01 2 18Wx48L WIRE SHELF 4 TIER INTERMETRO INM-1848NK3
41.05 1 24Wx48L WIRE SHELF 4 TIER INTERMETRO INM-2448NK3
41.09 2 18Wx60L WIRE SHELF 4 TIER INTERMETRO INM-1860NK3
41.11 3 DUNNAGE RACK 18x30 INTERMETRO HP32K3
41.13 4 DUNNAGE RACK 18x48 INTERMETRO HP35K3
42.01 12 18Wx48L WIRE SHELF 4 TIER DRY STORAGEINTERMETRO INM-1848NK3
43.03 1 SHELVING SMART WALL INTERMETRO BKSWP8446DBL
50.03 1 MICROWAVE OVEN PANASONIC NE1757
51.15 1 PHU - 2X4 PRINCE CASTLE PCC-EHB24A
51.26 2 PHU - 3X4 PRINCE CASTLE PCC-EHB34A-2
52.00 1 EGG COOKER ROUND UP ES-1200
53.13 2 REFRIG. UNDERCOUNTER TURBO AIR MUR-28-N
55.00 2 VERTICAL TOASTER PRINCE CASTLE DCFT
60.10 1 BK 3-COMPARTMENT SINK W/DRAIN BOARD 80"H&K 52066-1
62.01 2 HAND SINK, WALL MOUNT ADVANCE TABCO 7-BK-01-X
64B.00 1 SABER KING MULTI-SLICER FRAME PRINCE CASTLE PCC-980-000-00
64B.03 1 3/16" ONION BLADE/PUSHER HEAD PRINCE CASTLE PCC-980-000-20A
73.01 1 WATER FILTER SELECTO SEL-80-6202

Date:  

                 Rudolf Govic
                  APPROVED

10/16/2023
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M. JUST ARCHITECTURE, PC SHALL ONLY IDENTIFY ALL
REQUIRED SPECIAL & PROGRESS INSPECTIONS AS THE
DESIGN APPLICANT.

THE OWNER MUST RETAIN A CERTIFIED SPECIAL
INSPECTION AGENCY PRIOR TO THE ISSUANCE OF A
WORK PERMIT FOR ALL OF THE REQUIRED SPECIAL &
PROGRESS INSPECTION ITEMS.
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FIRST FLOOR
REFLECTED CEILING
PLAN

25

FIRST FLOOR REFLECTED CEILING PLAN NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. PROVIDE NEW DROPPED GWB SOFFITS OVER SERVICE COUNTER TO HEIGHTS AS INDICATED ON PLAN.
3. PROVIDE NEW NON-COMBUSTIBLE DRAFT CURTAIN AT KITCHEN OPENING BEHIND SERVICE COUNTERS AT MINIMUM 6'-8" AFF AS

INDICATED ON PLAN.
3.1. BOTTOM OF DRAFT CURTAIN TO BE MINIMUM 24" BELOW FINISHED CEILING AT KITCHEN AS PER THE REQUIREMENT OF THE

CODE.
4. PROVIDE NEW FINISHED GWB AND ACT CEILINGS TO HEIGHTS INDICATED ON PLAN.

4.1. SEE ACT CEILING SCHEDULE ON A-008.
5. PROVIDE NEW INTERIOR LIGHT FIXTURES AS INDICATED ON PLAN.

5.1. AS PER THE 2020 ECCNYC - PROVIDE NEW OCCUPANCY SENSORS AT BOTH RESTROOMS AS INDICATED ON PLAN.
5.2. AS PER THE 2020 ECCNYC - PROVIDE NEW INTERIOR LIGHTING CONTROLS.

6. PROVIDE NEW EXTERIOR LIGHTING AS INDICATED ON PLAN.
6.1. AS PER THE 2020 ECCNYC - PROVIDE NEW EXTERIOR LIGHTING CONTROLS.

7. COORDINATE WITH LIGHTING FIXTURE SCHEDULE ON A-008, A-009 & ELECTRIC LIGHTING POWER PLANS.
8. SEE INTERIOR AND EXTERIOR LIGHTING POWER ALLOWANCE CALCULATIONS AS PER 2020 ECCNYC ON A-008.
9. REMOVE AND DISPOSE OF ALL DEBRIS.
10. ALL FLOORS TO BE LEFT BROOM CLEAN.

FIRST FLOOR REFLECTED CEILING PLAN LEGEND:

DOB RELATED FILINGS:

N PARTIAL FIRST FLOOR REFLECTED CEILING PLAN
SCALE: 1/4" = 1'-0"

1. RELATED TEMPORARY WOOD CONSTRUCTION FENCE FILED UNDER SEPARATE APPLICATION.
2. PUBLIC ASSEMBLY FILED UNDER SEPARATE APPLICATION.
3. RELATED PUBLIC ASSEMBLY PLAN TO BE FILED UNDER SEPARATE APPLICATION.
4. RELATED MECHANICAL WORK FILED UNDER SEPARATE APPLICATION.
5. RELATED PLUMBING WORK FILED UNDER SEPARATE APPLICATION.
6. RELATED FIRE SUPPRESSION SYSTEMS FILED UNDER SEPARATE APPLICATION.
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C1-C LED METAL WALL MOUNTED PENDANT (COPPER)

6" DIAMETER LED RECESSED DOWNLIGHT (BRUSHED NICKEL)

6" DIAMETER LED RECESSED DOWNLIGHT WALL WASHER (BRUSHED NICKEL)

CLOSED CANOPY ABOVE DRIVETHRU

CLOSED CANOPY ABOVE STOREFRONT

GC TO PROVIDE EXTRA BLOCKING IN
CEILING FOR DECOR CEILING WHOPPER

WITH LED LIGHT STRIP
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New York Alteration Warning Statement:
IT IS A VIOLATION OF NEW YORK REGULATION 69.5(b)
FOR ANY PERSON, UNLESS ACTING UNDER THE
DIRECTION OF A LICENSED ARCHITECT, TO ALTER AN
ITEM IN ANY WAY WITHOUT AFFIXING TO THE ITEM HIS
SEAL AND THE NOTIFICATION "ALTERED BY", FOLLOWED
BY A SIGNATURE, DATE OF SUCH ALTERATION AND A
SPECIFIC DESCRIPTION OF THE ALTERATION

Special & Progress Inspections:
M. JUST ARCHITECTURE, PC SHALL ONLY IDENTIFY ALL
REQUIRED SPECIAL & PROGRESS INSPECTIONS AS THE
DESIGN APPLICANT.

THE OWNER MUST RETAIN A CERTIFIED SPECIAL
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WORK PERMIT FOR ALL OF THE REQUIRED SPECIAL &
PROGRESS INSPECTION ITEMS.
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INTERIOR LIGHTING SCHEDULE:
TAG MANUFACTURER MODEL # DESCRIPTION WATTAGE NUMBER OF

FIXTURES
VENDOR INFO

A

6" DIAMETER RECESSED DOWNLIGHT
LED
COLOR: WHITE

11 WATTS 17

C-R NAUTICAL METAL PENDANTS (RED) METAL PENDANTS - LED EDISON
COLOR: RED
3000K

10 WATTS 4 NAUTICAL FURNISHINGS
MICHAEL HOGLUND
(O) 954-771-1100
mhoglund@nauticalfurnishings.com

D NAUTICAL NP-P20 TUBULAR PENDANT TUBULAR PENDANT LIGHT - LED
3000K

50 WATTS 8

EX EWCU2 EMERGENCY LIGHT - LED 1 WATT HERMITAGE - WYATT CULVER
(O) 615-843-3379, (O) 615-585-5727
wculver@gohermitage.com

EMX ENERGYWISE EWCCR ILLUMINATED EXIT SIGN WITH
EMERGENCY LIGHTS

4 WATTS HERMITAGE - WYATT CULVER
(O) 615-843-3379, (O) 615-585-5727
wculver@gohermitage.com

COMMENTS

C6w

CEILING WHOPPER
LEED ELEMENT

NAUTICAL LLS-C SERIES AS3535-2500
TRANSFORMER: EM600S24DC

STANDARD CEILING WHOPPER LEED
STRIP CHANNELS (15'-0"x18'-0 18")
3000K

19.5 WATTS
600 WATTS
MAX.

1

NAUTICAL FURNISHINGS
MICHAEL HOGLUND
(O) 954-771-1100
mhoglund@nauticalfurnishings.com

ENERGYWISE

NAUTICAL FURNISHINGS
MICHAEL HOGLUND
(O) 954-771-1100
mhoglund@nauticalfurnishings.com

EXTERIOR LIGHTING SCHEDULE:
TAG MANUFACTURER MODEL # DESCRIPTION WATTAGE NUMBER OF

FIXTURES
VENDOR INFO

ELT-01 10

COMMENTS

4" DIAMETER RECESSED DOWNLIGHT
LED, PAINTED

TOTAL
WATTAGE

TOTAL PROPOSED INTERIOR LIGHTING POWER = 3472.30 WATTS

TOTAL PROPOSED EXTERIOR LIGHTING POWER = 195.00 WATTS

TOTAL
WATTAGE

187 WATTS

40 WATTS

400 WATTS

DOES NOT COUNT IN TOTAL
INTERIOR LIGHTING POWER
ALLOWANCE (MAXIMUM 5 WATTS
PER SIDE FOR ILLUMINATED EXIT
SIGNS)

600 WATTS

INTERIOR LIGHTING POWER ALLOWANCES - BUILDING AREA METHOD:
AS PER THE 2020 ECCNYC TABLE C405.3.2(1) - MAXIMUM INTERIOR LIGHTING POWER:
· DINING - FAST FOOD - NOT TO EXCEED 0.66 WATTS PER SF.

TOTAL PROPOSED FLOOR AREA = 4688.96 SF x 0.66 WATTS/SF = 3094.71 WATTS

TOTAL PERMITTED INTERIOR LIGHTING POWER NOT TO EXCEED 3094.71 WATTS

TOTAL PROPOSED INTERIOR LIGHTING POWER (SEE SCHEDULE ON THIS SHEET) = 2900.00 WATTS < 3094.71 WATTS - OKAY

EXTERIOR LIGHTING POWER ALLOWANCE:
AS PER THE 2020 ECCNYC TABLE C405.4.2(1):
· LIGHTING ZONE 2.

AS PER THE 2020 ECCNYC TABLE C405.4.2(2) LIGHTING ZONE 2:
· BASE ALLOWANCE = 400 WATTS

PROPOSED EXTERIOR LIGHTING POWER = 195.00 WATTS
195 WATTS < 400 WATTS  OK

19.5 WATTS 195.00 WATTS

4" EVO LED DOWNLIGHT, RECESSED, PAINTED

GOTHAM EVO4 40/20 4AR LD MD MVOLT EZ1 TRW

I CREE C-TR-FP24-50L-340K-WH 2'x4' LED FLAT PANEL
COLOR: WHITE
4000K

42 WATTS 24

K 37 WATTSC-TR-FP22-45L-40K-WH

1008 WATTS

185 WATTS5

C1-C

D6n

C6n

NAUTICAL METAL PENDANTS (COPPER)
LED EDISON

10 WATTS 4 NAUTICAL FURNISHINGS
MICHAEL HOGLUND
(O) 954-771-1100
mhoglund@nauticalfurnishings.com

40 WATTS

JUNO 65BE C5SE SWW51 6" DIAMETER BRUSHED NICKEL
RECESSED DOWNLIGHT
3000K

11 WATTS 38 JUNO/ACUITY BRANDS
STEVE FRIEDMAN
847-830-1444
steve.friedman@cree.com

418 WATTS TO BE USED WITH ACOUSTICAL  (ACT-1RY)
CEILING TILE

JUNO SP34505-930-6-WWH JUNO/ACUITY BRANDS
STEVE FRIEDMAN
847-830-1444
steve.friedman@cree.com

TO BE USED IN DRYWALL CEILINGS

JUNO JUNO/ACUITY BRANDS
STEVE FRIEDMAN
847-830-1444
steve.friedman@cree.com

6GI BN LED 90 CR 6" DIAMETER BRUSHED NICKEL
RECESSED DOWNLIGHT WALL WASH
3000K

11 WATTS 2 22 WATTS TO BE USED WITH ACOUSTICAL  (ACT-1RY)
CEILING TILE

2'x2' LED FLAT PANEL
COLOR: WHITE
4000K

CREE
ELVIR SULJIC
262-884-3332
esuljic@creelighting.com

CREE
ELVIR SULJIC
262-884-3332
esuljic@creelighting.com

CREE
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New York Alteration Warning Statement:
IT IS A VIOLATION OF NEW YORK REGULATION 69.5(b)
FOR ANY PERSON, UNLESS ACTING UNDER THE
DIRECTION OF A LICENSED ARCHITECT, TO ALTER AN
ITEM IN ANY WAY WITHOUT AFFIXING TO THE ITEM HIS
SEAL AND THE NOTIFICATION "ALTERED BY", FOLLOWED
BY A SIGNATURE, DATE OF SUCH ALTERATION AND A
SPECIFIC DESCRIPTION OF THE ALTERATION

Special & Progress Inspections:
M. JUST ARCHITECTURE, PC SHALL ONLY IDENTIFY ALL
REQUIRED SPECIAL & PROGRESS INSPECTIONS AS THE
DESIGN APPLICANT.

THE OWNER MUST RETAIN A CERTIFIED SPECIAL
INSPECTION AGENCY PRIOR TO THE ISSUANCE OF A
WORK PERMIT FOR ALL OF THE REQUIRED SPECIAL &
PROGRESS INSPECTION ITEMS.
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SCHEDULE
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New York Alteration Warning Statement:
IT IS A VIOLATION OF NEW YORK REGULATION 69.5(b)
FOR ANY PERSON, UNLESS ACTING UNDER THE
DIRECTION OF A LICENSED ARCHITECT, TO ALTER AN
ITEM IN ANY WAY WITHOUT AFFIXING TO THE ITEM HIS
SEAL AND THE NOTIFICATION "ALTERED BY", FOLLOWED
BY A SIGNATURE, DATE OF SUCH ALTERATION AND A
SPECIFIC DESCRIPTION OF THE ALTERATION

Special & Progress Inspections:
M. JUST ARCHITECTURE, PC SHALL ONLY IDENTIFY ALL
REQUIRED SPECIAL & PROGRESS INSPECTIONS AS THE
DESIGN APPLICANT.

THE OWNER MUST RETAIN A CERTIFIED SPECIAL
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PROGRESS INSPECTION ITEMS.
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FIRST FLOOR FLOOR FINISH PLAN NOTES:

1. ALL CONDITIONS ARE EXISTING TO REMAIN UNDISTURBED UNLESS OTHERWISE NOTED.
2. PROVIDE NEW FLOOR TILE FINISHES AS INDICATED ON PLAN & SCHEDULES.

2.1. SEE BURGER KING AND POPEYES DECOR PACKAGE FOR COORDINATION.
3. REMOVE AND DISPOSE OF ALL DEBRIS.
4. ALL FLOORS TO BE LEFT BROOM CLEAN.

FLOOR FINISH PLAN LEGEND:

BURGER KING MAIN DINING ROOM FLOOR TILE &
POPEYES MAIN DINING ROOM FLOOR TILE - SEE SCHEDULES
FOR COORDINATION.

DOB RELATED FILINGS:

A
A-011

I
A-012

B
A-011

B
A-006

G
A-012

CT-25RY

CT-10RY

CT-25RY

CT-25RY

A-013 2

3

4

1

A-0138

7

6

5

BURGER KING BACK OF HOUSE FLOOR TILE &
POPEYES BACK OF HOUSE FLOOR TILE - SEE SCHEDULES FOR
COORDINATION.

X
XXX

XX-XX FLOOR FINISH TAG - SEE SCHEDULES FOR COORDINATION

INTERIOR ELEVATION TAG

1. RELATED PLUMBING WORK FILED UNDER SEPARATE APPLICATION.
2. RELATED MECHANICAL WORK FILED UNDER SEPARATE APPLICATION.
3. RELATED PUBLIC ASSEMBLY PLAN TO BE FILED UNDER SEPARATE APPLICATION.
4. TEMPORARY CONSTRUCTION FENCE FILED UNDER SEPARATE APPLICATION.
5. FIRE SUPPRESSION ANSUL SYSTEM FILED WITH FDNY.
6. SIGNAGE TO BE FILED UNDER SEPARATE APPLICATION.
7. BACKFLOW PREVENTION FILED AT DEP.

CT-25RY

CT-10RY

J
A-012

C
A-011

D
A-011

H
A-012

F
A-011

E
A-006

E
A-011
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New York Alteration Warning Statement:
IT IS A VIOLATION OF NEW YORK REGULATION 69.5(b)
FOR ANY PERSON, UNLESS ACTING UNDER THE
DIRECTION OF A LICENSED ARCHITECT, TO ALTER AN
ITEM IN ANY WAY WITHOUT AFFIXING TO THE ITEM HIS
SEAL AND THE NOTIFICATION "ALTERED BY", FOLLOWED
BY A SIGNATURE, DATE OF SUCH ALTERATION AND A
SPECIFIC DESCRIPTION OF THE ALTERATION

Special & Progress Inspections:
M. JUST ARCHITECTURE, PC SHALL ONLY IDENTIFY ALL
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DESIGN APPLICANT.

THE OWNER MUST RETAIN A CERTIFIED SPECIAL
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INTERIOR ELEVATION
SCALE: 1/2" = 1'-0"A INTERIOR ELEVATION

SCALE: 1/2" = 1'-0"B

INTERIOR ELEVATION
SCALE: 1/2" = 1'-0"D

INTERIOR ELEVATION
SCALE: 1/2" = 1'-0"E

INTERIOR ELEVATION
SCALE: 1/2" = 1'-0"F

GENERAL NOTES
1. TILE PATTERNS ARE SHOWN ON ELEVATIONS FOR REPRESENTATION OF INSTALLATION PATTERN ONLY; DO NOT SCALE
2. PREFERRED GROUT JOINT WIDTH FOR WALL TILE IS 18"
3. CEILING HEIGHTS ARE SHOWN ON ARCHITECTURAL PLANS
4. GRAPHICS ARE CENTERED HORIZONTALLY ON WALLS, UNO

GC TO PROVIDE EXTRA WOOD BLOCKING IN CEILING/WALL FOR DECOR

KEY NOTES

GC TO WRAP FINISHES BACK

ADA REQ'D OUTLET

GC TO PROVIDE POWER IN WALL FOR DECOR
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GENERAL NOTES
1. TILE PATTERNS ARE SHOWN ON ELEVATIONS FOR REPRESENTATION OF INSTALLATION PATTERN ONLY; DO NOT SCALE
2. PREFERRED GROUT JOINT WIDTH FOR WALL TILE IS 18"
3. CEILING HEIGHTS ARE SHOWN ON ARCHITECTURAL PLANS
4. GRAPHICS ARE CENTERED HORIZONTALLY ON WALLS, UNO

GC TO PROVIDE EXTRA WOOD BLOCKING IN CEILING/WALL FOR DECOR

KEY NOTES
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